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Electric Tariff Structures1

SCHEDULE TOU-8 

 
TIME-OF-USE - GENERAL SERVICE - LARGE 

Applicability 
Applicable to general service including lighting and power, except agricultural water pumping 
accounts as described in Special Condition 12. This Schedule is applicable to and mandatory 
for all customers whose monthly maximum demand, in the opinion of SCE, is expected to 
exceed 500 kW or has exceeded 500 kW in any three months during the preceding 12 months, 
except that customers served on this Schedule may elect service under any applicable 
schedules optional hereto. Except for interruptible service customers, any existing customer on 
this Schedule whose monthly maximum demand has registered 500 kW or less for 12 
consecutive months is ineligible for service under this Schedule. Service under this Schedule is 
subject to meter availability. This Schedule contains four rate structures; Critical Peak Pricing 
(CPP), Option A, Option B, and Option R.  

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

                                                           
1Following section is referenced from SCE website http://www.sce.com  

http://www.sce.com/�
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SCHEDULE TOU-GS-3 

TIME-OF-USE - GENERAL SERVICE - DEMAND METERED 

Applicability 
Applicable to single- and three-phase general service including lighting and power customers 
whose monthly Maximum Demand registers, or in the opinion of SCE is expected to register 
200 kW through 500 kW. The customer whose monthly Maximum Demand, in the opinion of 
SCE, is expected to exceed 500 kW or has exceeded 500 kW for any three months during the 
preceding 12 months is ineligible for service under this Schedule and effective with the date of 
ineligibility, such customer's account shall be transferred to Schedule TOU-8.  

Further, any customer served under this Schedule whose monthly Maximum Demand has 
registered below 200 kW for 12 consecutive months is ineligible for service under this Schedule. 
Except for interruptible customers, a customer who makes a permanent change in operating 
conditions that SCE, in its sole opinion, anticipates will reduce the customer’s demand to below 
200 kW, may transfer to Schedule GS-2 before completing 12 consecutive months at the 
reduced demand levels.  

Such customer shall be required to sign the Permanent Change in Operating Conditions.  
Declaration, Form 14-548. Service under this Schedule is subject to meter availability. This 
Schedule contains four rate structures; Critical Peak Pricing (CPP), Option A, Option B, and 
Option R.  
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 STANDBY RATE 

Applicability 
Applicable to customers taking service under a regular service rate schedule and where a part 
or all of the electrical requirements of the customer can be supplied from a generating facility as 
defined, interconnected, and operated in accordance with Rule 21, but will be provided electric 
service from SCE’s electrical system during periods of outage of the customer’s generating 
facility. A generating facility may be connected for: (1) parallel operation with the service of 
SCE; or (2) isolated operation with standby or breakdown service provided by SCE by means of 
a double throw switch. This Schedule is also applicable to a generating facility interconnected 
and operated in accordance with SCE’s wholesale distribution access tariff (WDAT) or 
transmission owners (TO) tariff in order to sell power to the grid and receive electric service 
from SCE at any time for generating facility loads normally served by such facility. Customers 
must have SCE approved metering capable of measuring demand, with the exception of 
customers served on Domestic schedules, GS-1, PA-1 or TOU-PA Option A schedules. 

Overview of Rates 
Service provided under this Schedule shall be either Backup Service or Maintenance Service. 
Customers may also be provided Supplemental Service. Backup Service is applicable when 
customers request SCE to provide service instantaneously during unscheduled outages of the 
customer’s generating facility. Maintenance service is applicable when customers sign the 
Physical Assurance Agreement and schedule Maintenance Service with SCE. Maintenance 
Service must be scheduled and approved by SCE as specified in the Maintenance Service 
Special Condition of this Schedule. Supplemental Service is applicable for customers who have 
load that is not regularly supplied by the customers’ generating facility during normal operation 
of such generating facility and is serviced by SCE’s electrical system. 

Backup Service: Customers taking Backup Service will pay the Capacity Reservation Charge 
and the Backup Generation Time Related Demand Charge. 

Maintenance Service: Customers taking Maintenance Service must sign and comply with the 
Customer Physical Assurance Agreement (Form 14-749) and will not be subject to the Capacity 
Reservation Charge except during the time periods of a scheduled and approved Maintenance 
Outage. During the time periods of a scheduled and approved Maintenance Outage, the Backup 
Generation Time Related Demand Charge of this Schedule will apply. 

Supplemental Service: SCE’s electric system will provide Supplemental Service as applicable 
during normal operation or during periods of Backup Service or scheduled Maintenance. 
Customers who need SCE service for their supplemental load will pay all charges and adhere to 
all provisions of the customer’s OAT. 

All energy charges applicable to the above services will be billed at the customer’s OAT rate.  
Customers operating certain types of generating facilities or served under certain tariff 
schedules shall be exempt from the charges of this Schedule as set forth in the Special 
Conditions section below. 

Rates 
Except as provided under this Schedule, the charges, terms and conditions of the customer’s 
OAT shall apply.  
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SCHEDULE TOU-GS-1 
GENERAL SERVICE NON-DEMAND 

Applicability 
Applicable to single- and three-phase general service including lighting and power, except that 
the customer whose monthly maximum demand, in the opinion of SCE, is expected to exceed 
20 kW or has exceeded 20 kW in any three months during the preceding 12 months is ineligible 
for service under this Schedule. Effective with the date of ineligibility of any customer served 
under this Schedule, the customer's account shall be transferred to Schedule GS-2 or another 
applicable rate schedule. This Schedule is subject to meter availability. 
 

 
 



Comprehensive Energy Analysis for City of Palm Springs • JUNE 2011 
 
 

118 
© 2011. Chevron Energy Solutions Company 

Gas Tariff Structures2

SCHEDULE. GN-10 

 

CORE SERVICE FOR SMALL COMMERCIAL AND INDUSTRIAL 

Applicability 
Applicable to non residential natural gas service not provided under any other rate schedule. 
Pursuant to Resolution No. G-3304, effective December 21, 2000, this rate schedule is 
suspended to transfers of customer facilities taking Noncore Service, as defined in Rule 1, that 
are not eligible for Priority 1 classification as set forth in Rule 23, except for those customer 
facilities where their Gas Service Provider Is No Longer Offering Gas Service In California as 
defined in Rule 1. The minimum term of service hereunder is one month, as described in 
Special Condition 7. 

Rates 
Customer Charge (Per meter, per day): 
Annual usage of less than 1,000 therms per year: 

All customers except "space heating only"    32.877¢* 
"Space heating only" customers: 
Beginning December 1 through March 31     $0.99174* 
Beginning April 1 through November 30     None 

 
Annual usage of 1,000 therms per year or more: 

All customers except "space heating only"    49.315¢* 
"Space heating only" customers: 
Beginning December 1 through March 31     $1.48760* 
Beginning April 1 through November 30     None 

Commodity Charges 
These charges are for service as defined above and consist of: (1) the monthly non-residential 
procurement charge as set forth in Schedule No. G-CP; (2) the GT-10 transmission charges, as 
set forth in Schedule No. GT-10; (3) the San Juan Lateral interstate demand charge; and (4) the 
procurement carrying cost of storage inventory charge.  

The non-residential procurement charge is determined as set forth in Schedule No. G-CP, in the 
manner approved by D.96-08-037, and subject to change monthly as described in Special 
Condition 8.  

Tier I Rate, per therm, for the first 100 therms used during summer months and the first 
250 therms used during winter months 

Procurement Charge: G-CPNR    27.004¢ 
Transmission Charge: GPT-10     37.200¢ 
Commodity Charge: GN-10    64.204¢ 

Tier II Rate, per therm, for usage above Tier I quantities and up to 4167 therms per month 
Procurement Charge: G-CPNR     27.004¢ 
Transmission Charge: GPT-10     20.639¢ 
Commodity Charge: GN-10     47.643¢ 

                                                           
2 The following section is referenced from SCG Website http://www.socalgas.com/business/documents/gn10.pdf 

http://www.socalgas.com/business/documents/gn10.pdf�


Comprehensive Energy Analysis for City of Palm Springs • JUNE 2011 
 
 

119 
© 2011. Chevron Energy Solutions Company 

Tier III Rate, per therm, for all usage above 4167 therms per month 
Procurement Charge: G-CPNR     27.004¢ 
Transmission Charge: GPT-10     7.666¢ 
Commodity Charge: GN-10     34.670¢ 

 
OCCIDENTAL ENERGY CONTRACT 

The following is the actual contract negotiated for 2009 and 2010 with Occidental Energy.  
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CCF $ # Meters CCF $ # Meters CCF $ # Meters CCF $ # Meters CCF $ # Meters CCF $ # Meters
2007 837,279          611,298$ 249 -                2,115$ 3     3,524$ 691,608 476,188$ 145,668  131,586$ 181 826,492  378,161$       2
2008 732,650          603,574$ 257 -                2,237$ 8     3,700$ 595,868 461,164$ 136,774  138,711$ 257 738,630  358,286$       2
2009 705,848          625,059$ 259 -                2,387$ 3     3,905$ 572,883 473,180$ 132,962  147,974$ 259 678,285  344,863$       2

Average 758,592          613,310$ 255 -                2,247$ 15 5     3,709$ 23 620,120 470,177$ 45 138,468  139,424$ 232 747,802  360,437$       2

Meters ExcludedAll Meters excluding golf Course Meters in CEA

45

Meters with 0 CCF past 3 years

15

Golf Course
Meters with<5 CCF past 

3 years

23

Type AcctNum MeterNum ServName BillName ServAdd

Average Cost 
for Zero 

Consumption 
in 3 years

CCF $ CCF $ CCF $

Fire Private 3-4-34-1547 515072 CITY OF PALM SPRINGS #3285 CITY OF PALM SPRINGS #3285 480 TRAMVIEW RD 0 144$       0 144$      0 144$      144$             

Public Authority 4-4-15-1220 16056848 CITY OF PALM SPRINGS #3102 CITY OF PALM SPRINGS #3102 PALM CANYON DR S  TREES 2 62$         0 68$        0 80$        

Public Authority 4-4-15-3980 16056932 CITY OF PALM SPRINGS #3115 CITY OF PALM SPRINGS #3115 PALM CANYON DR S 0 60$         0 68$        0 80$        69$               

Fire Private 4-4-15-1438 16352477 CITY OF PALM SPRINGS #3267 CITY OF PALM SPRINGS #3267 PLAZA THEATRE 0 144$       0 144$      1 144$      

Fire Private 4-4-13-2590 17297221 CITY OF PALM SPRINGS #3226 CITY OF PALM SPRINGS #3226 CIVIC DR S POLICE DEPT 0 288$       0 288$      0 288$      288$             

Public Authority 4-4-10-0293 18081582 CITY OF PALM SPRINGS #3334 CITY OF PALM SPRINGS #3334 FRANCIS STEVENS PARK-FO 5246 4,144$    0 113$      532 602$      

Public Authority 3-4-34-0700 19197717 CITY OF PALM SPRINGS #3027 CITY OF PALM SPRINGS #3027 GATEWAY DR 0 60$         0 68$        0 80$        69$               

Public Authority 4-5-20-1232 19197732 CITY OF PALM SPRINGS #3345 CITY OF PALM SPRINGS #3345 RAMON RD ST MEDIAN 0 90$         4 102$      0 110$      

Public Authority 4-4-15-1074 19904542 CITY OF PALM SPRINGS #3098 CITY OF PALM SPRINGS #3098 342 PALM CANYON DR N 0 60$         0 68$        0 80$        69$               

Public Authority 4-5-30-0420 28994305 CITY OF PALM SPRINGS #3184 CITY OF PALM SPRINGS #3184 PALM CANYON DR E 62 123$       0 83$        0 93$        

Public Authority 4-4-12-0507 32336996 CITY OF PALM SPRINGS #3242 CITY OF PALM SPRINGS #3242 AJELO RD E 63 265$       0 228$      0 242$      

Public Authority 4-4-23-5591 33221840 CITY OF PALM SPRINGS #3384 CITY OF PALM SPRINGS #3384 520 1/2 WARM SANDS DR #N/A #N/A 0 46$        68 171$      -$              

Public Authority 4-5-19-5150 33507451 CITY OF PALM SPRINGS #3247 CITY OF PALM SPRINGS #3247 MESQUITE AVE S SIDE 0 105$       0 113$      1 124$      

Public Authority 4-4-12-0502 33652554 CITY OF PALM SPRINGS #3237 CITY OF PALM SPRINGS #3237 ALEJO RD E 0 216$       1 229$      0 242$      

Public Authority 4-5-30-8595 33652572 CITY OF PALM SPRINGS #3189 CITY OF PALM SPRINGS #3189 BIRDIE WAY 0 180$       0 191$      0 206$      192$             

Public Authority 4-4-15-1552 34400413 CITY OF PALM SPRINGS #3257 CITY OF PALM SPRINGS #3257 INDIAN CYN N 277 318$       2038 1,682$   0 123$      

Public Authority 4-4-14-7990 34400420 CITY OF PALM SPRINGS #3256 CITY OF PALM SPRINGS #3256 INDIAN CYN/AMADO 0 105$       0 113$      0 123$      114$             

Public Auth. Mains 4-5-18-0918 34976304 CITY OF PALM SPRINGS #3253 CITY OF PALM SPRINGS #3253 EL CIELO RD S 363 496$       251 431$      0 242$      

Public Authority 4-4-13-4866 35738250 CITY OF PALM SPRINGS #3087 CITY OF PALM SPRINGS #3087 CIVIC DR N 0 84$         0 113$      0 146$      114$             

Public Authority 4-4-15-1178 35790378 CITY OF PALM SPRINGS #3100 CITY OF PALM SPRINGS #3100 PALM CANYON DR N 0 60$         0 68$        11 90$        

Fire Private 4-4-13-5900 35809497 CITY OF PALM SPRINGS % SSC RACING ALEJO RD E 0 288$       0 288$      0 288$      288$             

Commercial 4-4-14-7760 35981996 CITY OF PALM SPRINGS #3389 % PALM SPRINGS CONVENTION CTR. 655 E AMADO RD #N/A #N/A #N/A #N/A 0 6$          -$              

Public Authority 4-4-15-1436 36124475 CITY OF PALM SPRINGS #3261 CITY OF PALM SPRINGS #3261 INDIAN CYN SW/TAHQ IRRI 0 105$       0 113$      0 123$      114$             

Public Authority 4-4-22-3048 40455041 CITY OF PALM SPRINGS #3123 CITY OF PALM SPRINGS #3123 PALM CANYON DR S 0 60$         0 68$        105 174$      

Fire Private 4-4-13-4882 90861599 CITY OF PALM SPRINGS #3219 CITY OF PALM SPRINGS #3219 EL CIELO RD N 0 144$       0 144$      0 144$      144$             

Fire Private 4-4-13-4840 92064781 CITY OF PALM SPRINGS #3086 CITY OF PALM SPRINGS #3086 CIVIC DR N 0 288$       1 288$      1 288$      

Public Authority 4-4-15-1643 92064783 CITY OF PALM SPRINGS #3109 CITY OF PALM SPRINGS #3109 PALM CANYON DR N  TREES 39 90$         0 68$        8 87$        

Public Authority 4-4-22-3021 92459107 CITY OF PALM SPRINGS #3122 CITY OF PALM SPRINGS #3122 INDIAN CYN S 0 75$         0 83$        0 93$        84$               

Residential 3-4-34-1552 93645203 CITY OF PALM SPRINGS #3368 CITY OF PALM SPRINGS #3368 TRAMVIEW RD 5 79$         0 83$        42 131$      

Commercial 4-5-19-5160 93818017 CITY OF PALM SPRINGS #3363 CITY OF PALM SPRINGS #3363 3651 E MESQUITE AVE 623 585$       0 113$      0 123$      

Commercial 4-5-19-5160 93818017 CITY OF PALM SPRINGS #3363 CITY OF PALM SPRINGS #3363 3651 E MESQUITE AVE 623 585$       0 113$      0 123$      

Public Authority 4-5-19-2147 94067040 CITY OF PALM SPRINGS % TAHQUITZ CREEK/B ALEXANDER 3787 SONORA RD 0 216$       0 228$      0 242$      229$             

Commercial 4-5-19-5090 94070418 CITY OF PALM SPRINGS % TAHQUITZ CREEK/B ALEXANDER S/S MESQUITE E/O EL CIE 0 216$       0 228$      0 242$      229$             

Fire Private 4-5-18-0926 95730367 CITY OF PALM SPRINGS #3167 MUNICIPAL AIRPORT #3167 EL CIELO RD S 21 432$       0 432$      0 432$      

Fire Private 4-5-18-1004 97093150 CITY OF PALM SPRINGS CITY OF PALM SPRINGS 210 N EL CIELO RD # FS4 1 288$       1 288$      0 288$      

Public Authority 4-4-10-4499 97204280 CITY OF PALM SPRINGS #3060 CITY OF PALM SPRINGS #3060 507 PALM CANYON DR N 6 65$         2 70$        0 80$        

Public Authority 4-4-13-1080 97590767 CITY OF PALM SPRINGS #3001 CITY OF PALM SPRINGS #3001 SUNRISE WAY S - LIB & S 0 216$       1 229$      0 242$      

Fire Private 4-4-13-1028 98908189 CITY OF PALM SPRINGS #3071 CITY OF PALM SPRINGS #3071 RAMON RD E (PAVILION) 1 432$       0 432$      5 432$      

Public Authority 4-4-22-8051 99886621 CITY OF PALM SPRINGS #3126 CITY OF PALM SPRINGS #3126 BELARDO RD S 184 217$       0 83$        0 93$        

Public Authority 4-5-29-6550 99984249 CITY OF PALM SPRINGS #3181 % TAHQUITZ CREEK/B ALEXANDER GOLF CLUB DR P S GOLF 0 90$         -$ 99$        -$ 110$      100$             
Total Cost for Meters with 0 Consumption for all three Years 0 2,115$    -$ 2,237$   -$ 2,387$    2,247$          

2007 2008 2009

Water 

As mentioned in Section 3 of the report there are over 250 water meters.  
 

Table A1 - Summary of Water Meters 

 

Table A2 - Summary of Meters with Zero Consumption (2007 – 2009)
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Type AcctNum MeterNum ServName BillName ServAdd

Average Cost 
for <5ccf 

Consumption 
in 3 years

CCF $ CCF $ CCF $

Fire Private 3-4-34-1547 515072 CITY OF PALM SPRINGS #3285 CITY OF PALM SPRINGS #3285 480 TRAMVIEW RD 0 144$        0 144$        0 144$        144$             

Public Authority 4-4-15-1220 16056848 CITY OF PALM SPRINGS #3102 CITY OF PALM SPRINGS #3102 PALM CANYON DR S  TREES 2 62$          0 68$          0 80$          70$              

Public Authority 4-4-15-3980 16056932 CITY OF PALM SPRINGS #3115 CITY OF PALM SPRINGS #3115 PALM CANYON DR S 0 60$          0 68$          0 80$          69$              

Fire Private 4-4-15-1438 16352477 CITY OF PALM SPRINGS #3267 CITY OF PALM SPRINGS #3267 PLAZA THEATRE 0 144$        0 144$        1 144$        144$             

Fire Private 4-4-13-2590 17297221 CITY OF PALM SPRINGS #3226 CITY OF PALM SPRINGS #3226 CIVIC DR S POLICE DEPT 0 288$        0 288$        0 288$        288$             

Public Authority 4-4-10-0293 18081582 CITY OF PALM SPRINGS #3334 CITY OF PALM SPRINGS #3334 FRANCIS STEVENS PARK-FO 5246 4,144$      0 113$        532 602$        

Residential 3-4-34-1994 19197647 CITY OF PALM SPRINGS #3380 % ACCTS PAYABLE HOWARD CIRCLE 5 94$          5 95$          7 116$        

Public Authority 3-4-34-0700 19197717 CITY OF PALM SPRINGS #3027 CITY OF PALM SPRINGS #3027 GATEWAY DR 0 60$          0 68$          0 80$          69$              

Public Authority 4-5-20-1232 19197732 CITY OF PALM SPRINGS #3345 CITY OF PALM SPRINGS #3345 RAMON RD ST MEDIAN 0 90$          4 102$        0 110$        101$             

Fire Private 4-4-14-8214 19269295 CITY OF PALM SPRINGS % P S CONVENTION CTR AMADO RD E 15 288$        2 288$        55 288$        

Public Authority 4-4-15-1074 19904542 CITY OF PALM SPRINGS #3098 CITY OF PALM SPRINGS #3098 342 PALM CANYON DR N 0 60$          0 68$          0 80$          69$              

Public Authority 4-5-30-0420 28994305 CITY OF PALM SPRINGS #3184 CITY OF PALM SPRINGS #3184 PALM CANYON DR E 62 123$        0 83$          0 93$          

Public Authority 4-4-12-0507 32336996 CITY OF PALM SPRINGS #3242 CITY OF PALM SPRINGS #3242 AJELO RD E 63 265$        0 228$        0 242$        

Public Authority 4-4-23-5591 33221840 CITY OF PALM SPRINGS #3384 CITY OF PALM SPRINGS #3384 520 1/2 WARM SANDS DR #N/A #N/A 0 46$          68 171$        #N/A

Public Authority 4-5-19-5150 33507451 CITY OF PALM SPRINGS #3247 CITY OF PALM SPRINGS #3247 MESQUITE AVE S SIDE 0 105$        0 113$        1 124$        114$             

Public Authority 4-4-12-0502 33652554 CITY OF PALM SPRINGS #3237 CITY OF PALM SPRINGS #3237 ALEJO RD E 0 216$        1 229$        0 242$        229$             

Public Authority 4-5-30-8595 33652572 CITY OF PALM SPRINGS #3189 CITY OF PALM SPRINGS #3189 BIRDIE WAY 0 180$        0 191$        0 206$        192$             

Public Authority 4-4-12-0503 33787941 CITY OF PALM SPRINGS #3238 CITY OF PALM SPRINGS #3238 ALEJO RD E 78 276$        2 230$        119 349$        

Public Authority 4-4-15-1552 34400413 CITY OF PALM SPRINGS #3257 CITY OF PALM SPRINGS #3257 INDIAN CYN N 277 318$        2038 1,682$      0 123$        

Public Authority 4-4-14-7990 34400420 CITY OF PALM SPRINGS #3256 CITY OF PALM SPRINGS #3256 INDIAN CYN/AMADO 0 105$        0 113$        0 123$        114$             

Public Auth. Mains 4-5-18-0918 34976304 CITY OF PALM SPRINGS #3253 CITY OF PALM SPRINGS #3253 EL CIELO RD S 363 496$        251 431$        0 242$        

Public Authority 4-4-13-4866 35738250 CITY OF PALM SPRINGS #3087 CITY OF PALM SPRINGS #3087 CIVIC DR N 0 84$          0 113$        0 146$        114$             

Public Authority 4-4-15-1178 35790378 CITY OF PALM SPRINGS #3100 CITY OF PALM SPRINGS #3100 PALM CANYON DR N 0 60$          0 68$          11 90$          

Fire Private 4-4-13-5900 35809497 CITY OF PALM SPRINGS % SSC RACING ALEJO RD E 0 288$        0 288$        0 288$        288$             

Commercial 4-4-14-7760 35981996 CITY OF PALM SPRINGS #3389 % PALM SPRINGS CONVENTION CTR. 655 E AMADO RD #N/A #N/A #N/A #N/A 0 6$            #N/A

Public Authority 4-4-15-1436 36124475 CITY OF PALM SPRINGS #3261 CITY OF PALM SPRINGS #3261 INDIAN CYN SW/TAHQ IRRI 0 105$        0 113$        0 123$        114$             

Public Authority 4-4-22-3048 40455041 CITY OF PALM SPRINGS #3123 CITY OF PALM SPRINGS #3123 PALM CANYON DR S 0 60$          0 68$          105 174$        

Fire Private 4-4-13-4882 90861599 CITY OF PALM SPRINGS #3219 CITY OF PALM SPRINGS #3219 EL CIELO RD N 0 144$        0 144$        0 144$        144$             

Fire Private 4-4-13-4840 92064781 CITY OF PALM SPRINGS #3086 CITY OF PALM SPRINGS #3086 CIVIC DR N 0 288$        1 288$        1 288$        288$             

Public Authority 4-4-15-1643 92064783 CITY OF PALM SPRINGS #3109 CITY OF PALM SPRINGS #3109 PALM CANYON DR N  TREES 39 90$          0 68$          8 87$          

Public Authority 4-4-22-3021 92459107 CITY OF PALM SPRINGS #3122 CITY OF PALM SPRINGS #3122 INDIAN CYN S 0 75$          0 83$          0 93$          84$              

Residential 3-4-34-1552 93645203 CITY OF PALM SPRINGS #3368 CITY OF PALM SPRINGS #3368 TRAMVIEW RD 5 79$          0 83$          42 131$        

Commercial 4-5-19-5160 93818017 CITY OF PALM SPRINGS #3363 CITY OF PALM SPRINGS #3363 3651 E MESQUITE AVE 623 585$        0 113$        0 123$        

Public Authority 4-5-19-2147 94067040 CITY OF PALM SPRINGS % TAHQUITZ CREEK/B ALEXANDER 3787 SONORA RD 0 216$        0 228$        0 242$        229$             

Commercial 4-5-19-5090 94070418 CITY OF PALM SPRINGS % TAHQUITZ CREEK/B ALEXANDER S/S MESQUITE E/O EL CIE 0 216$        0 228$        0 242$        229$             

Fire Private 4-5-18-0926 95730367 CITY OF PALM SPRINGS #3167 MUNICIPAL AIRPORT #3167 EL CIELO RD S 21 432$        0 432$        0 432$        

Fire Private 4-5-18-1004 97093150 CITY OF PALM SPRINGS CITY OF PALM SPRINGS 210 N EL CIELO RD # FS4 1 288$        1 288$        0 288$        288$             

Public Authority 4-4-10-4499 97204280 CITY OF PALM SPRINGS #3060 CITY OF PALM SPRINGS #3060 507 PALM CANYON DR N 6 65$          2 70$          0 80$          

Fire Private 4-4-13-1078 97204295 CITY OF PALM SPRINGS #3075 CITY OF PALM SPRINGS #3075 SUNRISE WAY S 1 432$        7 432$        3 432$        

Public Authority 4-4-13-1080 97590767 CITY OF PALM SPRINGS #3001 CITY OF PALM SPRINGS #3001 SUNRISE WAY S - LIB & S 0 216$        1 229$        0 242$        229$             

Fire Private 4-4-13-1028 98908189 CITY OF PALM SPRINGS #3071 CITY OF PALM SPRINGS #3071 RAMON RD E (PAVILION) 1 432$        0 432$        5 432$        

Public Authority 4-4-22-8051 99886621 CITY OF PALM SPRINGS #3126 CITY OF PALM SPRINGS #3126 BELARDO RD S 184 217$        0 83$          0 93$          

Public Authority 4-5-29-6550 99984249 CITY OF PALM SPRINGS #3181 % TAHQUITZ CREEK/B ALEXANDER GOLF CLUB DR P S GOLF 0 90$          0 99$          0 110$        100$             
Total Cost for Meters with <5ccf Consumption for all three Years 3 3,524$      8 3,700$      3 3,905$      3,709$          

2007 2008 2009

 

Table A3 - Summary of Meters with <5CCF Consumption (2007 – 2009) 
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Table A4 - Summary of Meters Included in CEA for Irrigation 

AREA METER # CCF $ CCF $ CCF $ CCF $
Desert Highlands Park 93550999 TRAMVIEW RD 23,296         18,154$     0.78$  22,042         18,903$     0.86$  23,232         21,151$     0.91$  22,857         19,403$     0.85$  
Desert Highlands Park 35726141 TRAMVIEW RD 24,045         18,731$     0.78$  20,854         17,902$     0.86$  22,219         20,239$     0.91$  22,373         18,957$     0.85$  
Desert Highlands Park 35275112 TRAMVIEW RD 20,736         16,183$     0.78$  22,508         19,301$     0.86$  12,037         11,075$     0.92$  18,427         15,519$     0.84$  
Victoria Park 18477184 VIA MIRALESTE 12,707         10,000$     0.79$  12,626         10,930$     0.87$  11,950         10,997$     0.92$  12,428         10,642$     0.86$  
Victoria Park 99276099 VIA MIRALESTE 21,903         17,081$     0.78$  22,242         19,099$     0.86$  19,004         17,345$     0.91$  21,050         17,842$     0.85$  
Ruth Hearty Park 96523981 AVE CABALLEROS N 12,958         10,194$     0.79$  13,517         11,719$     0.87$  17,471         15,966$     0.91$  14,649         12,626$     0.86$  
Ruth Hearty Park 96080431 TAMARISK RD 9,124           7,241$        0.79$  10,214         8,916$        0.87$  12,496         11,488$     0.92$  10,611         9,215$        0.87$  
Ruth Hearty Park 31675803 TAMARISK RD 7,884           6,323$        0.80$  6,570           5,842$        0.89$  9,831           9,126$        0.93$  8,095           7,097$        0.88$  
Sunrise Park - Skate Park 18974485 RAMON RD E 5,884           4,747$        0.81$  5,632           4,956$        0.88$  6,377           5,981$        0.94$  5,964           5,228$        0.88$  
Sunrise Park - Skate Park 70060713 RAMON RD E 6,621           5,314$        0.80$  5,397           4,861$        0.90$  7,676           7,150$        0.93$  6,565           5,775$        0.88$  
Sunrise Park - Skate Park 31907092 RAMON RD E 10,232         8,095$        0.79$  7,925           6,783$        0.86$  7,403           6,905$        0.93$  8,520           7,261$        0.85$  
Sunrise Park - Mizell S.C. 35726340 RAMON RD E 3,302           2,663$        0.81$  2,761           2,453$        0.89$  2,019           1,999$        0.99$  2,694           2,371$        0.88$  
Sunrise Park - Mizell S.C. 70067595 RAMON RD E 8,432           6,709$        0.80$  8,086           7,026$        0.87$  7,771           7,236$        0.93$  8,096           6,990$        0.86$  
Sunrise Park - Mizell S.C. 70060709 RAMON RD E 10,950         8,648$        0.79$  9,320           8,068$        0.87$  8,716           8,086$        0.93$  9,662           8,267$        0.86$  
Sunrise Park - Mizell S.C. 70034118 RAMON RD E 3,490           2,903$        0.83$  2,990           2,738$        0.92$  3,325           3,234$        0.97$  3,268           2,959$        0.91$  
Sunrise Park - Library 94070417 SUNRISE WAY S   LIBRARY 19,367         15,129$     0.78$  23,240         20,321$     0.87$  26,489         24,082$     0.91$  23,032         19,844$     0.86$  
Sunrise Park - Library 93124497 SUNRISE WAY S   LIBRARY 31,833         24,727$     0.78$  16,829         14,414$     0.86$  24,180         22,004$     0.91$  24,281         20,382$     0.84$  
Sunrise Park - Baseball F. 31940804 BARISTO RD E  BALLFIELD 11,194         8,835$        0.79$  11,425         9,804$        0.86$  10,361         9,567$        0.92$  10,993         9,402$        0.86$  
Demuth Park (Grey) 884248 WASTEWATER TREATMENT PL 213,559       99,222$     0.46$  142,889       69,795$     0.49$  140,834       73,277$     0.52$  165,761       80,765$     0.49$  
Demuth Park 31964943 MESQUITE AVE E 4,814           3,923$        0.81$  4,280           3,619$        0.85$  5,299           5,011$        0.95$  4,798           4,184$        0.87$  
Francis Stevens Park 32338790 FRANCIS ST   PARK IRRIG 3,678           3,048$        0.83$  3,954           3,528$        0.89$  3,996           3,838$        0.96$  3,876           3,471$        0.90$  
Francis Stevens Park 32418860 FRANCIS ST PARK 3,245           2,715$        0.84$  3,857           3,443$        0.89$  2,440           2,438$        1.00$  3,181           2,865$        0.90$  
Baristo Park 70040285 CALLE EL SEGUNDO S 2,875           2,430$        0.85$  2,642           2,425$        0.92$  3,064           2,999$        0.98$  2,860           2,618$        0.92$  
Baristo Park 98127583 SATURNINO RD 1,476           1,242$        0.84$  937               898$           0.96$  1,035           1,055$        1.02$  1,149           1,065$        0.93$  
Desert Wellness Park 19747110 TACHEVAH DR 9,308           7,383$        0.79$  5,031           4,354$        0.87$  8,695           8,067$        0.93$  7,678           6,601$        0.86$  
Desert Wellness Park 30054150 TACHEVAH DR 1,463           1,232$        0.84$  1,108           1,055$        0.95$  1,346           1,334$        0.99$  1,306           1,207$        0.92$  
City Hall 33787942 EL CIELO RD N  CITYHALL 13,071         10,281$     0.79$  12,013         10,261$     0.85$  11,194         10,316$     0.92$  12,093         10,286$     0.85$  
City Hall 33068263 EL CIELO RD N 2,951           2,392$        0.81$  2,205           2,030$        0.92$  2,815           2,715$        0.96$  2,657           2,379$        0.90$  
City Hall - Dog park 98295596 IRRIG LIVMOR & CIVIC 4,529           3,607$        0.80$  3,683           3,230$        0.88$  3,190           3,053$        0.96$  3,801           3,297$        0.87$  
Convention Center 34710002 277 AVE CABALLEROS N 4,571           3,736$        0.82$  4,000           3,618$        0.90$  5,096           4,828$        0.95$  4,556           4,060$        0.89$  
CitPublic Works Yard 92057931 CIVIC DR N 4,095           3,369$        0.82$  4,719           4,208$        0.89$  4,935           4,683$        0.95$  4,583           4,087$        0.89$  
REGIONAL AP 16169366 EL CIELO RD S 6,346           5,102$        0.80$  7,190           6,250$        0.87$  3,923           3,773$        0.96$  5,820           5,042$        0.87$  
REGIONAL AP 16025959 EL CIELO RD S 2,432           2,089$        0.86$  5,011           4,545$        0.91$  8,665           8,040$        0.93$  5,369           4,891$        0.91$  
REGIONAL AP 18477813 EL CIELO RD S 7,993           6,371$        0.80$  14,032         12,132$     0.86$  20,113         18,344$     0.91$  14,046         12,282$     0.87$  
REGIONAL AP 18477814 EL CIELO RD S 9,275           7,358$        0.79$  10,039         8,568$        0.85$  7,215           6,735$        0.93$  8,843           7,554$        0.85$  
REGIONAL AP 98375056 RAMON RD              I 16,706         12,984$     0.78$  19,194         16,100$     0.84$  16,324         14,873$     0.91$  17,408         14,653$     0.84$  
REGIONAL AP 96931829 SEC EL CIELO & BARISTO 23,053         17,871$     0.78$  6,390           5,482$        0.86$  6,044           5,621$        0.93$  11,829         9,658$        0.82$  
REGIONAL AP 97396564 3400 E TAHQUITZ CANYON 4,148           3,314$        0.80$  6,833           5,942$        0.87$  2,669           2,584$        0.97$  4,550           3,947$        0.87$  
REGIONAL AP 96931727 100 EL CIELO RD S 31,528         24,397$     0.77$  40,189         33,733$     0.84$  28,879         26,173$     0.91$  33,532         28,101$     0.84$  
REGIONAL AP 34976303 EL CIELO RD S 8,651           6,877$        0.79$  8,524           7,258$        0.85$  4,911           4,662$        0.95$  7,362           6,266$        0.85$  
REGIONAL AP 34976296 EL CIELO RD S 7,662           6,116$        0.80$  9,099           7,599$        0.84$  3,561           3,447$        0.97$  6,774           5,720$        0.84$  
Farrell & Vista Chino 98523648 IRRIG - E/S FARRELL S/O 20,704         16,062$     0.78$  11,893         10,387$     0.87$  6,462           5,998$        0.93$  13,020         10,816$     0.83$  
Riverside Dr. N. 16028441 RIVERSIDE DR N 4,161           3,420$        0.82$  4,258           3,834$        0.90$  3,121           3,051$        0.98$  3,847           3,435$        0.89$  
Mid. Valley Pky - Mesquite 18166216 MID-VALLEY PKWY MESQUIT 4,431           2,174$        0.49$  4,289           2,206$        0.51$  3,640           1,985$        0.55$  4,120           2,122$        0.51$  
Gene Autry St. Median 18616822 GENE AUTRY ST MEDIAN 2,358           1,906$        0.81$  3,133           2,742$        0.88$  3,570           3,323$        0.93$  3,020           2,657$        0.88$  
Palm Canyon & Baristo 93482490 PALM CANYON DR S  TREES 235               286$           1.22$  4,429           4,067$        0.92$  483               558$           1.15$  1,716           1,637$        0.95$  
Palm Canyon East & Canyon Sands 95799555 PALM CANYON DR E 2,947           2,485$        0.84$  3,138           2,863$        0.91$  2,536           2,524$        1.00$  2,874           2,624$        0.91$  
E. Palm Canyon & La Reina 96523798 PALM CANYON DR E 4,049           3,238$        0.80$  4,239           3,684$        0.87$  4,467           4,202$        0.94$  4,252           3,708$        0.87$  
Tahquitz Canyon Medians 18616830 IRRIG N/S TAHQUITZ W/O 155               209$           1.35$  309               360$           1.16$  359               433$           1.21$  274               334$           1.22$  
Tahquitz Canyon Medians 31520647 TAHQUITZ CYN E 1,797           1,504$        0.84$  1,514           1,416$        0.94$  1,593           1,616$        1.01$  1,635           1,512$        0.92$  
Tahquitz Canyon Medians 31661468 TAHQUITZ CYN E 2,360           1,937$        0.82$  1,759           1,611$        0.92$  1,579           1,603$        1.02$  1,899           1,717$        0.90$  
Tahquitz Canyon Medians 31670830 TAHQUITZ CYN E 1,591           1,345$        0.85$  1,387           1,309$        0.94$  1,640           1,658$        1.01$  1,539           1,437$        0.93$  
Tahquitz Canyon Medians 35738221 TAHQUITZ CYN E 538               498$           0.93$  500               534$           1.07$  681               759$           1.11$  573               597$           1.04$  
Tahquitz Canyon Medians 35738254 TAHQUITZ CYN E 119               212$           1.78$  540               612$           1.13$  1,221           1,281$        1.05$  627               701$           1.12$  
Tahquitz Canyon Medians 35741564 TAHQUITZ CYN E 1,426           1,218$        0.85$  1,042           1,018$        0.98$  1,339           1,387$        1.04$  1,269           1,208$        0.95$  
Tahquitz Canyon Medians 91576937 TAHQUITZ W/O SUNRISE 3,207           2,589$        0.81$  2,759           2,458$        0.89$  2,644           2,561$        0.97$  2,870           2,536$        0.88$  
Tahquitz Canyon Medians 91577055 TAHQUITZ CYN E 1,106           936$           0.85$  977               926$           0.95$  916               970$           1.06$  1,000           944$           0.94$  
Tahquitz Canyon Medians 94070572 TAHQUITZ CYN E 1,690           1,421$        0.84$  1,741           1,596$        0.92$  1,415           1,455$        1.03$  1,615           1,491$        0.92$  
Tahquitz Canyon Medians 99922674 TAHQUITZ CYN E 2,403           1,970$        0.82$  1,978           1,802$        0.91$  1,988           1,971$        0.99$  2,123           1,914$        0.90$  
Tahquitz Canyon Medians 16025817 TAHQUITZ CYN E S SIDE 3,151           2,546$        0.81$  2,684           2,387$        0.89$  2,974           2,858$        0.96$  2,936           2,597$        0.88$  
Tahquitz Canyon Medians 35741576 TAHQUITZ CYN E 1,793           1,501$        0.84$  1,302           1,243$        0.95$  1,455           1,491$        1.02$  1,517           1,412$        0.93$  
Ruth Hardy Park 96523969 Ave Caballeros N 16,181         12,675$     0.78$  15,785         13,623$     0.86$  19,378         17,682$     0.91$  17,115         14,660$     0.86$  
Future DWA Well Site 18779221 San Raphael/ Mtn Shadow 3,015           2,427$        0.80$  3,103           2,714$        0.87$  3,306           3,098$        0.94$  3,141           2,746$        0.87$  
Civic Building 95029093 Civic Dr S/ Tahq Cyn 4,956           4,032$        0.81$  2,767           2,560$        0.93$  5,244           4,961$        0.95$  4,322           3,851$        0.89$  
Landscape Area 33652589 San Martin Dr/ El Cielo 2,249           1,816$        0.81$  1,956           1,743$        0.89$  1,539           1,531$        0.99$  1,915           1,697$        0.89$  
Landscape Area 95623567 E. Palm Cyn, Farrell 1,608           1,358$        0.84$  1,360           1,271$        0.93$  1,510           1,541$        1.02$  1,493           1,390$        0.93$  
Landscape Area 34063229 Alejo E/ Sunrise 4,272           3,469$        0.81$  3,679           3,254$        0.88$  5,006           4,711$        0.94$  4,319           3,811$        0.88$  
Landscape Area 19994140 Racquet Club/ Sunrise 2,317           1,889$        0.82$  2,643           2,349$        0.89$  2,771           2,617$        0.94$  2,577           2,285$        0.89$  
City Yard Landscape 33201979 Juanita Dr 570               559$           0.98$  902               903$           1.00$  1,048           1,125$        1.07$  840               862$           1.03$  
City Yard Landscape 33657439 Juanita Dr 505               503$           1.00$  922               926$           1.00$  1,148           1,209$        1.05$  858               879$           1.02$  
City Yard Landscape 94070588 Alejo/ Civic 1,320           1,232$        0.93$  668               809$           1.21$  932               1,081$        1.16$  973               1,041$        1.07$  
Landscape Area 97295720 Twin Star(Dead End) 5,006           3,975$        0.79$  4,867           4,236$        0.87$  4,806           4,507$        0.94$  4,893           4,239$        0.87$  
Police Station 97592860 Civic Dr S/ Police Station 2,385           1,956$        0.82$  4,725           4,092$        0.87$  5,109           4,780$        0.94$  4,073           3,609$        0.89$  
Landscape Area 29053212 Mountain Gate 686               633$           0.92$  790               770$           0.97$  753               801$           1.06$  743               735$           0.99$  
Landscape Area 29053256 4046 Alterra Rd 4,422           3,510$        0.79$  3,596           3,149$        0.88$  4,834           4,474$        0.93$  4,284           3,711$        0.87$  
CEA TOTAL 741,100       516,222$   0.70$  643,631       503,563$   0.78$  630,267       527,298$   0.84$  671,666       515,694$   0.77$  
Total All Meters 1,663,771   989,459$   0.59$  1,471,280   961,860$   0.65$  1,384,133   969,921$   0.70$  1,506,395   973,747$   0.65$  
Total Golf Course 826,492       378,161$   0.46$  738,630       358,286$   0.49$  678,285       344,863$   0.51$  747,802       360,437$   0.48$  
All Meters - Golf Meters - CEA Meters 96,179         95,075        0.99$  89,019         100,012     1.12$  75,581         97,761        1.29$  86,926         97,616        1.12$  

2007 2008 2009 Average 2007-2009
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Municipal Plant Cogeneration   

The following graph shows a comparison between purchased fuel and purchased electricity. 
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Power Purchased, Generated, and Sold from Municipal Plant (kWh) 

 

Cost of Power Purchased (Electric and Gas, $)  

 

 

Purchased 
kWh

CO-Gen 
kWh Sold kWh Total kWh

Purchased 
kWh

CO-Gen 
kWh Sold kWh Total kWh

Purchased 
kWh

CO-Gen 
kWh Sold kWh Total kWh

Purchased 
kWh

Generated 
kWh Sold kWh Total kWh

Jan 402,656      460,224       (10,056.0)        852,824         148,720      733,824      (47,192.0)       835,352         332,256      454,464      (15,672.0)     771,048      332,256      454,464       (15,672)    771,048          
Feb 784,608      35,712         -                    820,320         400,736      423,936      -                   824,672         777,048      -               -                 777,048      777,048      -                -             777,048          
Mar 486,096      525,888       (440.0)              1,011,544     795,544      -               -                   795,544         672,168      209,088      (336.0)           880,920      672,168      209,088       (336)          880,920          
Apr 510,608      317,952       (56.0)                828,504         876,192      -               -                   876,192         821,824      -               -                 821,824      821,824      -                -             821,824          
May 77,216        929,088       (38,176.0)        968,128         977,344      26,496         -                   1,003,840     885,728      -               -                 885,728      885,728      -                -             885,728          
Jun 124,896      805,248       (16,448.0)        913,696         927,272      -               -                   927,272         791,144      191,232      -                 982,376      791,144      191,232       -             982,376          
Jul 191,272      898,560       (9,632.0)          1,080,200     1,056,576  44,352         -                   1,100,928     649,496      433,152      -                 1,082,648  1,056,576  44,352         -             1,100,928      
Aug 244,800      800,640       (10,104.0)        1,035,336     183,072      855,360      (8,048.0)          1,030,384     697,296      436,032      -                 1,133,328  183,072      855,360       (8,048)       1,030,384      
Sep 117,000      872,064       (37,024.0)        952,040         183,200      816,768      (11,296.0)       988,672         448,304      -               -                 448,304      183,200      816,768       (11,296)    988,672          
Oct 74,872        898,848       (52,396.0)        921,324         156,720      817,920      (23,032.0)       951,608         -               -               -                 -               156,720      817,920       (23,032)    951,608          
Nov 53,944        898,848       (73,760.0)        879,032         112,280      724,608      -                   836,888         -               -               -                 -               112,280      724,608       -             836,888          
Dec 706,264      36,288         (1,280.0)          741,272         14,688        963,648      (96,888.0)       881,448         -               -               -                 -               14,688        963,648       (96,888)    881,448          
Tot: 3,774,232  7,479,360   (249,372.00)   11,004,220   5,832,344  5,406,912   (186,456.00)   11,052,800   6,075,264  1,723,968   (16,008.00)   7,783,224  5,986,704  5,077,440   (155,272)  10,908,872    

2008 2009 2010 Last 12 Months (Jul'09-Jun'10)

Electric 
Cost  Gas Cost  Electric Sold  Total Cost 

Electric 
Cost  Gas Cost  Electric Sold  Total Cost 

Electric 
Cost  Gas Cost  Electric Sold  Total Cost 

Electric 
Cost  Gas Cost 

 Electric 
Sold  Total Cost 

Jan 55,712$      48,258$       (646)$               103,324$      31,630$      64,387$      (2,539)$           93,478$         27,128$      39,345$      (818)$            65,655$      27,128$      39,345$       (818)$        65,655$          
Feb 101,562$   4,194$         -$                  105,756$      58,378$      34,306$      -$                 92,684$         61,889$      320$            -$               62,209$      61,889$      320$             -$          62,209$          
Mar 65,465$      45,044$       (32)$                  110,477$      102,643$   5,510$         -$                 108,153$       58,008$      15,827$      (13)$               73,822$      58,008$      15,827$       (13)$          73,822$          
Apr 71,475$      40,770$       (4)$                    112,241$      120,411$   3$                 -$                 120,414$       69,759$      20$               -$               69,779$      69,759$      20$               -$          69,779$          
May 22,110$      86,708$       (3,629)$            105,189$      131,005$   -$             -$                 131,005$       73,763$      -$             -$               73,763$      73,763$      -$             -$          73,763$          
Jun 47,768$      118,841$    (1,720)$            164,889$      147,157$   3$                 -$                 147,160$       125,020$    14,533$      -$               139,553$   125,020$    14,533$       -$          139,553$       
Jul 59,226$      143,238$    (1,049)$            201,415$      174,549$   3,180$         -$                 177,729$       98,482$      -$             -$               98,482$      174,549$    3,180$         -$          177,729$       
Aug 64,347$      96,829$       (755)$               160,421$      49,009$      73,810$      (240)$               122,579$       115,896$    -$             -$               115,896$   49,009$      73,810$       (240)$        122,579$       
Sep 46,031$      102,645$    (2,438)$            146,239$      59,977$      71,050$      (277)$               130,750$       97,268$      -$             -$               97,268$      59,977$      71,050$       (277)$        130,750$       
Oct 21,506$      106,078$    (2,990)$            124,594$      20,077$      68,012$      (779)$               87,309$         -$             -$             -$               -$            20,077$      68,012$       (779)$        87,309$          
Nov 19,215$      99,069$       (4,195)$            114,089$      15,598$      66,685$      -$                 82,283$         -$             -$             -$               -$            15,598$      66,685$       -$          82,283$          
Dec 97,120$      5,894$         (73)$                  102,941$      6,931$        64,332$      (4,200)$           67,063$         -$             -$             -$               -$            6,931$        64,332$       (4,200)$    67,063$          
Tot: 671,537$   897,568$    (17,530)$         1,551,574$   917,365$   451,277$    (8,035)$           1,360,607$   727,213$    70,043$      (830)$            796,426$   741,708$    417,112$    (6,327)$    1,152,493$    

2008 2009 2010 Last 12 Months
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Airport  

The airport receives all its electric power from the municipal plant.   
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Airport Fire Station #2 
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City Hall 

 

 



Comprehensive Energy Analysis for City of Palm Springs • JUNE 2011 
 
 

129 
© 2011. Chevron Energy Solutions Company 

City Yard  
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Police Department and Police Training Center 
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Sunrise Cogeneration Plant 

Power for the buildings connected to the Municipal plant comes from the co-gen engines and 
from SCE.  The following chart shows that during the months of high gas usage little electricity 
was purchased and  during low gas usage, high amounts of electricity was used. 
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Power Purchased, Generated, and Sold from Sunrise Plant (kWh) 

 

Cost of Power Purchased (Electric and Gas, Dollars)  

 

 

Purchased 
kWh CO-Gen kWh Sold kWh Total kWh

Purchased 
kWh CO-Gen kWh Sold kWh Total kWh

Purchased 
kWh CO-Gen kWh Sold kWh Total kWh

SCE 
Purchased Generated SCE Sold Total kWh

Jan 706                  426,816          (215,439)          212,083          3,045                431,424           (134,792)         299,677          -                  184,320          -                      184,320         -                  184,320           -                184,320           
Feb -                  426,240          (204,025)          222,215          5,534                395,712           -                   401,246          -                  224,640          -                      224,640         -                  224,640           -                224,640           
Mar 137,480         186,624          (60,120)            263,984          9,492                392,256           (208,211)         193,537          176,359         190,080          -                      366,439         176,359         190,080           -                366,439           
Apr 143,751         86,976             (32,990)            197,737          492                    444,096           (218,389)         226,199          199,424         -                   -                      199,424         199,424         -                    -                199,424           
May 368                  400,896          (167,200)          234,064          1,746                427,392           (212,570)         216,568          158,818         73,152            -                      231,970         158,818         73,152              -                231,970           
Jun 702                  370,368          (147,937)          223,133          -                     412,992           (201,489)         211,503          11,819           293,184          (131,964.0)        173,039         11,819           293,184           (131,964)     173,039           
Jul 877                  451,008          (164,410)          287,475          898                    340,992           (150,850)         191,040          898                 340,992           (150,850)     191,040           
Aug 2,659              405,504          (156,054)          252,109          -                     253,440           -                   253,440          -                  253,440           -                253,440           
Sep -                  414,720          (196,854)          217,866          -                     230,976           -                   230,976          -                  230,976           -                230,976           
Oct 846                  493,056          (222,402)          271,500          -                     221,184           -                   221,184          -                  221,184           -                221,184           
Nov 10,920            333,504          (182,020)          162,404          -                     194,688           -                   194,688          -                  194,688           -                194,688           
Dec 3,556              444,096          (213,889)          233,763          -                     199,296           -                   199,296          -                  199,296           -                199,296           
Tot: 301,865         4,439,808       (1,963,340)      2,778,333       21,206              3,944,448        (1,126,301)     2,839,353      546,420         965,376          (131,964.00)      1,379,832     547,318         2,405,952        (282,814)     2,670,456       

Last 12 Months (Jul'09-Jun'10)2008 2009 2010

Electric Cost Gas Cost Electric Sold Total Cost Electric Cost Gas Cost Electric Sold Total Cost Electric Cost Gas Cost Electric Sold Total Cost Electric Cost Gas Cost Electric Sold Total Cost

Jan 4,644$            41,572$          (15,805)$          30,410$          3,805$              36,846$           (12,869)$         27,781$          1,941$           17,517$          -$                    19,458$         1,941$           17,517$           -$              19,458$           
Feb 1,772$            38,502$          (16,142)$          24,132$          3,923$              34,536$           (9,915)$           28,544$          1,941$           17,007$          -$                    18,948$         1,941$           17,007$           -$              18,948$           
Mar 18,154$         22,473$          (5,179)$            35,448$          4,469$              35,999$           (8,919)$           31,548$          15,358$         14,819$          -$                    30,177$         15,358$         14,819$           -$              30,177$           
Apr 18,285$         8,804$             (2,982)$            24,107$          4,151$              36,514$           (9,076)$           31,589$          19,309$         -$                -$                    19,309$         19,309$         -$                  -$              19,309$           
May 2,782$            41,153$          (17,510)$          26,425$          4,295$              37,348$           (7,325)$           34,319$          15,694$         5,453$            -$                    21,147$         15,694$         5,453$              -$              21,147$           
Jun 8,259$            60,206$          (16,075)$          52,391$          2,427$              36,708$           (7,232)$           31,903$          14,656$         27,424$          (5,105)$              36,975$         14,656$         27,424$           (5,105)$        36,975$           
Jul 4,402$            69,704$          (19,663)$          54,443$          9,553$              31,440$           (5,505)$           35,488$          9,553$           31,440$           (5,505)$        35,488$           
Aug 12,831$         46,723$          (12,947)$          46,607$          2,407$              25,043$           -$                 27,450$          2,407$           25,043$           -$              27,450$           
Sep 1,961$            46,622$          (14,620)$          33,963$          2,407$              23,213$           -$                 25,619$          2,407$           23,213$           -$              25,619$           
Oct 2,681$            48,812$          (14,596)$          36,897$          1,936$              21,559$           -$                 23,495$          1,936$           21,559$           -$              23,495$           
Nov 5,110$            43,708$          (11,161)$          37,656$          1,936$              21,292$           -$                 23,227$          1,936$           21,292$           -$              23,227$           
Dec 4,068$            37,124$          (13,849)$          27,344$          1,936$              16,298$           -$                 18,233$          1,936$           16,298$           -$              18,233$           
Tot: 84,949$         505,403$        (160,529)$        429,823$        43,242$            356,797$         (60,841)$         339,198$       68,899$         82,221$          (5,105)$              146,014$       89,071$         221,066$         (10,610)$     299,527$        

Last 12 Months (Jul'09-Jun'10)2008 2009 2010
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Library 
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Leisure Center 
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Stadium 
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Pavilion 

 

 

 

 



Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

1 CITY HALL 101 LOBBY D50P(MH)1 3 3 50 1 0.22 7,000 1,512

2 CITY HALL 101 LOBBY C26R(CF)2 12 12 26 2 0.62 7,000 4,368

3 CITY HALL 101 LOBBY C150RI(P38)1 2 2 150 1 0.30 7,000 2,100

4 CITY HALL 101 LOBBY 3S30CF1 2 2 30 1 0.09 7,000 602

5 CITY HALL 102 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

6 CITY HALL 103 OFFICE - OPEN 22T32RF(U/Lou)2 14 14 32 2 0.81 7,000 5,684

7 CITY HALL 104 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

8 CITY HALL 104 OFFICE C75RI1 4 4 75 1 0.30 1,500 450

9 CITY HALL 105 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

10 CITY HALL 106 OFFICE W34CF2 2 4 8 34 2 0.58 1,500 864

11 CITY HALL 107 OFFICE 22T32RF(U/Lou)2 6 6 32 2 0.35 1,500 522

12 CITY HALL 108 OFFICE W34CF2 2 2 4 34 2 0.29 1,500 432

13 CITY HALL 109 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

14 CITY HALL H102 HALLWAY C26R(CFS/R38)1 3 3 26 1 0.08 7,000 567

15 CITY HALL H103 HALLWAY C26R(CF)2 3 3 26 2 0.16 7,000 1,092

16 CITY HALL 110 CONFERENCE ROOM 22T32RF(U/Lou)2 8 8 32 2 0.46 2,000 928

17 CITY HALL 111 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0 23 1 500 34817 CITY HALL 111 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

18 CITY HALL 112 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

19 CITY HALL 113 OFFICE 24T32RF(Lou/IO)3 4 4 32 3 0.35 1,500 522

20 CITY HALL H101 HALLWAY C26R(CF)2 12 12 26 2 0.62 7,000 4,368

21 CITY HALL H101 HALLWAY XG7C(CF)2 1 1 7 2 0.01 8,760 123

22 CITY HALL 114 OFFICE - OPEN 24T34RF(Lou/IO)3 5 5 34 3 0.54 7,000 3,780

23 CITY HALL 114 OFFICE - OPEN C60RI(R20)1 3 3 60 1 0.21 7,000 1,449

24 CITY HALL 115 OFFICE 22T32RF(U/Lou)2 2 2 32 2 0.12 1,500 174

25 CITY HALL 115 OFFICE V34WF1 3 3 34 1 0.13 1,500 194

26 CITY HALL 115 OFFICE V34WF1 2 2 4 34 1 0.17 1,500 258

27 CITY HALL 116 OFFICE - OPEN 24T34RF(Lou/IO)3 2 2 34 3 0.22 7,000 1,512

28 CITY HALL 116 OFFICE - OPEN 24T34RF(Lou/IO)3 1 2 2 34 3 0.22 7,000 1,512

29 CITY HALL 117 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

30 CITY HALL 118 OFFICE - OPEN W32CF1 2 2 32 1 0.06 7,000 434

31 CITY HALL 119 OFFICE - STORAGE W32CF1 1 2 2 32 1 0.06 500 31

32 CITY HALL 119 OFFICE - STORAGE W32CF1 1 3 3 32 1 0.09 500 47

33 CITY HALL H104 HALLWAY 22T34RF(U)2 3 3 34 2 0.22 7,000 1,512

34 CITY HALL H105 HALLWAY 22T34RF(U)2 5 5 34 2 0.36 7,000 2,520

35 CITY HALL 121 MECHANICAL/ELECTRICAL I150PI1 1 1 150 1 0.15 1,500 225
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Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

36 CITY HALL 122 WORK ROOM 22T34RF(U)2 2 2 34 2 0.14 2,000 288

37 CITY HALL 123 OFFICE - STORAGE 22T34RF(U)2 4 4 34 2 0.29 500 144

38 CITY HALL 124 OFFICE 22T34RF(U)2 2 2 34 2 0.14 1,500 216

39 CITY HALL 125 OFFICE 24T34RF2 2 3 6 34 2 0.43 1,500 648

40 CITY HALL 126 RESTROOM - WMN C60RI(R20)1 2 2 60 1 0.14 8,760 1,209

41 CITY HALL 126 RESTROOM - WMN 22T32RF(U/Lou)2 2 2 32 2 0.12 8,760 1,016

42 CITY HALL 126 RESTROOM - WMN Q26C(CF)1 2 2 26 1 0.05 8,760 455

43 CITY HALL 127 RESTROOM - MEN C60RI(R20)1 2 2 60 1 0.14 8,760 1,209

44 CITY HALL 127 RESTROOM - MEN 22T32RF(U/Lou)2 2 2 32 2 0.12 8,760 1,016

45 CITY HALL 127 RESTROOM - MEN Q26C(CF)1 2 2 26 1 0.05 8,760 455

46 CITY HALL H106 HALLWAY 24T34RF(Lou/IO)3 8 8 34 3 0.86 7,000 6,048

47 CITY HALL 128 MECHANICAL/ELECTRICAL I150PI1 4 4 150 1 0.60 1,500 900

48 CITY HALL 128 MECHANICAL/ELECTRICAL I23P(CFS)1 1 1 23 1 0.02 1,500 35

49 CITY HALL 129 MECHANICAL/ELECTRICAL I150PI1 2 2 150 1 0.30 1,500 450

50 CITY HALL 130 LOUNGE - BREAKROOM 24T34RF2 12 12 34 2 0.86 1,500 1,296

51 CITY HALL 130A OFFICE 24T34RF2 2 2 34 2 0.14 1,500 216

52 CITY HALL 130B OFFICE 24T34RF2 4 4 34 2 0 29 1 500 43252 CITY HALL 130B OFFICE 24T34RF2 4 4 34 2 0.29 1,500 432

53 CITY HALL H107 HALLWAY 22T34RF(U)2 10 10 34 2 0.72 7,000 5,040

54 CITY HALL 131 OFFICE - OPEN 24T34RF2 2 2 34 2 0.14 7,000 1,008

55 CITY HALL 132 STORAGE - ACTIVE 24T34RF2 9 9 34 2 0.65 2,500 1,620

56 CITY HALL 133 OFFICE - OPEN 22T34RF(U)2 5 5 34 2 0.36 7,000 2,520

57 CITY HALL 134 OFFICE 24T34RF2 4 4 34 2 0.29 1,500 432

58 CITY HALL 135 OFFICE 24T34RF4 4 4 34 4 0.58 1,500 864

59 CITY HALL 136 OFFICE - SERVER ROOM 24T34RF2 9 9 34 2 0.65 3,500 2,268

60 CITY HALL 136 OFFICE - SERVER ROOM 22T34RF(U)2 2 2 34 2 0.14 3,500 504

61 CITY HALL 136A RESTROOM - SINGLE Q60CI1 1 1 60 1 0.07 1,500 104

62 CITY HALL H109 HALLWAY 22T34RF(U)2 6 6 34 2 0.43 7,000 3,024

63 CITY HALL H108 HALLWAY 24T34RF2 1 1 34 2 0.07 7,000 504

64 CITY HALL H108 HALLWAY 22T34RF(U)2 1 1 34 2 0.07 7,000 504

65 CITY HALL 137 OFFICE 22T34RF(U)2 2 2 34 2 0.14 1,500 216

66 CITY HALL 137 OFFICE 24T34RF2 1 1 34 2 0.07 1,500 108

67 CITY HALL 138 OFFICE 24T34RF2 2 2 34 2 0.14 1,500 216

68 CITY HALL 139 OFFICE 24T34RF2 2 2 34 2 0.14 1,500 216

69 CITY HALL 140 OFFICE 24T34RF2 2 2 34 2 0.14 1,500 216

70 CITY HALL 141 OFFICE 24T34RF2 6 6 34 2 0.43 1,500 648
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Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

71 CITY HALL 142 OFFICE 24T34RF2 6 6 34 2 0.43 1,500 648

72 CITY HALL 143 HALLWAY 22T34RF(U)2 1 1 34 2 0.07 7,000 504

73 CITY HALL 144 MECHANICAL/ELECTRICAL R60CI2 2 2 60 2 0.24 1,500 360

74 CITY HALL 145 OFFICE 24T34RF2 2 2 34 2 0.14 1,500 216

75 CITY HALL 146 OFFICE 22T34RF(U)2 1 1 34 2 0.07 1,500 108

76 CITY HALL 146 OFFICE 24T34RF2 3 3 34 2 0.22 1,500 324

77 CITY HALL H110 HALLWAY 22T34RF(U)2 6 6 34 2 0.43 7,000 3,024

78 CITY HALL H111 HALLWAY 22T34RF(U)2 6 6 34 2 0.43 7,000 3,024

79 CITY HALL H112 HALLWAY W34CF2 1 3 3 34 2 0.22 7,000 1,512

80 CITY HALL 147 OFFICE 24T34RF(Lou/IO)3 3 3 34 3 0.32 1,500 486

81 CITY HALL 148 OFFICE 24T34RF(Lou/IO)3 4 4 34 3 0.43 1,500 648

82 CITY HALL 149 OFFICE 24T34RF(Lou/IO)3 3 3 34 3 0.32 1,500 486

83 CITY HALL 150 OFFICE 24T34RF(Lou/IO)3 4 4 34 3 0.43 1,500 648

84 CITY HALL 151 OFFICE 24T34RF(Lou/IO)3 2 2 34 3 0.22 1,500 324

85 CITY HALL H113 HALLWAY W34CF2 1 3 3 34 2 0.22 7,000 1,512

86 CITY HALL 152 OFFICE 24T34RF(Lou/IO)3 6 6 34 3 0.65 1,500 972

87 CITY HALL H114 HALLWAY W34CF2 1 3 3 34 2 0 22 7 000 1 51287 CITY HALL H114 HALLWAY W34CF2 1 3 3 34 2 0.22 7,000 1,512

88 CITY HALL 153 OFFICE 24T34RF(Lou/IO)3 4 4 34 3 0.43 1,500 648

89 CITY HALL 154 OFFICE - OPEN 24T34RF(Lou)3 13 13 34 3 1.40 7,000 9,828

90 CITY HALL 154 OFFICE - OPEN C60RI(R20)1 6 6 60 1 0.41 7,000 2,898

91 CITY HALL 155 OFFICE 24T34RF(Lou)3 1 1 34 3 0.11 1,500 162

92 CITY HALL 155 OFFICE 22T34RF(U/Lou)2 1 1 34 2 0.07 1,500 108

93 CITY HALL 156 OFFICE W34CF4 1 1 34 4 0.14 1,500 216

94 CITY HALL 156 OFFICE 24T34RF(Lou/IO)3 1 1 34 3 0.11 1,500 162

95 CITY HALL 157 OFFICE 14T34RF2 3 3 34 2 0.22 1,500 324

96 CITY HALL 158 OFFICE 24T32RF(Lou/IO)3 6 6 32 3 0.52 1,500 783

97 CITY HALL 159 OFFICE 24T32RF(Lou/IO)3 4 4 32 3 0.35 1,500 522

98 CITY HALL 160 MECHANICAL/ELECTRICAL W32CF2 1 1 32 2 0.06 1,500 87

99 CITY HALL 161 OFFICE S34PF2 2 2 34 2 0.14 1,500 216

100 CITY HALL 162 MECHANICAL/ELECTRICAL W32CF2 3 3 32 2 0.17 1,500 261

101 CITY HALL 162 MECHANICAL/ELECTRICAL I150PI1 2 2 150 1 0.30 1,500 450

102 CITY HALL 163 MECHANICAL/ELECTRICAL W32CF2 1 1 32 2 0.06 1,500 87

103 CITY HALL 163 MECHANICAL/ELECTRICAL I150PI1 3 3 150 1 0.45 1,500 675

104 CITY HALL 164 MECHANICAL/ELECTRICAL I26P(CFS)1 2 2 26 1 0.05 1,500 78

105 CITY HALL 165 MECHANICAL/ELECTRICAL W32CF2 1 1 32 2 0.06 1,500 87
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Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

106 CITY HALL 165 MECHANICAL/ELECTRICAL S34PF2 3 3 34 2 0.22 1,500 324

107 CITY HALL 166 RESTROOM - MEN 14T34RF2 1 3 3 34 2 0.22 8,760 1,892

108 CITY HALL 166 RESTROOM - MEN 14T34RF2 2 2 34 2 0.14 8,760 1,261

109 CITY HALL 167 RESTROOM - WMN W34CF1 1 3 3 34 1 0.13 8,760 1,130

110 CITY HALL 167 RESTROOM - WMN W34CF1 2 2 34 1 0.09 8,760 753

111 CITY HALL 168 RESTROOM - MEN 22T34RF(U/Lou)2 3 3 34 2 0.22 8,760 1,892

112 CITY HALL 168 RESTROOM - MEN C18R(CF)1 2 2 18 1 0.04 8,760 315

113 CITY HALL 168 RESTROOM - MEN Q100RI1 1 1 100 1 0.10 8,760 876

114 CITY HALL 169 OFFICE 22T31RF(U)2 2 2 31 2 0.11 1,500 162

115 CITY HALL 170 LOUNGE - BREAKROOM 22T32RF(U/Lou)2 1 1 32 2 0.06 1,500 87

116 CITY HALL 171 STORAGE - INACTIVE W34CF2 1 1 34 2 0.07 1,500 108

117 CITY HALL 172 RESTROOM - WMN 22T34RF(U/Lou)2 3 3 34 2 0.22 8,760 1,892

118 CITY HALL 172 RESTROOM - WMN Q100RI1 1 1 100 1 0.10 8,760 876

119 CITY HALL 172A MECHANICAL/ELECTRICAL W34CF2 1 1 34 2 0.07 1,500 108

120 CITY HALL 173 OFFICE 22T31RF(U)2 2 2 31 2 0.11 1,500 162

121 CITY HALL 173 OFFICE 24T32RF(Lou)3 4 4 32 3 0.35 1,500 522

122 CITY HALL 174 OFFICE 22T31RF(U)2 4 4 31 2 0 22 1 500 324122 CITY HALL 174 OFFICE 22T31RF(U)2 4 4 31 2 0.22 1,500 324

123 CITY HALL 174 OFFICE C75RH(M16)1 5 5 75 1 0.38 1,500 563

124 CITY HALL 174 OFFICE C26R(CF)1 1 1 26 1 0.03 1,500 39

125 CITY HALL 175 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

126 CITY HALL 175 OFFICE C26R(CF)1 2 2 26 1 0.05 1,500 78

127 CITY HALL 176 OFFICE C75RH(M16)1 9 9 75 1 0.68 1,500 1,013

128 CITY HALL 177 OFFICE 22T32RF(U/Lou)2 6 6 32 2 0.35 1,500 522

129 CITY HALL 178 OFFICE ID30WF1 2 2 30 1 0.09 1,500 129

130 CITY HALL 179 OFFICE 22T32RF(U/Lou)2 6 6 32 2 0.35 1,500 522

131 CITY HALL 180 OFFICE 22T32RF(U/Lou)2 4 4 32 2 0.23 1,500 348

132 CITY HALL H115 HALLWAY C26R(CF)2 19 19 26 2 0.99 7,000 6,916

133 CITY HALL H116 HALLWAY 24T32RF(Lou)3 10 10 32 3 0.87 7,000 6,090

134 CITY HALL H116 HALLWAY XG7W(CF)2 1 1 7 2 0.01 8,760 123

135 CITY HALL 181 CONFERENCE ROOM 24T32RF(Lou)3 20 20 32 3 1.74 2,000 3,480

136 CITY HALL 181A STORAGE - ACTIVE 24T32RF(Lou)3 1 1 32 3 0.09 2,500 217

137 CITY HALL 182 CONFERENCE ROOM 22T32RF(U/Lou)2 8 8 32 2 0.46 2,000 928

138 CITY HALL 183 STORAGE - INACTIVE O100WI1 1 1 100 1 0.10 1,500 150

139 CITY HALL 184 CONFERENCE - CITY COUNCIL O42W(CF)10 1 1 42 1,500

140 CITY HALL 184 CONFERENCE - CITY COUNCIL S40CF1 1 3 3 40 1 0.13 1,500 194
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Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

141 CITY HALL 184 CONFERENCE - CITY COUNCIL C120RI(R38/DIM)1 24 24 120 1 2.88 1,500 4,320

142 CITY HALL 184 CONFERENCE - CITY COUNCIL FL300TrI(P56/DIM)1 15 15 300 1 4.50 1,500 6,750

143 CITY HALL 184 CONFERENCE - CITY COUNCIL C150RI(P38)1 1 1 150 1 0.15 1,500 225

144 CITY HALL 185 CONFERENCE - CITY COUNCIL C65RI(R38)1 15 15 65 1 0.98 1,500 1,463

145 CITY HALL 185 CONFERENCE - CITY COUNCIL D18W(CF)2 6 6 18 2 0.22 1,500 324

146 CITY HALL 186 LOBBY C68RI1 4 4 68 1 0.27 7,000 1,904

147 CITY HALL 186 LOBBY C100RI(P38)1 2 2 100 1 0.20 7,000 1,400

148 CITY HALL 187 RESTROOM - MEN W34CF4 1 1 34 4 0.14 8,760 1,261

149 CITY HALL 188 RESTROOM - WMN W34CF4 1 1 34 4 0.14 8,760 1,261

150 CITY HALL 188 RESTROOM - WMN V34WF1 1 1 34 1 0.04 8,760 377

151 CITY HALL 188A STORAGE - INACTIVE O150CI1 1 1 150 1 0.15 1,500 225

152 CITY HALL 201 MECHANICAL/ELECTRICAL 8I60PF2 1 1 60 2 0.12 1,500 185

153 CITY HALL 201 MECHANICAL/ELECTRICAL O150CI1 2 2 150 1 0.30 1,500 450

154 CITY HALL ANNEX L101 LOBBY 8S60CF2 20 20 60 2 2.76 7,000 19,320

155 CITY HALL ANNEX L101 LOBBY C18R(CF)2 7 7 18 2 0.25 7,000 1,764

156 CITY HALL ANNEX 101 OFFICE - OPEN 22T34RF(U/Lou)2 3 3 34 2 0.22 7,000 1,512

157 CITY HALL ANNEX 101 OFFICE OPEN 24T34RF(Lou)3 21 21 34 3 2 27 7 000 15 876157 CITY HALL ANNEX 101 OFFICE - OPEN 24T34RF(Lou)3 21 21 34 3 2.27 7,000 15,876

158 CITY HALL ANNEX 102 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

159 CITY HALL ANNEX 103 OFFICE 24T34RF(Lou/IO)3 2 2 34 3 0.22 1,500 324

160 CITY HALL ANNEX 103 OFFICE 24T34RF(Lou/IO)3 1 2 2 34 3 0.22 1,500 324

161 CITY HALL ANNEX 104 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

162 CITY HALL ANNEX 105 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

163 CITY HALL ANNEX H101 HALLWAY 24T34RF(Lou/IO)3 5 5 34 3 0.54 7,000 3,780

164 CITY HALL ANNEX 106 OFFICE 24T34RF(Lou)3 4 4 34 3 0.43 1,500 648

165 CITY HALL ANNEX 106 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

166 CITY HALL ANNEX 107 WORK ROOM 24T34RF(Lou)3 3 3 34 3 0.32 2,000 648

167 CITY HALL ANNEX 108 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

168 CITY HALL ANNEX 108 OFFICE 24T34RF(Lou)3 2 2 34 3 0.22 1,500 324

169 CITY HALL ANNEX 109 OFFICE 24T34RF(Lou/IO)3 3 3 34 3 0.32 1,500 486

170 CITY HALL ANNEX 110 OFFICE 24T34RF(Lou/IO)3 2 2 34 3 0.22 1,500 324

171 CITY HALL ANNEX H102 HALLWAY 24T34RF(Lou)3 1 1 34 3 0.11 7,000 756

172 CITY HALL ANNEX 111 OFFICE 24T34RF(Lou/IO)3 4 4 34 3 0.43 1,500 648

173 CITY HALL ANNEX 112 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

174 CITY HALL ANNEX 113 OFFICE 24T34RF(Lou/IO)3 2 2 34 3 0.22 1,500 324

175 CITY HALL ANNEX 114 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648
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176 CITY HALL ANNEX 115 OFFICE 24T34RF(Lou/IO)3 2 2 34 3 0.22 1,500 324

177 CITY HALL ANNEX 116 OFFICE - OPEN 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 7,000 3,024

178 CITY HALL ANNEX H103 HALLWAY 24T34RF(Lou/IO)3 2 2 34 3 0.22 7,000 1,512

179 CITY HALL ANNEX H103 HALLWAY 22T34RF(U/Lou)2 5 5 34 2 0.36 7,000 2,520

180 CITY HALL ANNEX 117 OFFICE 24T34RF(Lou/IO)3 4 4 34 3 0.43 1,500 648

181 CITY HALL ANNEX 118 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

182 CITY HALL ANNEX 119 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

183 CITY HALL ANNEX 119 OFFICE C65RI(R38)1 2 2 65 1 0.13 1,500 195

184 CITY HALL ANNEX 120 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

185 CITY HALL ANNEX 120 OFFICE C65RI(R38)1 2 2 65 1 0.13 1,500 195

186 CITY HALL ANNEX 121 OFFICE - OPEN 24T34RF(Lou)3 6 6 34 3 0.65 7,000 4,536

187 CITY HALL ANNEX 122 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

188 CITY HALL ANNEX 123 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

189 CITY HALL ANNEX 124 OFFICE - OPEN 24T34RF(Lou/IO)3 8 2 16 34 3 1.73 7,000 12,096

190 CITY HALL ANNEX 124 OFFICE - OPEN C65RI(R38)1 8 8 65 1 0.52 7,000 3,640

191 CITY HALL ANNEX 124A OFFICE - OPEN 24T34RF(Lou)3 1 2 2 34 3 0.22 7,000 1,512

192 CITY HALL ANNEX 125 CONFERENCE ROOM 24T34RF(Lou/IO)3 8 8 34 3 0 86 2 000 1 728192 CITY HALL ANNEX 125 CONFERENCE ROOM 24T34RF(Lou/IO)3 8 8 34 3 0.86 2,000 1,728

193 CITY HALL ANNEX 126 LOBBY 22T34RF(U/Lou)2 12 12 34 2 0.86 7,000 6,048

194 CITY HALL ANNEX 126 LOBBY 24T34RF(Lou)3 1 1 34 3 0.11 7,000 756

195 CITY HALL ANNEX 127 OFFICE - OPEN 22T34RF(U/Lou)2 3 3 34 2 0.22 7,000 1,512

196 CITY HALL ANNEX 127 OFFICE - OPEN 24T34RF(Lou)3 5 5 34 3 0.54 7,000 3,780

197 CITY HALL ANNEX 128 OFFICE - OPEN 24T34RF(Lou)3 1 2 2 34 3 0.22 7,000 1,512

198 CITY HALL ANNEX 128 OFFICE - OPEN 24T34RF(Lou)3 1 1 34 3 0.11 7,000 756

199 CITY HALL ANNEX 128A OFFICE - OPEN 24T34RF(Lou)3 1 1 34 3 0.11 7,000 756

200 CITY HALL ANNEX H105 HALLWAY 24T34RF(Lou)3 3 3 34 3 0.32 7,000 2,268

201 CITY HALL ANNEX 129 OFFICE 24T34RF(Lou)3 2 2 34 3 0.22 1,500 324

202 CITY HALL ANNEX 130 OFFICE C65RI(R38)1 2 2 65 1 0.13 1,500 195

203 CITY HALL ANNEX 130 OFFICE 22T32RF(U/Lou)2 1 1 32 2 0.06 1,500 87

204 CITY HALL ANNEX 131 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

205 CITY HALL ANNEX 131 OFFICE C65RI(R38)1 2 2 65 1 0.13 1,500 195

206 CITY HALL ANNEX 132 OFFICE 24T34RF(Lou/IO)3 1 2 2 34 3 0.22 1,500 324

207 CITY HALL ANNEX 133 OFFICE 24T34RF(Lou)3 2 2 4 34 3 0.43 1,500 648

208 CITY HALL ANNEX 133 OFFICE C65RI(R38)1 2 2 65 1 0.13 1,500 195

209 CITY HALL ANNEX 134 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

210 CITY HALL ANNEX 135 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324
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211 CITY HALL ANNEX 136 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

212 CITY HALL ANNEX 137 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

213 CITY HALL ANNEX 138 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

214 CITY HALL ANNEX 139 OFFICE 24T34RF(Lou/IO)3 2 2 4 34 3 0.43 1,500 648

215 CITY HALL ANNEX H107 HALLWAY 22T34RF(U/Lou)2 8 8 34 2 0.58 7,000 4,032

216 CITY HALL ANNEX H108 HALLWAY 24T34RF(Lou)3 3 3 34 3 0.32 7,000 2,268

217 CITY HALL ANNEX 140 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

218 CITY HALL ANNEX 141 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

219 CITY HALL ANNEX 142 OFFICE 24T34RF(Lou)3 1 2 2 34 3 0.22 1,500 324

220 CITY HALL EXTERIOR S PARKING LOT Q50Po(MH)1 27 27 50 1 1.94 4,000 7,776

221 CITY HALL EXTERIOR SW BLDG PERIMETER Q50Po(MH)1 13 13 50 1 0.94 4,000 3,744

222 CITY HALL EXTERIOR SE BLDG PERIMETER FL150WI2 4 4 150 2 1.20 4,000 4,800

223 CITY HALL EXTERIOR E PARKING LOT Q50Po(MH)1 21 21 50 1 1.51 4,000 6,048

224 CITY HALL EXTERIOR NE BLDG PERIMETER D18W(CF)2 6 6 18 2 0.22 4,000 864

225 CITY HALL EXTERIOR MID BETWEEN CITY HALL & ANNEX D18W(CF)2 14 14 18 2 0.50 4,000 2,016

226 CITY HALL EXTERIOR N PARKING LOT Q50Po(MH)1 6 6 50 1 0.43 4,000 1,728

227 CITY HALL EXTERIOR N PARKING LOT Q70Po(HPS)1 10 10 70 1 0 95 4 000 3 800227 CITY HALL EXTERIOR N PARKING LOT Q70Po(HPS)1 10 10 70 1 0.95 4,000 3,800

228 CITY HALL EXTERIOR NW COURTYARD D18W(CF)2 16 16 18 2 0.58 4,000 2,304

229 CITY HALL EXTERIOR NW BLDG PERIMETER Q50Po(MH)1 2 2 50 1 0.14 4,000 576

230 POLICE DEPARTMENT L101 LOBBY C23C(CFS)1 3 3 23 1 0.07 7,000 483

231 POLICE DEPARTMENT L101 LOBBY C13R(CFS/P38)1 5 5 13 1 0.07 7,000 455

232 POLICE DEPARTMENT L101 LOBBY 22B17CF(Lou)2 5 8 40 17 2 1.28 7,000 8,960

233 POLICE DEPARTMENT L101 LOBBY XG3C(LED)1 1 1 3 1 0.00 8,760 26

234 POLICE DEPARTMENT A101 OFFICE 24T34RF2 2 2 4 34 2 0.29 1,500 432

235 POLICE DEPARTMENT A102 OFFICE 22T34RF(U/Lou)2 1 3 3 34 2 0.22 1,500 324

236 POLICE DEPARTMENT A103 OFFICE 24T34RF2 2 3 6 34 2 0.43 1,500 648

237 POLICE DEPARTMENT A104 OFFICE 24T34RF2 2 3 6 34 2 0.43 1,500 648

238 POLICE DEPARTMENT A105 OFFICE 24T34RF2 2 3 6 34 2 0.43 1,500 648

239 POLICE DEPARTMENT A106 OFFICE 24T34RF2 2 3 6 34 2 0.43 1,500 648

240 POLICE DEPARTMENT A107 OFFICE 22T34RF(U/Lou)2 1 5 5 34 2 0.36 1,500 540

241 POLICE DEPARTMENT A107 OFFICE 22T34RF(U/Lou)2 2 2 4 34 2 0.29 1,500 432

242 POLICE DEPARTMENT A107 OFFICE 22T34RF(U/Lou)2 2 2 34 2 0.14 1,500 216

243 POLICE DEPARTMENT A107A OFFICE - STORAGE 14T34RF1 1 1 34 1 0.04 500 22

244 POLICE DEPARTMENT A107B OFFICE - RESTROOM 14T34RF1 1 1 34 1 0.04 1,000 43

245 POLICE DEPARTMENT A108 OFFICE - OPEN 24T32RF2 2 5 10 32 2 0.58 7,000 4,060
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246 POLICE DEPARTMENT A108 OFFICE - OPEN 24T32RF2 2 4 8 32 2 0.46 7,000 3,248

247 POLICE DEPARTMENT A108 OFFICE - OPEN 24T32RF2 8 8 32 2 0.46 7,000 3,248

248 POLICE DEPARTMENT A108 OFFICE - OPEN 24T34RF2 2 2 34 2 0.14 7,000 1,008

249 POLICE DEPARTMENT A109 OFFICE - OPEN 22T34RF(U/Lou)2 2 8 16 34 2 1.15 7,000 8,064

250 POLICE DEPARTMENT A109 OFFICE - OPEN 22T34RF(U/Lou)2 4 4 34 2 0.29 7,000 2,016

251 POLICE DEPARTMENT H102 HALLWAY 24T32RF2 1 1 32 2 0.06 7,000 406

252 POLICE DEPARTMENT A110 OFFICE 24T34RF(IO)3 4 4 34 3 0.43 1,500 648

253 POLICE DEPARTMENT A111 OFFICE 24T34RF(IO)3 1 1 34 3 0.11 1,500 162

254 POLICE DEPARTMENT A112 OFFICE 24T34RF(IO)3 1 1 34 3 0.11 1,500 162

255 POLICE DEPARTMENT A113 OFFICE 24T34RF(IO)3 1 1 34 3 0.11 1,500 162

256 POLICE DEPARTMENT A114 RESTROOM - WMN 24T32RF2 2 2 32 2 0.12 8,760 1,016

257 POLICE DEPARTMENT A115 RESTROOM - MEN 24T32RF2 2 2 32 2 0.12 8,760 1,016

258 POLICE DEPARTMENT L102 LOBBY C13R(CFS/P38)1 4 4 13 1 0.05 7,000 364

259 POLICE DEPARTMENT L102 LOBBY ID32PF1 2 2 32 1 0.06 7,000 448

260 POLICE DEPARTMENT B101 OFFICE - OPEN 24T32RF2 2 5 10 32 2 0.58 7,000 4,060

261 POLICE DEPARTMENT B101 OFFICE - OPEN 24T32RF2 2 7 14 32 2 0.81 7,000 5,684

262 POLICE DEPARTMENT B101 OFFICE OPEN 24T32RF2 2 2 32 2 0 12 7 000 812262 POLICE DEPARTMENT B101 OFFICE - OPEN 24T32RF2 2 2 32 2 0.12 7,000 812

263 POLICE DEPARTMENT B102 OFFICE 24T32RF3 2 2 4 32 3 0.35 1,500 522

264 POLICE DEPARTMENT B103 OFFICE 24T32RF3 2 2 4 32 3 0.35 1,500 522

265 POLICE DEPARTMENT B103A OFFICE - STORAGE S34CF(WG)1 1 1 34 1 0.04 500 22

266 POLICE DEPARTMENT B104 OFFICE 24T32RF3 2 2 32 3 0.17 1,500 261

267 POLICE DEPARTMENT B105 OFFICE 24T32RF(IO)3 2 2 32 3 0.17 1,500 261

268 POLICE DEPARTMENT B106 OFFICE 24T32RF(IO)3 2 2 32 3 0.17 1,500 261

269 POLICE DEPARTMENT B107 OFFICE - OPEN 24T34RF(Lou)2 2 8 16 34 2 1.15 7,000 8,064

270 POLICE DEPARTMENT B107 OFFICE - OPEN 24T34RF(Lou)2 2 3 6 34 2 0.43 7,000 3,024

271 POLICE DEPARTMENT B107 OFFICE - OPEN 24T34RF(Lou)2 2 2 34 2 0.14 7,000 1,008

272 POLICE DEPARTMENT B108 LOUNGE - BREAKROOM 24T32RF2 1 1 32 2 0.06 1,500 87

273 POLICE DEPARTMENT B110 RESTROOM - SINGLE 14T32RF2 1 1 32 2 0.06 1,500 87

274 POLICE DEPARTMENT B111 OFFICE 24T32RF2 2 2 32 2 0.12 1,500 174

275 POLICE DEPARTMENT B111A STORAGE - INACTIVE S34CF1 1 1 34 1 0.04 1,500 65

276 POLICE DEPARTMENT B112 OFFICE 24T34RF2 2 2 4 34 2 0.29 1,500 432

277 POLICE DEPARTMENT B113 OFFICE 24T32RF(IO)3 1 5 5 32 3 0.44 1,500 653

278 POLICE DEPARTMENT B113 OFFICE 24T32RF(IO)3 1 3 3 32 3 0.26 1,500 392

279 POLICE DEPARTMENT B114 RESTROOM - MEN 14T34RF2 2 2 34 2 0.14 8,760 1,261

280 POLICE DEPARTMENT B114 RESTROOM - MEN CR50R(MV)1 1 1 50 1 0.07 8,760 648
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281 POLICE DEPARTMENT B115 RESTROOM - WMN 14T34RF2 2 2 34 2 0.14 8,760 1,261

282 POLICE DEPARTMENT B115 RESTROOM - WMN CR50R(MV)1 1 1 50 1 0.07 8,760 648

283 POLICE DEPARTMENT H105 HALLWAY C23C(CFS)1 5 5 23 1 0.12 7,000 805

284 POLICE DEPARTMENT H105 HALLWAY ID32PF1 6 6 32 1 0.19 7,000 1,344

285 POLICE DEPARTMENT H105 HALLWAY SP50TrI(P20)1 3 3 50 1 0.22 7,000 1,512

286 POLICE DEPARTMENT C101 HOLDING CELL - BOOKING XG7R(CF)1 9 9 7 1 0.06 8,760 552

287 POLICE DEPARTMENT C101 HOLDING CELL - BOOKING O150CI(P38)1 1 1 150 1 0.15 8,760 1,314

288 POLICE DEPARTMENT C101 HOLDING CELL - BOOKING 14T32RF2 2 2 32 2 0.12 8,760 1,016

289 POLICE DEPARTMENT C102 HOLDING CELL 14T32SF(DIM)2 1 1 32 2 0.06 8,760 508

290 POLICE DEPARTMENT C103 HOLDING CELL 14T34RF2 1 1 34 2 0.07 8,760 631

291 POLICE DEPARTMENT C104 STORAGE - ACTIVE 14B32WF2 2 2 32 2 0.12 2,500 290

292 POLICE DEPARTMENT C104 STORAGE - ACTIVE 14B32WF2 1 2 2 32 2 0.12 2,500 290

293 POLICE DEPARTMENT C105 OFFICE 24T34RF(IO)3 4 4 34 3 0.43 1,500 648

294 POLICE DEPARTMENT C105A STORAGE - INACTIVE W34CF2 1 1 34 2 0.07 1,500 108

295 POLICE DEPARTMENT C106 GARAGE 14T32CF2 8 8 32 2 0.46 4,500 2,088

296 POLICE DEPARTMENT C107 HOLDING CELL 24T32RF2 1 2 2 32 2 0.12 8,760 1,016

297 POLICE DEPARTMENT C108 HOLDING CELL 14B34RF2 1 1 34 2 0 07 8 760 631297 POLICE DEPARTMENT C108 HOLDING CELL 14B34RF2 1 1 34 2 0.07 8,760 631

298 POLICE DEPARTMENT C109 HOLDING CELL 14B34RF2 1 1 34 2 0.07 8,760 631

299 POLICE DEPARTMENT C110 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

300 POLICE DEPARTMENT C111 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

301 POLICE DEPARTMENT C112 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

302 POLICE DEPARTMENT C113 HOLDING CELL 14B34RF2 1 1 34 2 0.07 8,760 631

303 POLICE DEPARTMENT C114 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

304 POLICE DEPARTMENT H107 HALLWAY 14T34RF2 2 2 34 2 0.14 7,000 1,008

305 POLICE DEPARTMENT H108 HALLWAY 14T34RF2 4 4 34 2 0.29 7,000 2,016

306 POLICE DEPARTMENT C115 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

307 POLICE DEPARTMENT C116 HOLDING CELL 14B34RF2 4 4 34 2 0.29 8,760 2,523

308 POLICE DEPARTMENT C117 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

309 POLICE DEPARTMENT C118 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

310 POLICE DEPARTMENT C119 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

311 POLICE DEPARTMENT C120 HOLDING CELL 14B34RF2 4 4 34 2 0.29 8,760 2,523

312 POLICE DEPARTMENT C121 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

313 POLICE DEPARTMENT C122 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

314 POLICE DEPARTMENT C123 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

315 POLICE DEPARTMENT C124 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631
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316 POLICE DEPARTMENT C125 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

317 POLICE DEPARTMENT C126 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

318 POLICE DEPARTMENT H109 HALLWAY 14T32RF2 1 1 32 2 0.06 7,000 406

319 POLICE DEPARTMENT H109 HALLWAY XG3R(LED)1 1 1 3 1 0.00 8,760 26

320 POLICE DEPARTMENT C127 HOLDING CELL 14B34RF2 1 1 34 2 0.07 8,760 631

321 POLICE DEPARTMENT C128 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

322 POLICE DEPARTMENT C129 HOLDING CELL 14T34SF2 1 1 34 2 0.07 8,760 631

323 POLICE DEPARTMENT H110 HALLWAY 14T34RF2 1 1 34 2 0.07 7,000 504

324 POLICE DEPARTMENT H110 HALLWAY XG7R(CF)1 1 1 7 1 0.01 8,760 61

325 POLICE DEPARTMENT C130 HOLDING CELL 14T34RF2 1 1 34 2 0.07 8,760 631

326 POLICE DEPARTMENT C131 HOLDING CELL 14T34RF2 1 1 34 2 0.07 8,760 631

327 POLICE DEPARTMENT C132 HOLDING CELL 14T34RF2 1 1 34 2 0.07 8,760 631

328 POLICE DEPARTMENT C133 HOLDING CELL 14T34RF2 1 1 34 2 0.07 8,760 631

329 POLICE DEPARTMENT C134 HOLDING CELL J100WI(EP)1 1 1 100 1 0.10 8,760 876

330 POLICE DEPARTMENT C135 HOLDING CELL J23W(CFS/EP)1 1 1 23 1 0.02 8,760 201

331 POLICE DEPARTMENT H111 HALLWAY 14T34RF2 2 2 34 2 0.14 7,000 1,008

332 POLICE DEPARTMENT H111 HALLWAY XG7R(CF)1 1 1 7 1 0 01 8 760 61332 POLICE DEPARTMENT H111 HALLWAY XG7R(CF)1 1 1 7 1 0.01 8,760 61

333 POLICE DEPARTMENT C136 LOBBY 14T32RF2 3 3 32 2 0.17 7,000 1,218

334 POLICE DEPARTMENT C136 LOBBY XG7C(CF)1 1 1 7 1 0.01 8,760 61

335 POLICE DEPARTMENT C137 OFFICE - INTEROGATION 24T34RF(IO)3 2 2 34 3 0.22 1,000 216

336 POLICE DEPARTMENT C138 OFFICE 14T32RF2 1 1 32 2 0.06 1,500 87

337 POLICE DEPARTMENT C138 OFFICE XG7C(CF)1 1 1 7 1 0.01 8,760 61

338 POLICE DEPARTMENT C139 OFFICE 14B34RF2 1 1 34 2 0.07 1,500 108

339 POLICE DEPARTMENT H112 HALLWAY XG3R(LED)1 1 1 3 1 0.00 8,760 26

340 POLICE DEPARTMENT H112 HALLWAY 14T34RF2 1 1 34 2 0.07 7,000 504

341 POLICE DEPARTMENT H104 HALLWAY C23C(CFS)1 6 6 23 1 0.14 7,000 966

342 POLICE DEPARTMENT H104 HALLWAY XG3C(LED)1 2 2 3 1 0.01 8,760 53

343 POLICE DEPARTMENT H104 HALLWAY ID32PF1 1 1 32 1 0.03 7,000 224

344 POLICE DEPARTMENT H104 HALLWAY SP50TrI(P20)1 2 2 50 1 0.14 7,000 1,008

345 POLICE DEPARTMENT L103 LOBBY C23C(CFS)1 14 14 23 1 0.32 7,000 2,254

346 POLICE DEPARTMENT L103 LOBBY XG3C(LED)1 1 1 3 1 0.00 8,760 26

347 POLICE DEPARTMENT D101 OFFICE - OPEN 24T34RF2 2 5 10 34 2 0.72 7,000 5,040

348 POLICE DEPARTMENT D101 OFFICE - OPEN 24T34RF2 2 3 6 34 2 0.43 7,000 3,024

349 POLICE DEPARTMENT D101 OFFICE - OPEN 24T34RF2 2 2 34 2 0.14 7,000 1,008

350 POLICE DEPARTMENT D102 OFFICE - OPEN 24T34RF2 2 4 8 34 2 0.58 7,000 4,032
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351 POLICE DEPARTMENT D102 OFFICE - OPEN 24T34RF2 2 3 6 34 2 0.43 7,000 3,024

352 POLICE DEPARTMENT D102 OFFICE - OPEN 24T34RF2 12 12 34 2 0.86 7,000 6,048

353 POLICE DEPARTMENT D103 OFFICE - OPEN ID32PF1 12 12 32 1 0.38 7,000 2,688

354 POLICE DEPARTMENT D103A STORAGE - ACTIVE 24T34RF2 1 1 34 2 0.07 2,500 180

355 POLICE DEPARTMENT D104 CONFERENCE ROOM 24T34RF2 2 2 4 34 2 0.29 2,000 576

356 POLICE DEPARTMENT D104 CONFERENCE ROOM 24T34RF2 2 4 8 34 2 0.58 2,000 1,152

357 POLICE DEPARTMENT D105 OFFICE 24T34RF(IO)3 4 4 34 3 0.43 1,500 648

358 POLICE DEPARTMENT D106 OFFICE 24T32RF2 2 2 32 2 0.12 1,500 174

359 POLICE DEPARTMENT D107 CONFERENCE ROOM 24T34RF(IO)3 2 3 6 34 3 0.65 2,000 1,296

360 POLICE DEPARTMENT H106 HALLWAY C23C(CFS)1 1 1 23 1 0.02 7,000 161

361 POLICE DEPARTMENT H106 HALLWAY ID32PF1 2 2 32 1 0.06 7,000 448

362 POLICE DEPARTMENT H106 HALLWAY 14T34RF2 2 2 34 2 0.14 7,000 1,008

363 POLICE DEPARTMENT D108 OFFICE 24T34RF(Lou)2 2 3 6 34 2 0.43 1,500 648

364 POLICE DEPARTMENT D108 OFFICE 24T34RF(Lou)2 2 2 34 2 0.14 1,500 216

365 POLICE DEPARTMENT D109 OFFICE - LAB 24T32RF(IO)3 6 6 32 3 0.52 2,500 1,305

366 POLICE DEPARTMENT D109 OFFICE - LAB W32CF2 4 4 32 2 0.23 2,500 580

367 POLICE DEPARTMENT D110 OFFICE 14B34RF2 1 2 2 34 2 0 14 1 500 216367 POLICE DEPARTMENT D110 OFFICE 14B34RF2 1 2 2 34 2 0.14 1,500 216

368 POLICE DEPARTMENT D110 OFFICE 14B34RF2 2 2 34 2 0.14 1,500 216

369 POLICE DEPARTMENT D110 OFFICE W32PF2 1 1 32 2 0.06 1,500 87

370 POLICE DEPARTMENT D111 OFFICE 14B34RF2 2 2 34 2 0.14 1,500 216

371 POLICE DEPARTMENT D112 OFFICE 14B34RF2 2 2 34 2 0.14 1,500 216

372 POLICE DEPARTMENT D113 OFFICE 14B34RF2 1 1 34 2 0.07 1,500 108

373 POLICE DEPARTMENT D114 GARAGE 14B34RF2 1 3 3 34 2 0.22 4,500 972

374 POLICE DEPARTMENT D114 GARAGE 14B34RF2 1 2 2 34 2 0.14 4,500 648

375 POLICE DEPARTMENT D114 GARAGE 14B34RF2 1 1 34 2 0.07 4,500 324

376 POLICE DEPARTMENT S101 STAIRS C13R(CFS/P38)1 1 1 13 1 0.01 7,000 91

377 POLICE DEPARTMENT S101 STAIRS CR50R(MV)1 3 3 50 1 0.22 7,000 1,554

378 POLICE DEPARTMENT BSMT LB01 LOBBY C26R(CF)2 4 4 26 2 0.21 7,000 1,456

379 POLICE DEPARTMENT BSMT LB01 LOBBY XG3C(LED)1 1 1 3 1 0.00 8,760 26

380 POLICE DEPARTMENT BSMT LB01 LOBBY C90RI(M16)1 3 3 90 1 0.27 7,000 1,890

381 POLICE DEPARTMENT BSMT LB01 LOBBY 22T32RF(U/Lou)2 2 2 32 2 0.12 7,000 812

382 POLICE DEPARTMENT BSMT B01 OFFICE - OPEN 24T32RF(Lou/IO)4 23 23 32 4 2.67 7,000 18,676

383 POLICE DEPARTMENT BSMT B01 OFFICE - OPEN CP90PH(M16)1 8 8 90 1 0.72 7,000 5,040

384 POLICE DEPARTMENT BSMT B02 STORAGE - INACTIVE S32CF2 2 2 4 32 2 0.23 1,500 348

385 POLICE DEPARTMENT BSMT B03 OFFICE 24T32RF(Lou/IO)4 2 2 32 4 0.23 1,500 348
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386 POLICE DEPARTMENT BSMT B04 OFFICE 24T32RF(Lou/IO)4 2 2 32 4 0.23 1,500 348

387 POLICE DEPARTMENT BSMT B04A OFFICE - STORAGE S32CF2 1 1 32 2 0.06 500 29

388 POLICE DEPARTMENT BSMT B05 OFFICE 24T32RF(Lou/IO)4 2 2 32 4 0.23 1,500 348

389 POLICE DEPARTMENT BSMT B06 OFFICE 24T32RF(Lou/IO)4 2 2 32 4 0.23 1,500 348

390 POLICE DEPARTMENT BSMT B06A OFFICE - STORAGE S32CF2 1 1 32 2 0.06 500 29

391 POLICE DEPARTMENT BSMT B07 STORAGE HB54PF(T5)4 1 1 54 4 0.23 1,500 351

392 POLICE DEPARTMENT BSMT B08 STORAGE C26R(CF)2 1 1 26 2 0.05 1,500 78

393 POLICE DEPARTMENT BSMT B09 STORAGE C26R(CF)2 1 1 26 2 0.05 1,500 78

394 POLICE DEPARTMENT BSMT B10 OFFICE 24T32RF(Lou/IO)4 1 1 32 4 0.12 1,500 174

395 POLICE DEPARTMENT BSMT B11 MECHANICAL/ELECTRICAL I34PF(Lou)2 1 1 34 2 0.07 1,500 108

396 POLICE DEPARTMENT BSMT B12 CONFERENCE ROOM C26R(CF)2 4 4 26 2 0.21 2,000 416

397 POLICE DEPARTMENT BSMT B12 CONFERENCE ROOM XG3C(LED)1 1 1 3 1 0.00 8,760 26

398 POLICE DEPARTMENT BSMT B12 CONFERENCE ROOM C90RI(M16)1 3 3 90 1 0.27 2,000 540

399 POLICE DEPARTMENT BSMT B12 CONFERENCE ROOM DI32PF3 1 5 5 32 3 0.44 2,000 870

400 POLICE DEPARTMENT BSMT B13 HALLWAY XG3C(LED)1 1 1 3 1 0.00 8,760 26

401 POLICE DEPARTMENT BSMT B14 OFFICE R13C(CF)2 1 1 13 2 0.03 1,500 39

402 POLICE DEPARTMENT BSMT B15 STORAGE OPEN 8I95PF2 5 5 95 2 1 04 2 000 2 070402 POLICE DEPARTMENT BSMT B15 STORAGE - OPEN 8I95PF2 5 5 95 2 1.04 2,000 2,070

403 POLICE DEPARTMENT BSMT B16 STORAGE - OPEN 8I95PF2 20 20 95 2 4.14 2,000 8,280

404 POLICE DEPARTMENT BSMT B17 LOUNGE - BREAKROOM 22T17RF(Lou)2 4 12 48 17 2 1.54 1,500 2,304

405 POLICE DEPARTMENT BSMT B17 LOUNGE - BREAKROOM C26R(CF)2 4 4 26 2 0.21 1,500 312

406 POLICE DEPARTMENT BSMT HB01 HALLWAY XG3C(LED)1 2 2 3 1 0.01 8,760 53

407 POLICE DEPARTMENT BSMT HB01 HALLWAY C23C(CFS)1 6 6 23 1 0.14 7,000 966

408 POLICE DEPARTMENT BSMT HB01 HALLWAY ID32PF1 7 7 32 1 0.22 7,000 1,568

409 POLICE DEPARTMENT BSMT HB01 HALLWAY C90RI(M16)1 3 3 90 1 0.27 7,000 1,890

410 POLICE DEPARTMENT BSMT HB01 HALLWAY XG3W(LED)1 1 1 3 1 0.00 8,760 26

411 POLICE DEPARTMENT BSMT B18 CONFERENCE ROOM 24T32RF2 3 5 15 32 2 0.87 2,000 1,740

412 POLICE DEPARTMENT BSMT B18 CONFERENCE ROOM 24T32RF2 1 4 4 32 2 0.23 2,000 464

413 POLICE DEPARTMENT BSMT B18 CONFERENCE ROOM 24T32RF2 2 2 4 32 2 0.23 2,000 464

414 POLICE DEPARTMENT BSMT B18A OFFICE - SERVER 14T34RF2 2 2 34 2 0.14 3,500 504

415 POLICE DEPARTMENT BSMT B18B HALLWAY - ALCOVE C26R(CF)2 1 1 26 2 0.05 7,000 364

416 POLICE DEPARTMENT BSMT B19 STORAGE - INACTIVE I34PF(Lou)2 2 2 34 2 0.14 1,500 216

417 POLICE DEPARTMENT BSMT B20 MECHANICAL/ELECTRICAL I34PF(Lou)2 1 1 34 2 0.07 1,500 108

418 POLICE DEPARTMENT BSMT B21 OFFICE I34PF(Lou)2 1 1 34 2 0.07 1,500 108

419 POLICE DEPARTMENT BSMT E101 ELEVATOR S34WF1 2 2 34 1 0.09 8,760 753

420 POLICE DEPARTMENT BSMT B22 MECHANICAL/ELECTRICAL S34WF1 1 1 34 1 0.04 1,500 65
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421 POLICE DEPARTMENT BSMT HB03 HALLWAY C26R(CF)2 6 6 26 2 0.31 7,000 2,184

422 POLICE DEPARTMENT BSMT HB03 HALLWAY XG3C(LED)1 1 1 3 1 0.00 8,760 26

423 POLICE DEPARTMENT BSMT B23 STORAGE - INACTIVE 24T34RF2 2 2 34 2 0.14 1,500 216

424 POLICE DEPARTMENT BSMT B24 RESTROOM - WMN C50C(MV)1 1 1 50 1 0.07 8,760 648

425 POLICE DEPARTMENT BSMT B25 RESTROOM - WMN 14T34RF2 4 4 34 2 0.29 8,760 2,523

426 POLICE DEPARTMENT BSMT B26 LOCKER ROOM - WMN 24T34RF2 6 6 34 2 0.43 1,000 432

427 POLICE DEPARTMENT BSMT B26 LOCKER ROOM - WMN 14T34RF1 1 1 34 1 0.04 1,000 43

428 POLICE DEPARTMENT BSMT B27 BEDROOM - WMN V32WF1 4 4 32 1 0.13 1,500 192

429 POLICE DEPARTMENT BSMT B28 WEIGHT ROOM 24T32RF2 12 12 32 2 0.70 1,500 1,044

430 POLICE DEPARTMENT BSMT B28A STORAGE - ACTIVE S34WF1 1 1 34 1 0.04 2,500 107

431 POLICE DEPARTMENT BSMT B29 KITCHEN - INACTIVE 14T32RF2 2 2 4 32 2 0.23 2,000 464

432 POLICE DEPARTMENT BSMT B30 LOCKER ROOM SHOWERS - MEN 14T32RF2 1 2 2 32 2 0.12 1,500 174

433 POLICE DEPARTMENT BSMT B32 RESTROOM - MEN 14T32RF2 7 7 32 2 0.41 8,760 3,556

434 POLICE DEPARTMENT BSMT B33 LOCKER ROOM - MEN 14T34RF1 1 1 34 1 0.04 1,000 43

435 POLICE DEPARTMENT BSMT B34 LOCKER ROOM - MEN 24T32RF2 12 12 32 2 0.70 1,000 696

436 POLICE DEPARTMENT BSMT B34 LOCKER ROOM - MEN 14T34RF1 1 1 34 1 0.04 1,000 43

437 POLICE DEPARTMENT BSMT B35 BEDROOM MEN V32WF1 4 4 32 1 0 13 1 500 192437 POLICE DEPARTMENT BSMT B35 BEDROOM - MEN V32WF1 4 4 32 1 0.13 1,500 192

438 POLICE DEPARTMENT BSMT B36 LOCKER ROOM - MEN 14T34RF1 1 1 34 1 0.04 1,000 43

439 POLICE DEPARTMENT BSMT HB02 HALLWAY C23C(CFS)1 2 2 23 1 0.05 7,000 322

440 POLICE DEPARTMENT BSMT B36 OFFICE 24T34RF(IO)3 2 2 4 34 3 0.43 1,500 648

441 POLICE DEPARTMENT BSMT B37 STORAGE - INACTIVE W34CF2 2 2 34 2 0.14 1,500 216

442 POLICE DEPARTMENT BSMT S102 STAIRS XG3C(LED)1 1 1 3 1 0.00 8,760 26

443 POLICE DEPARTMENT BSMT S102 STAIRS V32WF2 2 2 32 2 0.12 7,000 812

444 POLICE DEPARTMENT BSMT S103 STAIRS I34PF(Lou)2 1 1 34 2 0.07 7,000 504

445 POLICE DEPARTMENT BSMT S103 STAIRS V34WF2 1 1 34 2 0.07 7,000 504

446 POLICE DEPARTMENT BSMT M201 MECHANICAL/ELECTRICAL I34PF(Lou)2 2 2 34 2 0.14 1,500 216

447 POLICE DEPARTMENT BSMT M201 MECHANICAL/ELECTRICAL S34CF2 2 2 34 2 0.14 1,500 216

448 POLICE DEPARTMENT BSMT M202 MECHANICAL/ELECTRICAL I34PF(Lou)2 5 5 34 2 0.36 1,500 540

449 POLICE DEPARTMENT BSMT M202 MECHANICAL/ELECTRICAL S34CF2 1 1 34 2 0.07 1,500 108

450 POLICE DEPARTMENT BSMT M203 MECHANICAL/ELECTRICAL I34PF(Lou)2 2 2 34 2 0.14 1,500 216

451 POLICE DEPARTMENT BSMT M101 MECHANICAL/ELECTRICAL I34CF(Lou)2 2 2 34 2 0.14 1,500 216

452 POLICE DEPARTMENT BSMT M102 MECHANICAL/ELECTRICAL I34CF(Lou)2 6 6 34 2 0.43 1,500 648

453 POLICE DEPARTMENT BSMT M103 MECHANICAL/ELECTRICAL I34CF(Lou)2 4 4 34 2 0.29 1,500 432

454 POLICE DEPARTMENT EXTERIOR W BLDG PERIMETER - SOFFIT C42C(CFS)1 15 15 42 1 0.72 4,000 2,880

455 POLICE DEPARTMENT EXTERIOR W WALKWAYS Q70Bo(HPS)1 17 17 70 1 1.62 4,000 6,460
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456 POLICE DEPARTMENT EXTERIOR S PARKING LOT Q150Po(HPS)1 5 5 150 1 0.75 4,000 3,000

457 POLICE DEPARTMENT EXTERIOR S SOFFIT C23C(CFS)1 4 4 23 1 0.09 4,000 368

458 POLICE DEPARTMENT EXTERIOR E PARKING LOT Q150Po(HPS)1 9 9 150 1 1.35 4,000 5,400

459 POLICE DEPARTMENT EXTERIOR NE SOFFIT C42C(CFS)1 15 15 42 1 0.72 4,000 2,880

460 POLICE TRNG CTR 101 CONFERENCE ROOM 24T34RF4 3 4 12 34 4 1.73 2,000 3,456

461 POLICE TRNG CTR 102 OFFICE 24T34RF4 2 2 34 4 0.29 1,500 432

462 POLICE TRNG CTR 103 OFFICE 24T34RF4 2 2 34 4 0.29 1,500 432

463 POLICE TRNG CTR 104 LOUNGE - BREAKROOM 24T34RF4 4 4 34 4 0.58 1,500 864

464 POLICE TRNG CTR 105 MECHANICAL/ELECTRICAL 24B34PF4 1 1 34 4 0.14 1,500 216

465 POLICE TRNG CTR 105 MECHANICAL/ELECTRICAL I60PI1 5 5 60 1 0.30 1,500 450

466 POLICE TRNG CTR 105 MECHANICAL/ELECTRICAL S34PF2 1 1 34 2 0.07 1,500 108

467 POLICE TRNG CTR 106 FIRING RANGE BOOTH S34PF2 2 2 34 2 0.14 1,000 144

468 POLICE TRNG CTR 107 FIRING RANGE ENTRANCE 14B34CF2 1 1 34 2 0.07 1,500 108

469 POLICE TRNG CTR 109 OFFICE S34PF2 2 2 34 2 0.14 1,500 216

470 POLICE TRNG CTR 110 MECHANICAL/ELECTRICAL O23C(CFS)1 1 1 23 1 0.02 1,500 35

471 POLICE TRNG CTR 111 RESTROOM - MEN Q23R(CFS)1 1 1 23 1 0.02 8,760 201

472 POLICE TRNG CTR 111 RESTROOM MEN W32CF2 2 2 32 2 0 12 8 760 1 016472 POLICE TRNG CTR 111 RESTROOM - MEN W32CF2 2 2 32 2 0.12 8,760 1,016

473 POLICE TRNG CTR 112 RESTROOM - WMN Q23R(CFS)1 1 1 23 1 0.02 8,760 201

474 POLICE TRNG CTR 112 RESTROOM - WMN W32CF2 2 2 32 2 0.12 8,760 1,016

475 POLICE TRNG CTR 113 CONFERENCE ROOM 24T34RF4 15 15 34 4 2.16 2,000 4,320

476 POLICE TRNG CTR 113 CONFERENCE ROOM XR20WI2 1 1 20 2 0.04 8,760 350

477 POLICE TRNG CTR 114 CONFERENCE ROOM 24T34RF4 15 15 34 4 2.16 2,000 4,320

478 POLICE TRNG CTR 114 CONFERENCE ROOM XR20WI2 2 2 20 2 0.08 8,760 701

479 POLICE TRNG CTR 115 CONFERENCE ROOM 24T34RF4 15 15 34 4 2.16 2,000 4,320

480 POLICE TRNG CTR 115 CONFERENCE ROOM XR20WI2 1 1 20 2 0.04 8,760 350

481 POLICE TRNG CTR H101 HALLWAY Q23R(CFS)1 17 17 23 1 0.39 7,000 2,737

482 POLICE TRNG CTR H102 HALLWAY Q23R(CFS)1 12 12 23 1 0.28 7,000 1,932

483 POLICE TRNG CTR H103 HALLWAY Q23R(CFS)1 17 17 23 1 0.39 7,000 2,737

484 CITY YARD ADMIN L101 LOBBY C26R(CFS/R38)1 6 6 26 1 0.16 7,000 1,134

485 CITY YARD ADMIN H101 HALLWAY 24T32RF2 4 4 32 2 0.23 7,000 1,624

486 CITY YARD ADMIN H101 HALLWAY WP18(CF)1 1 1 18 1 0.02 7,000 126

487 CITY YARD ADMIN H101 HALLWAY S30WF1 2 2 30 1 0.09 7,000 602

488 CITY YARD ADMIN H101 HALLWAY S32WF1 1 1 32 1 0.03 7,000 217

489 CITY YARD ADMIN H101 HALLWAY S34WF1 1 3 3 34 1 0.13 7,000 903

490 CITY YARD ADMIN H101 HALLWAY S34WF1 1 4 4 34 1 0.17 7,000 1,204
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491 CITY YARD ADMIN H101 HALLWAY 24T34RF3 2 2 34 3 0.22 7,000 1,512

492 CITY YARD ADMIN 101 OFFICE 24T32RF4 3 3 32 4 0.34 1,500 504

493 CITY YARD ADMIN 102 OFFICE 24T32RF4 3 3 32 4 0.34 1,500 504

494 CITY YARD ADMIN 103 OFFICE 24T32RF4 3 3 32 4 0.34 1,500 504

495 CITY YARD ADMIN 104 WORK ROOM 24T34RF3 1 1 34 3 0.11 2,000 216

496 CITY YARD ADMIN 105 OFFICE 24T32RF4 3 3 32 4 0.34 1,500 504

497 CITY YARD ADMIN 106 OFFICE 24T32RF4 4 4 32 4 0.45 1,500 672

498 CITY YARD ADMIN 107 OFFICE 24T32RF4 2 2 32 4 0.22 1,500 336

499 CITY YARD ADMIN 108 OFFICE - OPEN 24T32RF4 8 8 32 4 0.90 7,000 6,272

500 CITY YARD ADMIN 109 OFFICE 24T32RF4 2 2 32 4 0.22 1,500 336

501 CITY YARD ADMIN H102 HALLWAY C26R(CFS/R38)1 1 1 26 1 0.03 7,000 189

502 CITY YARD ADMIN H102 HALLWAY S30WF1 4 4 30 1 0.17 7,000 1,204

503 CITY YARD ADMIN H102 HALLWAY WP18(CF)1 2 2 18 1 0.04 7,000 252

504 CITY YARD ADMIN H102 HALLWAY S34WF1 4 4 16 34 1 0.69 7,000 4,816

505 CITY YARD ADMIN 110 LOCKER ROOM - MEN S32WF1 1 3 3 32 1 0.09 1,000 93

506 CITY YARD ADMIN 110 LOCKER ROOM - MEN S32WF1 1 5 5 32 1 0.16 1,000 155

507 CITY YARD ADMIN 111 LOCKER ROOM SHOWERS MEN C65RI(P38)1 1 1 65 1 0 07 1 500 98507 CITY YARD ADMIN 111 LOCKER ROOM SHOWERS - MEN C65RI(P38)1 1 1 65 1 0.07 1,500 98

508 CITY YARD ADMIN 111 LOCKER ROOM SHOWERS - MEN C65RI(WL)1 6 6 65 1 0.39 1,500 585

509 CITY YARD ADMIN 112 RESTROOM - MENS 14T34RF2 1 1 34 2 0.07 4,500 324

510 CITY YARD ADMIN 112 RESTROOM - MENS C65RI(P38)1 6 6 65 1 0.39 4,500 1,755

511 CITY YARD ADMIN 112 RESTROOM - MENS C65WI1 8 8 65 1 0.52 4,500 2,340

512 CITY YARD ADMIN 113 STORAGE - INACTIVE W34CF1 1 1 34 1 0.04 1,500 65

513 CITY YARD ADMIN 114 STORAGE - INACTIVE W34CF1 1 1 34 1 0.04 1,500 65

514 CITY YARD ADMIN 123 STORAGE - INACTIVE C26R(CFS/R38)1 2 2 26 1 0.05 1,500 81

515 CITY YARD ADMIN 124 HALLWAY C26R(CFS/R38)1 1 1 26 1 0.03 7,000 189

516 CITY YARD ADMIN H103 HALLWAY 24T32RF3 4 4 32 3 0.35 7,000 2,436

517 CITY YARD ADMIN 116 LOUNGE - BREAKROOM 24T32RF2 29 29 32 2 1.68 1,500 2,523

518 CITY YARD ADMIN 117 KITCHEN - INACTIVE 24T32RF4 2 2 32 4 0.22 2,000 448

519 CITY YARD ADMIN 118 WEIGHT ROOM 24T32RF4 3 3 32 4 0.34 1,500 504

520 CITY YARD ADMIN 121 MECHANICAL/ELECTRICAL W34CF1 1 2 2 34 1 0.09 1,500 129

521 CITY YARD ADMIN 122 RESTROOM - WMN C65RI(WL)1 2 2 65 1 0.13 8,760 1,139

522 CITY YARD ADMIN 122 RESTROOM - WMN 3D30WF(Lou)1 1 2 2 30 1 0.09 8,760 753

523 CITY YARD ADMIN 122 RESTROOM - WMN D34WF(Lou)1 2 2 4 34 1 0.17 8,760 1,507

524 CITY YARD ADMIN H126 HALLWAY 14B32CF2 1 1 32 2 0.06 7,000 406

525 CITY YARD ADMIN 120 MECHANICAL/ELECTRICAL W34CF1 2 2 4 34 1 0.17 1,500 258
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526 CITY YARD ADMIN 125 OFFICE W34CF2 8 8 34 2 0.58 1,500 864

527 CITY YARD ADMIN 126 SHOP - MAINTENANCE LB250P(MH)1 6 6 250 1 1.77 3,500 6,195

528 CITY YARD ADMIN 126 SHOP - MAINTENANCE S34CF2 1 2 2 34 2 0.14 3,500 504

529 CITY YARD ADMIN 127 OFFICE 24B34CF3 2 2 34 3 0.22 1,500 324

530 CITY YARD ADMIN H129 HALLWAY 14B32CF2 1 1 32 2 0.06 7,000 406

531 CITY YARD ADMIN 128 SHOP - MAINTENANCE LB250P(MH)1 6 6 250 1 1.77 3,500 6,195

532 CITY YARD ADMIN 128 SHOP - MAINTENANCE 8I95CF(WG)2 1 2 2 95 2 0.41 3,500 1,449

533 CITY YARD ADMIN 128A STORAGE - ACTIVE 8I95CF(WG)2 1 1 95 2 0.21 2,500 517

534 CITY YARD ADMIN 128B STORAGE - ACTIVE 8I95CF(WG)2 1 1 95 2 0.21 2,500 517

535 CITY YARD ADMIN 129 SHOP - MAINTENANCE LB250P(MH)1 3 3 250 1 0.89 3,500 3,098

536 CITY YARD ADMIN 129 SHOP - MAINTENANCE 8I95CF(WG)2 1 2 2 95 2 0.41 3,500 1,449

537 CITY YARD ADMIN 130 OFFICE 44B34CF4 1 1 34 4 0.14 1,500 216

538 CITY YARD ADMIN 131 OFFICE 8I95CF(WG)2 2 2 4 95 2 0.83 1,500 1,242

539 CITY YARD ADMIN 132 OFFICE 8I95CF(WG)2 2 2 4 95 2 0.83 1,500 1,242

540 CITY YARD ADMIN H131 HALLWAY 14B32CF2 1 1 32 2 0.06 7,000 406

541 CITY YARD ADMIN 133 SHOP - MAINTENANCE LB250P(MH)1 6 6 250 1 1.77 3,500 6,195

542 CITY YARD ADMIN 133A RESTROOM SINGLE 14B34CF2 1 1 34 2 0 07 1 500 108542 CITY YARD ADMIN 133A RESTROOM - SINGLE 14B34CF2 1 1 34 2 0.07 1,500 108

543 CITY YARD ADMIN 135 SHOP - MAINTENANCE LB250P(MH)1 4 4 250 1 1.18 3,500 4,130

544 CITY YARD ADMIN 135 SHOP - MAINTENANCE 8I95CF(WG)2 1 1 95 2 0.21 3,500 725

545 CITY YARD ADMIN 135 SHOP - MAINTENANCE 8I95CF(WG)2 1 3 3 95 2 0.62 3,500 2,174

546 CITY YARD ADMIN 134 STORAGE - ACTIVE S34CF2 1 1 34 2 0.07 2,500 180

547 CITY YARD ADMIN 134 STORAGE - ACTIVE 8I95CF(WG)2 1 1 95 2 0.21 2,500 517

548 CITY YARD ADMIN 134 STORAGE - ACTIVE W32CF2 1 1 32 2 0.06 2,500 145

549 CITY YARD ADMIN 137 OFFICE C26R(CFS/R38)1 3 3 26 1 0.08 1,500 122

550 CITY YARD ADMIN EXTERIOR NW PATIO D65WH(P38)1 4 4 65 1 0.26 4,000 1,040

551 CITY YARD ADMIN EXTERIOR NW BLDG PERIMETER R23Bo(CFS)1 2 2 23 1 0.05 4,000 184

552 CITY YARD ADMIN EXTERIOR NW BLDG PERIMETER SP150GrH(P38)1 10 10 150 1 1.50 4,000 6,000

553 CITY YARD ADMIN EXTERIOR N BLDG PERIMETER SP150GrH(P38)1 18 18 150 1 2.70 4,000 10,799

554 CITY YARD ADMIN EXTERIOR N BLDG PERIMETER B400W(HPS)1 2 2 400 1 0.92 4,000 3,664

555 CITY YARD ADMIN EXTERIOR NE BLDG PERIMETER R23Bo(CFS)1 3 3 23 1 0.07 4,000 276

556 CITY YARD ADMIN EXTERIOR S SOUTH WALL B400W(HPS)1 3 3 400 1 1.37 4,000 5,496

557 CITY YARD ADMIN EXTERIOR S BLDG PERIMETER - SOFFIT C65RI(P38)1 1 1 65 1 0.07 4,000 260

558 CITY YARD ADMIN EXTERIOR S BLDG PERIMETER - SOFFIT B400W(HPS)1 1 1 400 1 0.46 4,000 1,832

559 CITY YARD FLEET OPS 101 SHOP - MAINTENANCE HB400P(MH)1 28 28 400 1 12.82 3,500 44,884

560 CITY YARD FLEET OPS 101 SHOP - MAINTENANCE WP100(HPS)1 1 1 100 1 0.13 3,500 448
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561 CITY YARD FLEET OPS 102 OFFICE 22T32RF(U)2 2 2 32 2 0.12 1,500 174

562 CITY YARD FLEET OPS 103 STORAGE - ACTIVE W34CF4 4 4 34 4 0.58 2,500 1,440

563 CITY YARD FLEET OPS 104 STORAGE - ACTIVE I34PF4 4 4 34 4 0.58 2,500 1,440

564 CITY YARD FLEET OPS 104 STORAGE - ACTIVE I34PF2 1 1 34 2 0.07 2,500 180

565 CITY YARD FLEET OPS 104 STORAGE - ACTIVE 8I95PF2 1 1 95 2 0.21 2,500 517

566 CITY YARD FLEET OPS 105 OFFICE - OPEN 22T34RF(U)2 13 13 34 2 0.94 7,000 6,552

567 CITY YARD FLEET OPS 106 RESTROOM - WMN C75RI1 2 2 75 1 0.15 8,760 1,314

568 CITY YARD FLEET OPS 107 RESTROOM - MEN W34CF1 1 1 34 1 0.04 8,760 377

569 CITY YARD FLEET OPS 108 LOCKER ROOM - MEN W34CF1 1 1 34 1 0.04 1,000 43

570 CITY YARD FLEET OPS 108 LOCKER ROOM - MEN 14B34CF2 1 1 34 2 0.07 1,000 72

571 CITY YARD FLEET OPS 108 LOCKER ROOM - MEN C100RI(P38)1 3 3 100 1 0.30 1,000 300

572 CITY YARD FLEET OPS 109 LOCKER ROOM SHOWERS - MEN C100RI(P38)1 1 1 100 1 0.10 1,500 150

573 CITY YARD FLEET OPS 110 CONFERENCE ROOM 22T34RF(U)2 5 5 34 2 0.36 2,000 720

574 CITY YARD FLEET OPS 111 SHOP - MAINTENANCE HB400P(MH)1 18 18 400 1 8.24 3,500 28,854

575 CITY YARD FLEET OPS 111 SHOP - MAINTENANCE HB1000P(MH)1 2 2 1000 1 2.16 3,500 7,560

576 CITY YARD FLEET OPS 111 SHOP - MAINTENANCE WP100(HPS)1 2 2 100 1 0.26 3,500 896

577 CITY YARD FLEET OPS 112 RESTROOM SINGLE W34CF1 1 1 34 1 0 04 1 500 65577 CITY YARD FLEET OPS 112 RESTROOM - SINGLE W34CF1 1 1 34 1 0.04 1,500 65

578 CITY YARD FLEET OPS 113 OFFICE 24B34CF3 2 2 4 34 3 0.43 1,500 648

579 CITY YARD FLEET OPS 114 STORAGE - ACTIVE 24B34CF3 1 1 34 3 0.11 2,500 270

580 CITY YARD FLEET OPS 114 STORAGE - ACTIVE 24B34CF3 1 3 3 34 3 0.32 2,500 810

581 CITY YARD FLEET OPS 115 OFFICE 24B34CF3 2 2 34 3 0.22 1,500 324

582 CITY YARD FLEET OPS 116 STORAGE - ACTIVE 24B34CF3 4 4 34 3 0.43 2,500 1,080

583 CITY YARD FLEET OPS 117 OFFICE 24B34CF3 3 2 6 34 3 0.65 1,500 972

584 CITY YARD FLEET OPS H101 HALLWAY C65RI(R38)1 5 5 65 1 0.33 7,000 2,275

585 CITY YARD FLEET OPS 118 OFFICE 24B34CF4 2 2 4 34 4 0.58 1,500 864

586 CITY YARD FLEET OPS 119 STORAGE - ACTIVE 8I60CF(WG)2 1 2 2 60 2 0.25 2,500 615

587 CITY YARD FLEET OPS 120 OFFICE I34CF(WG)2 1 1 34 2 0.07 1,500 108

588 CITY YARD FLEET OPS 121 STORAGE - INACTIVE W34CF2 1 1 34 2 0.07 1,500 108

589 CITY YARD FLEET OPS 122 STORAGE - ACTIVE 8I60PF4 18 18 60 4 4.43 2,500 11,069

590 CITY YARD FLEET OPS 123 STORAGE - INACTIVE 8I95CF(WG)2 3 3 95 2 0.62 1,500 932

591 CITY YARD FLEET OPS 124 OFFICE - INACTIVE 24T34CF(IO)4 3 3 34 4 0.43 750 324

592 CITY YARD FLEET OPS EXTERIOR S BLDG PERIMETER J100WI1 3 3 100 1 0.30 4,000 1,200

593 CITY YARD FLEET OPS EXTERIOR S BLDG PERIMETER Q250Po(MH)1 2 2 250 1 0.59 4,000 2,360

594 CITY YARD FLEET OPS EXTERIOR W BLDG PERIMETER B400W(HPS)1 4 4 400 1 1.83 4,000 7,328

595 CITY YARD FLEET OPS EXTERIOR W BLDG PERIMETER WP250W(HPS)1 1 1 250 1 0.30 4,000 1,180
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596 CITY YARD FLEET OPS EXTERIOR NE BLDG PERIMETER FL300WI1 2 2 300 1 0.60 4,000 2,400

597 CITY YARD FLEET OPS EXTERIOR E PARKING LOT Q250Po(MH)1 3 3 250 1 0.89 4,000 3,540

598 ANGEL STADIUM 101 OFFICE W32CF2 6 6 32 2 0.35 1,500 522

599 ANGEL STADIUM 104 OFFICE W34CF2 1 1 34 2 0.07 1,500 108

600 ANGEL STADIUM 105 OFFICE 8W60CF4 1 1 60 4 0.28 1,500 414

601 ANGEL STADIUM H101 HALLWAY W34CF2 3 3 34 2 0.22 7,000 1,512

602 ANGEL STADIUM 106 LOCKER ROOM SHOWERS - MEN J60CI1 1 1 60 1 0.06 1,500 90

603 ANGEL STADIUM 107 LOCKER ROOM - MEN W34CF2 1 1 34 2 0.07 1,000 72

604 ANGEL STADIUM 108 STORAGE - INACTIVE W34CF2 4 4 34 2 0.29 1,500 432

605 ANGEL STADIUM 109 STORAGE - INACTIVE W34CF2 3 2 6 34 2 0.43 1,500 648

606 ANGEL STADIUM 110 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

607 ANGEL STADIUM 111 STORAGE - INACTIVE J60CI1 1 1 60 1 0.06 1,500 90

608 ANGEL STADIUM 113 STORAGE - INACTIVE S34CF2 1 1 34 2 0.07 1,500 108

609 ANGEL STADIUM 114 STORAGE - INACTIVE S34CF2 1 1 34 2 0.07 1,500 108

610 ANGEL STADIUM H102 HALLWAY W34CF2 2 2 34 2 0.14 7,000 1,008

611 ANGEL STADIUM H102 HALLWAY J60CI1 1 1 60 1 0.06 7,000 420

612 ANGEL STADIUM 115 OFFICE W34CF4 2 2 34 4 0 29 1 500 432612 ANGEL STADIUM 115 OFFICE W34CF4 2 2 34 4 0.29 1,500 432

613 ANGEL STADIUM 102 LOCKER ROOM - UMPIRES W34CF2 1 1 34 2 0.07 500 36

614 ANGEL STADIUM 103 RESTROOM - UMPIRES V60WI2 1 1 60 2 0.14 500 69

615 ANGEL STADIUM 121 OFFICE - TICKETS O100WI1 1 1 100 1 0.10 750 75

616 ANGEL STADIUM 120 ENTRANCE Q13R(CF)1 6 6 13 1 0.08 3,500 273

617 ANGEL STADIUM 120 ENTRANCE Q13C(CF)1 2 2 13 1 0.03 3,500 91

618 ANGEL STADIUM 116 RESTROOM - WMN W34CF2 2 2 34 2 0.14 8,760 1,261

619 ANGEL STADIUM 117 RESTROOM - WMN W34CF2 2 2 34 2 0.14 8,760 1,261

620 ANGEL STADIUM 118 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

621 ANGEL STADIUM 119 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

622 ANGEL STADIUM 122 OFFICE - TICKETS O100WI1 1 1 100 1 0.10 750 75

623 ANGEL STADIUM H103 HALLWAY W34CF2 1 1 34 2 0.07 7,000 504

624 ANGEL STADIUM H103 HALLWAY J60CI1 1 1 60 1 0.06 7,000 420

625 ANGEL STADIUM 123 STORAGE - INACTIVE W34CF4 2 2 34 4 0.29 1,500 432

626 ANGEL STADIUM 124 STORAGE - INACTIVE J60CI1 2 2 60 1 0.12 1,500 180

627 ANGEL STADIUM 125 STORAGE - INACTIVE J60CI1 1 1 60 1 0.06 1,500 90

628 ANGEL STADIUM 126 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

629 ANGEL STADIUM 127 LOCKER ROOM - STADIUM W34CF2 12 12 34 2 0.86 500 432

630 ANGEL STADIUM 128 LOCKER ROOM - STADIUM W34CF2 2 2 34 2 0.14 500 72
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631 ANGEL STADIUM 129 LOCKER ROOM - STADIUM J60CI1 2 2 60 1 0.12 500 60

632 ANGEL STADIUM 130 LOCKER ROOM - STADIUM W34CF2 1 3 3 34 2 0.22 500 108

633 ANGEL STADIUM 130 LOCKER ROOM - STADIUM W34CF2 2 2 4 34 2 0.29 500 144

634 ANGEL STADIUM 131 OFFICE - COACHES W34CF2 2 2 34 2 0.14 1,500 216

635 ANGEL STADIUM 132 RESTROOM - WMN W34CF2 2 2 34 2 0.14 8,760 1,261

636 ANGEL STADIUM 133 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

637 ANGEL STADIUM 134 STORAGE - INACTIVE 8S60WF2 4 4 60 2 0.49 1,500 738

638 ANGEL STADIUM 135 RESTROOM - WMN W34CF2 2 2 34 2 0.14 8,760 1,261

639 ANGEL STADIUM 136 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

640 ANGEL STADIUM 137 STORAGE - INACTIVE 8W60CF4 4 4 60 4 1.10 1,500 1,656

641 ANGEL STADIUM 138 RESTROOM - WMN W34CF2 2 2 34 2 0.14 8,760 1,261

642 ANGEL STADIUM 139 RESTROOM - MEN W34CF2 2 2 34 2 0.14 8,760 1,261

643 ANGEL STADIUM 140 STORAGE - INACTIVE 8S60WF2 1 1 60 2 0.12 1,500 185

644 ANGEL STADIUM 141 STORAGE - INACTIVE 6S55WF2 1 1 55 2 0.15 1,500 228

645 ANGEL STADIUM 142 STORAGE - INACTIVE FL150WI(R38)2 1 1 150 2 0.30 1,500 450

646 ANGEL STADIUM 143 STORAGE - INACTIVE S34CF2 1 1 34 2 0.07 1,500 108

647 ANGEL STADIUM 144 PRESS BOX W34CF2 8 8 34 2 0 58 1 000 576647 ANGEL STADIUM 144 PRESS BOX W34CF2 8 8 34 2 0.58 1,000 576

648 ANGEL STADIUM 145 CONCESSIONS W34CF2 8 8 34 2 0.58 1,000 576

649 ANGEL STADIUM 146 CONCESSIONS W34CF2 2 2 34 2 0.14 1,000 144

650 ANGEL STADIUM EXTERIOR N BLDG PERIMETER Q100RI1 2 2 100 1 0.20 4,000 800

651 ANGEL STADIUM EXTERIOR N BLDG PERIMETER WP250W(HPS)1 1 1 250 1 0.30 4,000 1,180

652 ANGEL STADIUM EXTERIOR W BLDG PERIMETER J60CI1 1 1 60 1 0.06 4,000 240

653 ANGEL STADIUM EXTERIOR W BLDG PERIMETER Q100C(HPS)1 2 2 100 1 0.20 4,000 800

654 ANGEL STADIUM EXTERIOR W BLDG PERIMETER WP250W(HPS)1 2 2 250 1 0.59 4,000 2,360

655 ANGEL STADIUM EXTERIOR S BLDG PERIMETER WP250W(HPS)1 1 1 250 1 0.30 4,000 1,180

656 ANGEL STADIUM EXTERIOR S BLDG PERIMETER O100WI1 1 1 100 1 0.10 4,000 400

657 ANGEL STADIUM EXTERIOR S BLDG PERIMETER Q175Po(MH)1 1 1 175 1 0.22 4,000 860

658 ANGEL STADIUM EXTERIOR S BLDG PERIMETER Q100RI1 2 2 100 1 0.20 4,000 800

659 GOLF CLUBHOUSE 101 COFFEE SHOP C45TrI(R20)1 11 11 45 1 0.50 2,500 1,237

660 GOLF CLUBHOUSE 101 COFFEE SHOP D40PI(FAN)4 4 4 40 4 0.69 2,500 1,720

661 GOLF CLUBHOUSE 101 COFFEE SHOP D60WI(DIM)1 5 5 60 1 0.35 2,500 862

662 GOLF CLUBHOUSE 101 COFFEE SHOP XG7C(CF)2 2 2 7 2 0.03 8,760 245

663 GOLF CLUBHOUSE 101 COFFEE SHOP XR3W(LED)1 1 1 3 1 0.00 8,760 26

664 GOLF CLUBHOUSE 101 COFFEE SHOP Q60RI1 4 4 60 1 0.24 2,500 600

665 GOLF CLUBHOUSE 102 DINING AREA Q60RI1 6 6 60 1 0.36 2,500 900
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666 GOLF CLUBHOUSE 103 CASHIER D60PI1 5 5 60 1 0.35 3,500 1,208

667 GOLF CLUBHOUSE 104 KITCHEN W34CF2 1 1 34 2 0.07 2,000 144

668 GOLF CLUBHOUSE 105 KITCHEN 8S60CF4 1 1 60 4 0.28 2,000 552

669 GOLF CLUBHOUSE 106 KITCHEN W34CF2 2 2 34 2 0.14 2,000 288

670 GOLF CLUBHOUSE 107 RESTROOM - MEN 14T34RF2 2 2 34 2 0.14 8,760 1,261

671 GOLF CLUBHOUSE 107 RESTROOM - MEN Q60RI1 6 6 60 1 0.36 8,760 3,153

672 GOLF CLUBHOUSE 107A STORAGE - INACTIVE O60CI1 1 1 60 1 0.06 1,500 90

673 GOLF CLUBHOUSE 108 RESTROOM - WMN 14T34RF2 2 2 34 2 0.14 8,760 1,261

674 GOLF CLUBHOUSE 108 RESTROOM - WMN Q60RI1 6 6 60 1 0.36 8,760 3,153

675 GOLF CLUBHOUSE 108 RESTROOM - WMN V60WI2 3 3 60 2 0.41 8,760 3,626

676 GOLF CLUBHOUSE 109 ATRIUM Q60RI1 8 8 60 1 0.48 5,000 2,400

677 GOLF CLUBHOUSE 109 ATRIUM FL150CH1 1 1 150 1 0.15 5,000 750

678 GOLF CLUBHOUSE EXTERIOR S BLDG PERIMETER Q60RI1 1 1 60 1 0.06 4,000 240

679 GOLF CLUBHOUSE EXTERIOR S BLDG PERIMETER FL150WH(P38)2 1 1 150 2 0.30 4,000 1,200

680 GOLF PROSHOP 110 PRO SHOP Q32CF(CIR)1 11 11 32 1 0.32 3,500 1,117

681 GOLF PROSHOP 110 PRO SHOP FL13C(CF)2 4 4 13 2 0.10 3,500 364

682 GOLF PROSHOP 110 PRO SHOP C45TrI(R20)1 44 44 45 1 1 98 3 500 6 930682 GOLF PROSHOP 110 PRO SHOP C45TrI(R20)1 44 44 45 1 1.98 3,500 6,930

683 GOLF PROSHOP 110 PRO SHOP Sp50PH(M16)1 3 3 50 1 0.15 3,500 525

684 GOLF PROSHOP 110 PRO SHOP XR3C(LED/B)1 1 1 3 1 0.00 8,760 26

685 GOLF PROSHOP 110 PRO SHOP S34CF1 1 4 4 34 1 0.17 3,500 602

686 GOLF PROSHOP 110 PRO SHOP S34CF1 1 2 2 34 1 0.09 3,500 301

687 GOLF PROSHOP 111 STORAGE - INACTIVE W34CF2 3 3 34 2 0.22 1,500 324

688 GOLF PROSHOP 112 OFFICE Q32CF(CIR)1 4 4 32 1 0.12 1,500 174

689 GOLF PROSHOP 112 OFFICE W34CF2 4 4 34 2 0.29 1,500 432

690 GOLF PROSHOP 113 DRESSING ROOM C23R(CFS)1 1 1 23 1 0.02 1,500 35

691 GOLF PROSHOP 114 DRESSING ROOM C23R(CFS)1 1 1 23 1 0.02 1,500 35

692 GOLF PROSHOP 115 RESTROOM - SINGLE Q32CF(CIR)1 1 1 32 1 0.03 1,500 44

693 GOLF PROSHOP 115 RESTROOM - SINGLE C90TrH1 2 2 90 1 0.18 1,500 270

694 GOLF PROSHOP 116 STORAGE - GOLF CART S34CF2 3 3 34 2 0.22 3,000 648

695 GOLF PROSHOP 116 STORAGE - GOLF CART 8S60CF2 1 1 60 2 0.14 3,000 414

696 GOLF PROSHOP 117 STORAGE - GOLF CART S34CF1 30 30 34 1 1.29 3,000 3,870

697 GOLF PROSHOP 117 STORAGE - GOLF CART S34CF2 1 3 3 34 2 0.22 3,000 648

698 GOLF PROSHOP 118 STORAGE - INACTIVE O60CI1 1 1 60 1 0.06 1,500 90

699 GOLF PROSHOP 119 RESTROOM - SINGLE V60WI2 1 1 60 2 0.14 1,500 207

700 GOLF PROSHOP 120 STORAGE - GOLF CART 8S75PF(WG)2 15 15 75 2 1.85 3,000 5,535
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701 GOLF PROSHOP 120 STORAGE - GOLF CART S34PF(WG)2 6 6 34 2 0.43 3,000 1,296

702 GOLF PROSHOP 121 STORAGE - GOLF CART S34CF2 2 2 34 2 0.14 3,000 432

703 GOLF PROSHOP 121 STORAGE - GOLF CART W34CF4 1 1 34 4 0.14 3,000 432

704 GOLF PROSHOP EXTERIOR S BLDG PERIMETER - SOFFIT Q60RI1 6 6 60 1 0.36 4,000 1,440

705 GOLF PROSHOP EXTERIOR W BLDG PERIMETER - SOFFIT Q60RI1 3 3 60 1 0.18 4,000 720

706 GOLF PROSHOP EXTERIOR NW BLDG PERIMETER FL150WH(P38)2 2 2 150 2 0.60 4,000 2,400

707 GOLF PROSHOP EXTERIOR NW BLDG PERIMETER Q60RI1 1 1 60 1 0.06 4,000 240

708 GOLF PROSHOP EXTERIOR NW BLDG PERIMETER WP150(HPS)1 2 2 150 1 0.30 4,000 1,200

709 GOLF PROSHOP EXTERIOR NE BLDG PERIMETER WP13(CF)2 1 1 13 2 0.03 4,000 104

710 GOLF PROSHOP EXTERIOR SE BLDG PERIMETER FL42G(CF)1 1 1 42 1 0.05 4,000 192

711 GOLF MAINTENANCE 122 SHOP - MAINTENANCE 8S60PF2 8 8 60 2 0.98 3,500 3,444

712 GOLF MAINTENANCE 123 OFFICE - OPEN 8S60PF2 1 1 60 2 0.12 7,000 861

713 GOLF MAINTENANCE 124 LOCKER ROOM - MEN 8I60PF(WG)2 2 2 60 2 0.25 1,000 246

714 GOLF MAINTENANCE 125 LOUNGE - BREAKROOM 24T34RF4 6 6 34 4 0.86 1,500 1,296

715 GOLF MAINTENANCE 126 KITCHEN 24T34RF4 1 1 34 4 0.14 2,000 288

716 GOLF MAINTENANCE 127 RESTROOM - MEN 24T34RF4 1 1 34 4 0.14 8,760 1,261

717 GOLF MAINTENANCE 128 RESTROOM SINGLE R60CI2 1 1 60 2 0 12 1 500 180717 GOLF MAINTENANCE 128 RESTROOM - SINGLE R60CI2 1 1 60 2 0.12 1,500 180

718 GOLF MAINTENANCE 129 LOCKER ROOM SHOWERS - MEN Q60I(EF)1 1 1 60 1 0.07 1,500 104

719 GOLF MAINTENANCE 130 RESTROOM - SINGLE Q60I(EF)1 1 1 60 1 0.07 1,500 104

720 VILLAGE GREEN - McCALLUM HOUSE 101 GALLERY - ENTRANCE SP45TrI(R20)1 5 5 45 1 0.23 1,000 225

721 VILLAGE GREEN - McCALLUM HOUSE 101 GALLERY - ENTRANCE G100PI1 2 2 100 1 0.20 1,000 200

722 VILLAGE GREEN - McCALLUM HOUSE 101 GALLERY - ENTRANCE FL150CI(R38)2 2 2 150 2 0.60 1,000 600

723 VILLAGE GREEN - McCALLUM HOUSE 102 GALLERY - DISPLAY ROOM SP45TrI(R20)1 20 20 45 1 0.90 1,000 900

724 VILLAGE GREEN - McCALLUM HOUSE 102 GALLERY - DISPLAY ROOM SP50TrI(R20)1 5 5 50 1 0.36 1,000 360

725 VILLAGE GREEN - McCALLUM HOUSE 102 GALLERY - DISPLAY ROOM SP90TrH(M16)1 1 1 90 1 0.09 1,000 90

726 VILLAGE GREEN - McCALLUM HOUSE 103 OFFICE FL45TrI(R30)1 4 4 45 1 0.18 1,500 270

727 VILLAGE GREEN - McCALLUM HOUSE 103 OFFICE FL65CI(R38)1 1 1 65 1 0.07 1,500 98

728 VILLAGE GREEN - McCALLUM HOUSE 104 STORAGE - ACTIVE W34CF4 2 2 34 4 0.29 2,500 720

729 VILLAGE GREEN - McCALLUM HOUSE H101 HALLWAY SP45TrI(R20)1 9 9 45 1 0.41 7,000 2,835

730 VILLAGE GREEN - McCALLUM HOUSE H101 HALLWAY G60WI1 1 1 60 1 0.07 7,000 483

731 VILLAGE GREEN - McCALLUM HOUSE 105 OFFICE W34CF4 1 1 34 4 0.14 1,500 216

732 VILLAGE GREEN - McCALLUM HOUSE 106 OFFICE W34CF2 1 1 34 2 0.07 1,500 108

733 VILLAGE GREEN - McCALLUM HOUSE 107 RESTROOM - SINGLE G60WI1 1 1 60 1 0.07 1,500 104

734 VILLAGE GREEN - McCALLUM HOUSE 108 RESTROOM - SINGLE G60WI1 1 1 60 1 0.07 1,500 104

735 VILLAGE GREEN - McCALLUM HOUSE EXT PORCH Q42W(CF)1 2 2 42 1 0.10 4,000 384
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736 VILLAGE GREEN - GENERAL STORE 109 GALLERY - DISPLAY ROOM FL65WI(R38)1 32 32 65 1 2.08 1,000 2,080

737 VILLAGE GREEN - GENERAL STORE 110 STORAGE - INACTIVE C65RI(R38)1 2 2 65 1 0.13 1,500 195

738 VILLAGE GREEN - GENERAL STORE 111 RESTROOM - SINGLE O100WI1 1 1 100 1 0.10 1,500 150

739 VILLAGE GREEN - GENERAL STORE EXT PORCH FL65WI(R38)1 2 2 65 1 0.13 4,000 520

740 JAYCEE FREY 101 ASSEMBLY ROOM W34CF2 3 14 42 34 2 3.02 1,500 4,536

741 JAYCEE FREY 101 ASSEMBLY ROOM Q60WI1 14 14 60 1 0.84 1,500 1,260

742 JAYCEE FREY 101 ASSEMBLY ROOM FL45CI(R20)1 2 2 45 1 0.09 1,500 135

743 JAYCEE FREY 101 ASSEMBLY ROOM FL65CI(R30)1 2 2 65 1 0.13 1,500 195

744 JAYCEE FREY 101 ASSEMBLY ROOM XG20WI2 1 1 20 2 0.04 8,760 350

745 JAYCEE FREY 101A STORAGE - INACTIVE O100CI1 1 1 100 1 0.10 1,500 150

746 JAYCEE FREY 102 KITCHEN 14T34RF2 2 3 6 34 2 0.43 2,000 864

747 JAYCEE FREY 102 KITCHEN C45RI(R20)1 3 3 45 1 0.14 2,000 270

748 JAYCEE FREY H101 HALLWAY C45RI(R20)1 2 2 45 1 0.09 7,000 630

749 JAYCEE FREY H101 HALLWAY Q100RI1 3 3 100 1 0.30 7,000 2,100

750 JAYCEE FREY H101 HALLWAY O100CI1 2 2 100 1 0.20 7,000 1,400

751 JAYCEE FREY 103 CONFERENCE ROOM 14T34RF2 3 9 27 34 2 1.94 2,000 3,888

752 JAYCEE FREY 103 CONFERENCE ROOM Q60WI1 1 1 60 1 0 06 2 000 120752 JAYCEE FREY 103 CONFERENCE ROOM Q60WI1 1 1 60 1 0.06 2,000 120

753 JAYCEE FREY 104 OFFICE 14T34RF2 1 1 34 2 0.07 1,500 108

754 JAYCEE FREY 105 RESTROOM - MEN O40WI1 6 6 40 1 0.24 8,760 2,102

755 JAYCEE FREY 106 RESTROOM - WMN O40WI1 6 6 40 1 0.24 8,760 2,102

756 JAYCEE FREY EXTERIOR N PORCH O40WI1 4 4 40 1 0.16 4,000 640

757 JAYCEE FREY EXTERIOR E BLDG PERIMETER Q100RI1 1 1 100 1 0.10 4,000 400

758 YMCA L101 LOBBY IS32CF2 2 2 32 2 0.12 7,000 812

759 YMCA L101 LOBBY XR3W(LED)1 1 1 3 1 0.00 8,760 26

760 YMCA L101 LOBBY C23W(CFS/R30)1 1 1 23 1 0.02 7,000 161

761 YMCA 101 MULTI-PURPOSE IS32CF2 4 8 32 32 2 1.86 3,000 5,568

762 YMCA 101 MULTI-PURPOSE IS32CF2 1 6 6 32 2 0.35 3,000 1,044

763 YMCA 101 MULTI-PURPOSE IS32CF2 1 1 32 2 0.06 3,000 174

764 YMCA 102 KITCHEN W32CF2 1 2 2 32 2 0.12 2,000 232

765 YMCA 102 KITCHEN Q18R(CF)2 2 2 18 2 0.07 2,000 144

766 YMCA 103 STORAGE - ACTIVE W32CF2 1 1 32 2 0.06 2,500 145

767 YMCA 104 HALLWAY R0R(NL)0 1 1 7,000

768 YMCA 105 STORAGE - ACTIVE W32CF2 1 1 32 2 0.06 2,500 145

769 YMCA 106 GYMNASIUM HB400P(MH)1 12 12 400 1 5.50 3,500 19,236

770 YMCA 106 GYMNASIUM XR3W(LED)1 4 4 3 1 0.01 8,760 105
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771 YMCA 107 HALLWAY W32CF2 2 2 32 2 0.12 7,000 812

772 YMCA 107 HALLWAY C23R(CFS/R30)1 2 2 23 1 0.05 7,000 322

773 YMCA 108 STORAGE - INACTIVE W32CF2 2 2 32 2 0.12 1,500 174

774 YMCA 109 RESTROOM - BOYS C18R(CF)1 2 2 18 1 0.04 2,500 90

775 YMCA 110 MULTI-PURPOSE W32CF2 3 3 9 32 2 0.52 3,000 1,566

776 YMCA 111 OFFICE D32CF6 1 1 32 6 0.17 1,500 261

777 YMCA 112 HALLWAY C18R(CF)1 2 2 18 1 0.04 7,000 252

778 YMCA 112A HALLWAY C18R(CF)1 2 2 18 1 0.04 7,000 252

779 YMCA 112B RESTROOM - GIRLS W32CF2 2 2 32 2 0.12 2,500 290

780 YMCA 113 AEROBICS IS32CF2 3 5 15 32 2 0.87 2,500 2,175

781 YMCA 114 FITNESS ROOM IS32CF2 5 6 30 32 2 1.74 7,000 12,180

782 YMCA H101 HALLWAY C23R(CFS/R30)1 4 4 23 1 0.09 7,000 644

783 YMCA H101 HALLWAY XR3C(LED)1 1 1 3 1 0.00 8,760 26

784 YMCA H101 HALLWAY XR3W(LED)1 1 1 3 1 0.00 8,760 26

785 YMCA L102 LOBBY C23P(CFS)1 6 6 23 1 0.14 7,000 966

786 YMCA L102 LOBBY C23R(CFS/R30)1 2 2 23 1 0.05 7,000 322

787 YMCA L102 LOBBY XR3W(LED)1 1 1 3 1 0 00 8 760 26787 YMCA L102 LOBBY XR3W(LED)1 1 1 3 1 0.00 8,760 26

788 YMCA 115 MARTIAL ARTS W32CF2 4 4 32 2 0.23 1,500 348

789 YMCA 115 MARTIAL ARTS D32CF2 4 4 32 2 0.23 1,500 348

790 YMCA 115 MARTIAL ARTS D32CF6 1 1 32 6 0.17 1,500 261

791 YMCA 201 OPEN AREA IS32CF2 3 4 12 32 2 0.70 3,500 2,436

792 YMCA 201 OPEN AREA IS32CF2 1 2 2 32 2 0.12 3,500 406

793 YMCA 201 OPEN AREA IS32CF2 1 1 32 2 0.06 3,500 203

794 YMCA 201A OPEN AREA C26P(CFS)1 3 3 26 1 0.08 3,500 273

795 YMCA 202 STORAGE - INACTIVE W32CF2 1 2 2 32 2 0.12 1,500 174

796 YMCA 203 OFFICE D32CF6 1 1 32 6 0.17 1,500 261

797 YMCA 204 STORAGE - INACTIVE V60WI2 1 1 60 2 0.14 1,500 207

798 YMCA 205 RESTROOM - SINGLE V60WI2 1 1 60 2 0.14 1,500 207

799 YMCA 206 OFFICE IS32CF2 3 2 6 32 2 0.35 1,500 522

800 YMCA 207 CLASSROOM - COMPUTER LAB IS32CF2 3 6 18 32 2 1.04 3,000 3,132

801 YMCA 207 CLASSROOM - COMPUTER LAB IS32CF2 2 5 10 32 2 0.58 3,000 1,740

802 YMCA 208 STORAGE - INACTIVE Q18R(CF)2 1 1 18 2 0.04 1,500 54

803 YMCA EXTERIOR SE BLDG PERIMETER FL250RF(HPS)1 2 2 250 1 0.59 4,000 2,360

804 YMCA EXTERIOR SE BLDG PERIMETER C26R(CFS)1 4 4 26 1 0.10 4,000 416

805 YMCA EXTERIOR E ENTRANCE CANOPY C26R(CFS/R38)1 6 6 26 1 0.16 4,000 648
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806 YMCA EXTERIOR E BLDG PERIMETER WP150(HPS)1 1 1 150 1 0.15 4,000 600

807 YMCA EXTERIOR NE BLDG PERIMETER FL250RF(HPS)1 2 2 250 1 0.59 4,000 2,360

808 YMCA EXTERIOR NE BLDG PERIMETER WP150(HPS)1 1 1 150 1 0.15 4,000 600

809 YMCA EXTERIOR N COURTYARD C26R(CFS)1 3 3 26 1 0.08 4,000 312

810 YMCA EXTERIOR N COURTYARD WP150(HPS)1 1 1 150 1 0.15 4,000 600

811 YMCA EXTERIOR N BLDG PERIMETER WP150(HPS)1 1 1 150 1 0.15 4,000 600

812 YMCA EXTERIOR NW BLDG PERIMETER WP150(HPS)1 1 1 150 1 0.15 4,000 600

813 YMCA EXTERIOR NW NORTH ENTRANCE C26R(CFS)1 1 1 26 1 0.03 4,000 104

814 YMCA EXTERIOR W BLDG PERIMETER C26R(CFS)1 7 7 26 1 0.18 4,000 728

815 YMCA EXTERIOR W GYM  - ENTRANCE XR3W(LED)1 2 2 3 1 0.01 8,760 53

816 WELWOOD LIBRARY 101 OPEN AREA - INACTIVE 14T34RF4 2 2 4 34 4 0.58 1,000 576

817 WELWOOD LIBRARY 101 OPEN AREA - INACTIVE XG20WI2 1 1 20 2 0.04 8,760 350

818 WELWOOD LIBRARY 101A STORAGE - INACTIVE O100CI1 1 1 100 1 0.10 1,500 150

819 WELWOOD LIBRARY 101B STORAGE - INACTIVE O100CI1 1 1 100 1 0.10 1,500 150

820 WELWOOD LIBRARY 102 OPEN AREA - INACTIVE 14T34RF4 3 2 6 34 4 0.86 1,000 864

821 WELWOOD LIBRARY 102 OPEN AREA - INACTIVE S34WF1 4 4 34 1 0.17 1,000 172

822 WELWOOD LIBRARY 103 OPEN AREA INACTIVE 8S95CF4 2 2 4 95 4 1 66 1 000 1 656822 WELWOOD LIBRARY 103 OPEN AREA - INACTIVE 8S95CF4 2 2 4 95 4 1.66 1,000 1,656

823 WELWOOD LIBRARY 103 OPEN AREA - INACTIVE XG20WI2 1 1 20 2 0.04 8,760 350

824 WELWOOD LIBRARY 104 OPEN AREA - INACTIVE 14T34RF2 3 3 34 2 0.22 1,000 216

825 WELWOOD LIBRARY 105 RESTROOM - INACTIVE O54WI1 1 1 54 1 0.05 750 41

826 WELWOOD LIBRARY 106 OPEN AREA - INACTIVE 14T34RF2 1 1 34 2 0.07 1,000 72

827 WELWOOD LIBRARY 106 OPEN AREA - INACTIVE XG20WI2 1 1 20 2 0.04 8,760 350

828 WELWOOD LIBRARY 107 OFFICE - INACTIVE S34CF2 1 1 34 2 0.07 750 54

829 WELWOOD LIBRARY 108 OPEN AREA - INACTIVE S34CF4 2 2 34 4 0.29 1,000 288

830 WELWOOD LIBRARY 109 RESTROOM - INACTIVE O100CI1 1 1 100 1 0.10 750 75

831 WELWOOD LIBRARY 110 OPEN AREA - INACTIVE W34CF(TG)4 4 4 34 4 0.58 1,000 576

832 WELWOOD LIBRARY 110 OPEN AREA - INACTIVE 14T34RF2 2 2 34 2 0.14 1,000 144

833 WELWOOD LIBRARY 110 OPEN AREA - INACTIVE XG20WI2 1 1 20 2 0.04 8,760 350

834 WELWOOD LIBRARY 111 OPEN AREA - INACTIVE 14T34RF4 1 2 2 34 4 0.29 1,000 288

835 WELWOOD LIBRARY 111 OPEN AREA - INACTIVE 8S95CF2 1 1 95 2 0.21 1,000 207

836 WELWOOD LIBRARY 112 OPEN AREA - INACTIVE 14T34RF4 3 2 6 34 4 0.86 1,000 864

837 WELWOOD LIBRARY 112 OPEN AREA - INACTIVE S34WF1 1 1 34 1 0.04 1,000 43

838 WELWOOD LIBRARY B01 STORAGE - INACTIVE O100CI1 4 4 100 1 0.40 1,500 600

839 WELWOOD LIBRARY B01 STORAGE - INACTIVE O150CI1 1 1 150 1 0.15 1,500 225

840 WELWOOD LIBRARY B01 STORAGE - INACTIVE S34WF1 1 1 34 1 0.04 1,500 65
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841 WELWOOD LIBRARY B01 STORAGE - INACTIVE S34CF2 1 1 34 2 0.07 1,500 108

842 WELWOOD LIBRARY EXT BLDG PERIMETER Q100RI2 2 2 100 2 0.40 4,000 1,600

843 WELWOOD LIBRARY EXT BLDG PERIMETER D100WI1 2 2 100 1 0.20 4,000 800

844 WELWOOD LIBRARY EXT BLDG PERIMETER FL100WI(P38)1 2 2 100 1 0.20 4,000 800

845 TRAIN STATION EXTERIOR 101 SHELTER Q70W(HPS)1 2 2 100 1 0.20 3,500 700

846 TRAIN STATION 102 RESTROOM - SINGLE W32CF2 1 1 32 2 0.06 1,500 87

847 TRAIN STATION 103 STORAGE - INACTIVE W32CF2 1 1 32 2 0.06 1,500 87

848 TRAIN STATION EXTERIOR EXT WALKWAY Q70Po(HPS)1 15 15 70 1 1.43 4,000 5,700

849 TRAIN STATION EXTERIOR EXT WALKWAY Q150Po(HPS)1 6 6 150 1 0.90 4,000 3,600

850 TRAIN STATION EXTERIOR EXT PARKING LOT Q150Po(HPS)1 21 21 150 1 3.15 4,000 12,599

851 BOXING CLUB 101 BOXING RING 24T34RF4 26 26 34 4 3.74 2,000 7,488

852 BOXING CLUB 101 BOXING RING XG20WI2 1 1 20 2 0.04 8,760 350

853 BOXING CLUB 101 BOXING RING XG3W(LED)1 1 1 3 1 0.00 8,760 26

854 BOXING CLUB 102 FITNESS ROOM 24B34RF4 8 8 34 4 1.15 7,000 8,064

855 BOXING CLUB 103 KITCHEN 24B34RF4 1 1 34 4 0.14 2,000 288

856 BOXING CLUB 103 KITCHEN S34RF2 1 1 34 2 0.07 2,000 144

857 BOXING CLUB H101 HALLWAY O60CI1 3 3 60 1 0 18 7 000 1 260857 BOXING CLUB H101 HALLWAY O60CI1 3 3 60 1 0.18 7,000 1,260

858 BOXING CLUB H101 HALLWAY XG20WI2 1 1 20 2 0.04 8,760 350

859 BOXING CLUB 104 RESTROOM - SINGLE Q60RI1 2 2 60 1 0.12 1,500 180

860 BOXING CLUB 105 STORAGE - INACTIVE Q60RI1 1 1 60 1 0.06 1,500 90

861 BOXING CLUB 106 STORAGE - INACTIVE Q60RI1 2 2 60 1 0.12 1,500 180

862 BOXING CLUB 107 STORAGE - INACTIVE O60CI1 1 1 60 1 0.06 1,500 90

863 BOXING CLUB 108 MECHANICAL/ELECTRICAL O60CI1 1 1 60 1 0.06 1,500 90

864 BOXING CLUB EXTERIOR N NORTH WALL FL100WI1 1 1 100 1 0.10 4,000 400

865 BOXING CLUB EXTERIOR S SOUTH WALL FL150CH(P38)1 2 2 150 1 0.30 4,000 1,200

866 BOXING CLUB EXTERIOR E EAST WALL O100CI1 5 5 100 1 0.50 4,000 2,000

867 BOXING CLUB EXTERIOR E EAST WALL FL100WI1 2 2 100 1 0.20 4,000 800

868 BOXING CLUB EXTERIOR W WEST WALL Q100W(HPS)1 1 1 100 1 0.10 4,000 400

869 BOXING CLUB EXTERIOR W WEST WALL FL150CH(P38)1 2 2 150 1 0.30 4,000 1,200

870 DEMUTH PARK 101 OFFICE B32CF3 4 4 32 3 0.35 1,500 522

871 DEMUTH PARK 103 RESTROOM - MEN V34WF1 2 2 34 1 0.09 8,760 753

872 DEMUTH PARK 104 STORAGE - INACTIVE Q60CI1 1 1 60 1 0.07 1,500 104

873 DEMUTH PARK 105 STORAGE - INACTIVE Q60CI1 1 1 60 1 0.07 1,500 104

874 DEMUTH PARK 106 RESTROOM - WMN V34WF1 2 2 34 1 0.09 8,760 753

875 DEMUTH PARK 108 STORAGE - INACTIVE S34CF2 3 3 34 2 0.22 1,500 324
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876 DEMUTH PARK 109 RESTROOM - SINGLE O100CI(EF)1 1 1 100 1 0.10 1,500 150

877 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL HB42P(CF)8 4 4 42 8 1.34 1,500 2,016

878 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL I34PF2 3 3 34 2 0.22 1,500 324

879 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL S34CF2 1 1 34 2 0.07 1,500 108

880 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL XG3W(LED)1 2 2 3 1 0.01 8,760 53

881 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL I34PF(WG)2 1 1 34 2 0.07 1,500 108

882 MUNICIPAL CO-GEN 101 MECHANICAL/ELECTRICAL W34PF(WL)2 1 1 34 2 0.07 1,500 108

883 MUNICIPAL CO-GEN EXTERIOR 102 MECHANICAL/ELECTRICAL WP250W(HPS)1 1 1 250 1 0.30 1,500 443

884 MUNICIPAL CO-GEN EXTERIOR 103 MECHANICAL/ELECTRICAL WP250W(HPS)1 1 1 250 1 0.30 1,500 443

885 MUNICIPAL CO-GEN EXTERIOR 104 MECHANICAL/ELECTRICAL WP250W(HPS)1 1 1 250 1 0.30 1,500 443

886 MUNICIPAL CO-GEN EXTERIOR 104 MECHANICAL/ELECTRICAL SP150WI(P56)1 2 2 150 1 0.30 1,500 450

887 MUNICIPAL CO-GEN 201 MECHANICAL/ELECTRICAL I34PF2 1 1 34 2 0.07 1,500 108

888 MUNICIPAL CO-GEN 201 MECHANICAL/ELECTRICAL 14B34PF2 2 2 34 2 0.14 1,500 216

889 PARKING GARAGE EXTERIOR 400 SOUTH - TOP LEVEL Q70Po(HPS)2 8 8 70 2 1.52 4,000 6,080

890 PARKING GARAGE EXTERIOR 400 SOUTH - TOP LEVEL Q70Po(HPS)1 1 1 70 1 0.10 4,000 380

891 PARKING GARAGE EXTERIOR 400 SOUTH - TOP LEVEL Q70W(HPS)1 2 2 100 1 0.20 4,000 800

892 PARKING GARAGE EXTERIOR 400 SOUTH TOP LEVEL FL26Po(CF)1 74 74 26 1 1 92 4 000 7 696892 PARKING GARAGE EXTERIOR 400 SOUTH - TOP LEVEL FL26Po(CF)1 74 74 26 1 1.92 4,000 7,696

893 PARKING GARAGE EXTERIOR 400 SOUTH - TOP LEVEL S34CF2 2 2 34 2 0.14 4,000 576

894 PARKING GARAGE 300 ELEVATOR S34CF2 1 1 34 2 0.07 8,760 631

895 PARKING GARAGE 300 ELEVATOR W32CF(WL)2 1 1 32 2 0.06 8,760 508

896 PARKING GARAGE 200 ELEVATOR W32CF(WL)2 1 1 32 2 0.06 8,760 508

897 PARKING GARAGE 100 ELEVATOR - NORTH W32CF(WL)2 1 1 32 2 0.06 8,760 508

898 PARKING GARAGE G01 BASEMENT - PARKING W32CF(WL)2 2 2 32 2 0.12 7,000 812

899 PARKING GARAGE G01 MECHANICAL/ELECTRICAL W32CF(WL)2 1 1 32 2 0.06 1,500 87

900 PARKING GARAGE EXTERIOR G-4 ALL LEVELS - PARKING R150P(HPS)1 84 84 150 1 12.60 7,000 88,200

901 PARKING GARAGE EXTERIOR G-4 ALL LEVELS - PARKING D150W(UP/MH)1 17 17 150 1 2.55 7,000 17,850

902 PARKING GARAGE EXTERIOR NE STAIRS W32CF(WL)2 3 3 32 2 0.17 7,000 1,218

903 PARKING GARAGE EXTERIOR SW STAIRS W32CF(WL)2 3 3 32 2 0.17 7,000 1,218

904 PARKING GARAGE EXTERIOR W STAIRS W32CF(WL)2 3 3 32 2 0.17 7,000 1,218

905 PARKING GARAGE EXTERIOR N NORTH WALL Q70W(HPS)1 2 2 100 1 0.20 4,000 800

906 PARKING GARAGE EXTERIOR S SIGN FL26Po(CF)1 3 3 26 1 0.08 8,760 683

907 PALM CANYON THEATER L101 LOBBY S34CF2 1 1 34 2 0.07 7,000 504

908 PALM CANYON THEATER L101 LOBBY W34CF4 3 3 34 4 0.43 7,000 3,024

909 PALM CANYON THEATER L101 LOBBY 8I60PF2 1 1 60 2 0.12 7,000 861

910 PALM CANYON THEATER L101 LOBBY C23R(CFS)1 3 3 23 1 0.07 7,000 483
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911 PALM CANYON THEATER L101 LOBBY D18P(CF)2 2 2 18 2 0.07 7,000 504

912 PALM CANYON THEATER 101 AUDITORIUM 8I60PF2 2 2 60 2 0.25 2,500 615

913 PALM CANYON THEATER 102 STAGE 8I60PF2 2 2 60 2 0.25 1,000 246

914 PALM CANYON THEATER 103 DRESSING ROOM 8S60CF4 1 1 60 4 0.28 1,500 414

915 PALM CANYON THEATER 103 DRESSING ROOM C23R(CFS)1 1 1 23 1 0.02 1,500 35

916 PALM CANYON THEATER 103 DRESSING ROOM V60WI4 4 4 60 4 0.96 1,500 1,440

917 PALM CANYON THEATER 104 STORAGE - INACTIVE C23R(CFS)1 1 1 23 1 0.02 1,500 35

918 PALM CANYON THEATER B01 BASEMENT - STORAGE INACTIVE S34CF2 1 1 34 2 0.07 500 36

919 PALM CANYON THEATER 105 OFFICE S34CF2 1 1 34 2 0.07 1,500 108

920 PALM CANYON THEATER 106 OFFICE W34CF4 2 2 34 4 0.29 1,500 432

921 PALM CANYON THEATER 107 OFFICE W34CF4 3 3 34 4 0.43 1,500 648

922 PALM CANYON THEATER 108 OFFICE 8S60CF4 1 1 60 4 0.28 1,500 414

923 PALM CANYON THEATER 108 OFFICE W34CF4 1 1 34 4 0.14 1,500 216

924 PALM CANYON THEATER 109 OFFICE W34CF4 2 2 34 4 0.29 1,500 432

925 PALM CANYON THEATER 110 OFFICE W34CF4 1 1 34 4 0.14 1,500 216

926 PALM CANYON THEATER 111 OFFICE W34CF4 8 8 34 4 1.15 1,500 1,728

927 PALM CANYON THEATER 111 OFFICE WP100WI1 1 1 100 1 0 10 1 500 150927 PALM CANYON THEATER 111 OFFICE WP100WI1 1 1 100 1 0.10 1,500 150

928 PALM CANYON THEATER 114 STORAGE - INACTIVE O23W(CFS)1 2 2 23 1 0.05 1,500 69

929 PALM CANYON THEATER H102 HALLWAY S34WF1 1 1 34 1 0.04 7,000 301

930 PALM CANYON THEATER 115 HALLWAY S34WF1 1 1 34 1 0.04 7,000 301

931 PALM CANYON THEATER 115 HALLWAY W34CF4 3 3 34 4 0.43 7,000 3,024

932 PALM CANYON THEATER 116 RESTROOM - WMN C23Tr(CFS/R20)1 5 5 23 1 0.12 8,760 1,007

933 PALM CANYON THEATER 117 CLASSROOM I32PF(Lou)2 6 6 32 2 0.35 2,250 783

934 PALM CANYON THEATER H101 HALLWAY S34CF1 2 2 34 1 0.09 7,000 602

935 PALM CANYON THEATER 118 RESTROOM - BOYS S34CF2 1 1 34 2 0.07 2,500 180

936 PALM CANYON THEATER 119 RESTROOM - BOYS S34CF2 1 1 34 2 0.07 2,500 180

937 PALM CANYON THEATER 120 RESTROOM - BOYS S34CF2 1 1 34 2 0.07 2,500 180

938 PALM CANYON THEATER 121 RESTROOM - BOYS S34CF2 1 1 34 2 0.07 2,500 180

939 PALM CANYON THEATER 122 CLASSROOM W34CF4 1 1 34 4 0.14 2,250 324

940 PALM CANYON THEATER 122 CLASSROOM FN60CI4 1 1 60 4 0.24 2,250 540

941 PALM CANYON THEATER H103 HALLWAY S34CF1 4 4 34 1 0.17 7,000 1,204

942 PALM CANYON THEATER 123 CLASSROOM 8S60CF4 1 1 60 4 0.28 2,250 621

943 PALM CANYON THEATER 123 CLASSROOM S34CF2 2 2 34 2 0.14 2,250 324

944 ART CENTER 101 EXHIBIT HALL C65TrH(R20)1 25 25 65 1 1.63 1,000 1,625

945 ART CENTER 102 EXHIBIT HALL C65TrH(R20)1 36 36 65 1 2.34 1,000 2,340

5/16/2011 Page 27 of 65



Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

946 ART CENTER 103 STORAGE - INACTIVE 24T34RF2 2 2 34 2 0.14 1,500 216

947 ART CENTER 104 STORAGE - INACTIVE 8S60CF4 3 3 60 4 0.83 1,500 1,242

948 ART CENTER 105 STORAGE - INACTIVE 24T34RF2 1 1 34 2 0.07 1,500 108

949 ART CENTER 106 STORAGE - INACTIVE 24T34RF2 1 1 34 2 0.07 1,500 108

950 ART CENTER 107 RESTROOM - MEN C65TrH(R20)1 2 2 65 1 0.13 8,760 1,139

951 ART CENTER 108 RESTROOM - WMN C65TrH(R20)1 2 2 65 1 0.13 8,760 1,139

952 ART CENTER 109 KITCHEN - INACTIVE 24T34RF2 1 1 34 2 0.07 2,000 144

953 ART CENTER 109 KITCHEN - INACTIVE 8W60CF2 2 2 60 2 0.24 2,000 480

954 ART CENTER 110 EXHIBIT HALL 8W60CF2 6 6 60 2 0.72 1,000 720

955 ART CENTER EXTERIOR W WEST WALL SP65WH2 4 4 65 2 0.52 4,000 2,080

956 ART CENTER EXTERIOR S SOUTH WALL SP65WH1 4 4 65 1 0.26 4,000 1,040

957 PALM CANYON DRIVE EXTERIOR E STREET LIGHT WITH OUT SPOT LIGHT D70Po(HPS)2 25 25 70 2 4.75 4,000 18,999

958 PALM CANYON DRIVE EXTERIOR W STREET LIGHT WITH OUT SPOT LIGHT D70Po(HPS)2 31 31 70 2 5.89 4,000 23,559

959 PALM CANYON DRIVE EXTERIOR E STREET LIGHT WITH 2 SPOT LIGHTS D70Po(HPS)2 25 25 70 2 4.75 4,000 18,999

960 PALM CANYON DRIVE EXTERIOR W STREET LIGHT WITH 2 SPOT LIGHTS D70Po(HPS)2 41 41 70 2 7.79 4,000 31,158

961 PALM CANYON DRIVE EXTERIOR E STREET LIGHT WITH 3 SPOT LIGHTS D70Po(HPS)2 9 9 70 2 1.71 4,000 6,840

962 PALM CANYON DRIVE EXTERIOR W STREET LIGHT WITH 3 SPOT LIGHTS D70Po(HPS)2 2 2 70 2 0 38 4 000 1 520962 PALM CANYON DRIVE EXTERIOR W STREET LIGHT WITH 3 SPOT LIGHTS D70Po(HPS)2 2 2 70 2 0.38 4,000 1,520

963 PALM CANYON DRIVE EXTERIOR E STREET LIGHT WITH 4 SPOT LIGHTS D70Po(HPS)2 10 10 70 2 1.90 4,000 7,600

964 PALM CANYON DRIVE EXTERIOR W STREET LIGHT WITH 4 SPOT LIGHTS D70Po(HPS)2 13 13 70 2 2.47 4,000 9,880

965 PALM CANYON DRIVE EXTERIOR E TREE LIGHT WITH 1 LAMP SP65WH(P38)1 283 283 65 1 18.40 3,000 55,189

966 PALM CANYON DRIVE EXTERIOR W TREE LIGHT WITH 1 LAMP SP65WH(P38)1 277 277 65 1 18.01 3,000 54,019

967 PALM CANYON DRIVE EXTERIOR E TREE LIGHT WITH 2 LAMPS Sp65WH(R38)2 68 68 65 2 8.84 3,000 26,522

968 PALM CANYON DRIVE EXTERIOR W TREE LIGHT WITH 2 LAMPS Sp65WH(R38)2 66 66 65 2 8.58 3,000 25,742

969 PALM CANYON DRIVE EXTERIOR E SPOT LIGHT MOUNTED ON STREET LIGHT Q65PoH(P38)1 117 117 65 1 7.61 3,000 22,817

970 PALM CANYON DRIVE EXTERIOR W SPOT LIGHT MOUNTED ON STREET LIGHT Q65PoH(P38)1 140 140 65 1 9.10 3,000 27,302

971 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area S32RF(2)1 1 44 44 32 1 1.36 8,760 11,948

972 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4' LED strips 5 4 20 14 8,760

973 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4' LED strips 2 3 6 14 8,760

974 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area S32RF(2)1 1 13 13 32 1 0.40 8,760 3,530

975 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area C50R(HPS)1 25 25 50 1 1.65 8,760 14,453

976 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area C50R(HPS)1 58 58 50 1 3.83 8,760 33,531

977 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 2 2 32 1 0.06 8,760 543

978 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 4 4 16 32 1 0.50 8,760 4,345

979 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 4 5 20 32 1 0.62 8,760 5,431

980 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 3 7 21 32 1 0.65 8,760 5,702
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981 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 4 8 32 32 1 0.99 8,760 8,689

982 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 4 9 36 32 1 1.12 8,760 9,776

983 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 4 11 44 32 1 1.36 8,760 11,948

984 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 1 12 12 32 1 0.37 8,760 3,259

985 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 1 29 29 32 1 0.90 8,760 7,875

986 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area 4S32RF1 1 42 42 32 1 1.30 8,760 11,405

987 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area(Special events S32RF(2)1 2 8 16 32 1 0.50 8,760 4,345

988 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area(Special events S32RF(2)1 1 7 7 32 1 0.22 8,760 1,901

989 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area(Special events C50R(HPS)1 4 4 50 1 0.26 8,760 2,313

990 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) S32RF(2)1 1 29 29 32 1 0.90 8,760 7,875

991 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) S32RF(2)1 1 17 17 32 1 0.53 8,760 4,616

992 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) S32RF(2)1 1 6 6 32 1 0.19 8,760 1,629

993 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) S32RF(2)1 1 12 12 32 1 0.37 8,760 3,259

994 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) S32RF(2)1 1 11 11 32 1 0.34 8,760 2,987

995 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) 22T40R(CF/Lou/IO)3 18 18 40 3 1.89 8,760 16,555

996 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area (Car Rental) X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

997 Airport Main Terminal 1st Floor MT1 1 Baggage claim Services S32RF(2)1 2 8 16 32 1 0 50 8 760 4 345997 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Services S32RF(2)1 2 8 16 32 1 0.50 8,760 4,345

998 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Services 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 8,760 3,679

999 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor C50R(HPS)1 14 14 50 1 0.92 8,760 8,094

1000 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor C50R(HPS)1 9 9 50 1 0.59 8,760 5,203

1001 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor 4S32RF1 4 5 20 32 1 0.62 8,760 5,431

1002 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor 4S32RF1 5 6 30 32 1 0.93 8,760 8,146

1003 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor 4S32RF1 3 7 21 32 1 0.65 8,760 5,702

1004 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor 4S32RF1 1 8 8 32 1 0.25 8,760 2,172

1005 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor 4S32RF1 1 11 11 32 1 0.34 8,760 2,987

1006 Airport Main Terminal 1st Floor - MT1 1 Baggage claim open area Corridor C42R(CF)2 1 1 42 2 0.08 8,760 736

1007 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Corridor Signs Q32WF10 9 9 32 8,760

1008 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 1 C50R(HPS)1 7 7 50 1 0.46 8,760 4,047

1009 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 1 X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1010 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 2 C50R(HPS)1 3 3 3 50 1 0.20 8,760 1,734

1011 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 2 X(g/b)3(LED)1 1 3 3 3 1 0.01 8,760 79

1012 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 3 C50R(HPS)1 1 1 1 50 1 0.07 8,760 578

1013 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 3 C50R(HPS)1 1 1 1 50 1 0.07 8,760 578

1014 Airport Main Terminal 1st Floor - MT1 1 Baggage claim Entrance 3 X(g/b)3(LED)1 1 1 1 3 1 0.00 8,760 26

1015 Airport Main Terminal 1st Floor - MT1 1a Storage(Locked) Locked 1,500
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1016 Airport Main Terminal 1st Floor - MT1 1b Storage 22T40(CF/Lou/MB)3 1 1 40 3 0.13 1,500 199

1017 Airport Main Terminal 1st Floor - MT1 1c Mechanical Room I34PF2 6 6 34 2 0.43 1,500 648

1018 Airport Main Terminal 1st Floor - MT1 1c Mechanical Room S32PF1 1 1 32 1 0.03 1,500 47

1019 Airport Main Terminal 1st Floor - MT1 1d Storage S34CF2 1 1 34 2 0.07 1,500 108

1020 Airport Main Terminal 1st Floor - MT1 1e Electrical room S32CF(Mb)1 1 2 2 4 32 1 0.12 1,500 186

1021 Airport Main Terminal 1st Floor - MT1 1f Storage S32CF(MB)2 1 2 1 3 32 2 0.17 1,500 261

1022 Airport Main Terminal 1st Floor - MT1 1g Phone room J65CI(R30)1 1 1 65 1 0.07 1,500 98

1023 Airport Main Terminal 1st Floor - MT1 1h Riser room, (Locked) Locked 1,500

1024 Airport Main Terminal 1st Floor - MT1 2 USO C50R(HPS)1 2 2 50 1 0.13 3,500 462

1025 Airport Main Terminal 1st Floor - MT1 2 USO C23R(CFS)1 6 6 23 1 0.14 3,500 483

1026 Airport Main Terminal 1st Floor - MT1 2 USO 4S32RF1 2 6 12 32 1 0.37 3,500 1,302

1027 Airport Main Terminal 1st Floor - MT1 2 USO 4S32RF1 2 4 8 32 1 0.25 3,500 868

1028 Airport Main Terminal 1st Floor - MT1 2a USO Office 22T40R(CF/Lou/IO)3 2 2 40 3 0.21 3,500 735

1029 Airport Main Terminal 1st Floor - MT1 3 Special Events Office C50R(HPS)1 2 2 50 1 0.13 3,500 462

1030 Airport Main Terminal 1st Floor - MT1 4 Enterprise Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 7,000 2,940

1031 Airport Main Terminal 1st Floor - MT1 5 Avis Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 7,000 2,940

1032 Airport Main Terminal 1st Floor MT1 6 Alamo Office 22T40R(CF/Lou/IO)3 4 4 40 3 0 42 7 000 2 9401032 Airport Main Terminal 1st Floor - MT1 6 Alamo Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 7,000 2,940

1033 Airport Main Terminal 1st Floor - MT1 7 Dollar Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 7,000 2,940

1034 Airport Main Terminal 1st Floor - MT1 8 Hertz Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 7,000 4,410

1035 Airport Main Terminal 1st Floor - MT1 9 Budget Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 7,000 4,410

1036 Airport Main Terminal 1st Floor - MT1 10 Information Booth Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 4,500 1,890

1037 Airport Main Terminal 1st Floor - MT1 10a Information Booth behind counter 22T40R(CF/Lou/IO)3 2 2 40 3 0.21 4,500 945

1038 Airport Main Terminal 1st Floor - MT1 11 Navigator Lounge 3S30RF1 2 2 4 30 1 0.18 4,000 736

1039 Airport Main Terminal 1st Floor - MT1 11 Navigator Lounge S32RF(MB)2 1 2 2 32 2 0.12 4,000 464

1040 Airport Main Terminal 1st Floor - MT1 12 Mens Restroom S32RF1 1 4 4 32 1 0.12 8,760 1,086

1041 Airport Main Terminal 1st Floor - MT1 12 Mens Restroom 4S25RF1 1 1 1 25 1 0.03 8,760 219

1042 Airport Main Terminal 1st Floor - MT1 12 Mens Restroom S32RF1 1 3 3 32 1 0.09 8,760 815

1043 Airport Main Terminal 1st Floor - MT1 12 Mens Restroom 4S25RF1 1 1 1 25 1 0.03 8,760 219

1044 Airport Main Terminal 1st Floor - MT1 12 Mens Restroom C13R(CF)2 11 11 13 2 0.33 8,760 2,891

1045 Airport Main Terminal 1st Floor - MT1 12a Mens restroom Closet O100CI1 1 1 100 1 0.10 1,500 150

1046 Airport Main Terminal 1st Floor - MT1 12b Mens restroom Closet O90WI(outlet)1 1 1 90 1 0.09 1,500 135

1047 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom C13R(CF)2 9 9 13 2 0.27 8,760 2,365

1048 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom S32RF1 1 2 2 32 1 0.06 8,760 543

1049 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom 3S25RF1 1 1 1 25 1 0.03 8,760 219

1050 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom 4S25RF1 1 1 1 25 1 0.03 8,760 219
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1051 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom S32RF1 1 1 32 1 0.03 8,760 272

1052 Airport Main Terminal 1st Floor - MT1 13 Womens Restroom S32RF1 1 4 4 32 1 0.12 8,760 1,086

1053 Airport Main Terminal 1st Floor - MT1 14 Old Homeland security(Locked) C65RI(R30)1 9 9 65 1 0.59 3,500 2,048

1054 Airport Main Terminal 1st Floor - MT1 14 Old Homeland security(Locked) S32CF(MB)2 1 3 3 32 2 0.17 3,500 609

1055 Airport Main Terminal 1st Floor - MT1 14 Old Homeland security(Locked) S34CF2 1 1 2 3 34 2 0.22 3,500 756

1056 Airport Main Terminal 1st Floor - MT1 14 Old Homeland security(Locked) S34CF2 1 3 3 34 2 0.22 3,500 756

1057 Airport Main Terminal 1st Floor - MT1 14 Old Homeland security(Locked) S34CF2 4 2 8 34 2 0.58 3,500 2,016

1058 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro C50RH(M16)1 17 17 50 1 0.85 7,000 5,950

1059 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro C75RH(R30)1 64 64 75 1 4.80 7,000 33,600

1060 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro 3W25CF1 4 4 25 1 0.10 7,000 700

1061 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro C40RI(R20)1 16 16 40 1 0.64 7,000 4,480

1062 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro D30PH(R10)1 5 5 30 1 0.15 7,000 1,050

1063 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro B26Tr(CF/TT)2 2 2 26 2 0.10 7,000 728

1064 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1065 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro D40PI3 1 1 40 3 0.12 7,000 840

1066 Airport Main Terminal 1st Floor - MT1 21 Celebrity Bistro D40PI1 6 6 40 1 0.24 7,000 1,680

1067 Airport Main Terminal 1st Floor MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 3 3 32 2 0 17 7 000 1 2181067 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 3 3 32 2 0.17 7,000 1,218

1068 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S34CF(WG)2 1 1 1 34 2 0.07 7,000 504

1069 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32/34CF(MB)2 1 1 32 2 0.06 7,000 406

1070 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32/34CF(MB)2 1 1 1 32 2 0.06 7,000 406

1071 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S34CF(WG)2 1 1 1 34 2 0.07 7,000 504

1072 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 3 3 32 2 0.17 7,000 1,218

1073 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S34CF(WG)2 1 1 3 4 34 2 0.29 7,000 2,016

1074 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S34CF(WG)2 1 1 1 34 2 0.07 7,000 504

1075 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 1 1 32 2 0.06 7,000 406

1076 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 1 1 32 2 0.06 7,000 406

1077 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S34CF(WG)2 1 1 1 34 2 0.07 7,000 504

1078 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen S32CF(MB)2 1 1 32 2 0.06 7,000 406

1079 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen Hood O100CI1 1 1 100 1 0.10 7,000 700

1080 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Kitchen Hood Q40RI1 2 2 40 1 0.08 7,000 560

1081 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Office 1 W32CF3 1 1 32 3 0.09 7,000 609

1082 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Office 2 W32CF3 1 1 32 3 0.09 7,000 609

1083 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Office 3 W32CF3 1 1 32 3 0.09 7,000 609

1084 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Storage 24T34RF3 10 10 34 3 1.08 4,500 4,860

1085 Airport Main Terminal 1st Floor - MT1 21a Celebrity Bistro Storage Coolers W34WF1 3 3 34 1 0.13 4,500 580
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1086 Airport Main Teminal - MT 15 Main Entrance Rotunda D250W(MH/Up)1 10 10 250 1 2.95 5,000 14,749

1087 Airport Main Teminal - MT 15 Main Entrance Rotunda C150RI(R38)1 18 18 150 1 2.70 5,000 13,499

1088 Airport Main Teminal - MT 15 Main Entrance Rotunda X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1089 Airport Main Teminal - MT 15a Gate entry S32RF(2)1 1 6 6 32 1 0.19 8,760 1,629

1090 Airport Main Teminal - MT 15a Gate entry S32RF(2)1 1 9 9 32 1 0.28 8,760 2,444

1091 Airport Main Teminal - MT 15a Gate entry S32RF(2)1 1 12 12 32 1 0.37 8,760 3,259

1092 Airport Main Teminal - MT 15a Gate entry S32RF(2)1 1 7 7 32 1 0.22 8,760 1,901

1093 Airport Main Teminal - MT 15a Gate entry C50R(HPS)1 20 20 50 1 1.32 8,760 11,563

1094 Airport Main Teminal - MT 15a Gate entry C50R(HPS)1 3 3 50 1 0.20 8,760 1,734

1095 Airport Main Teminal - MT 15a Gate entry C23R(CFS)1 7 7 23 1 0.16 8,760 1,410

1096 Airport Main Teminal - MT 15b Gate Exit S32RF(2)1 1 6 6 32 1 0.19 8,760 1,629

1097 Airport Main Teminal - MT 15b Gate Exit S32RF(2)1 1 7 7 32 1 0.22 8,760 1,901

1098 Airport Main Teminal - MT 15b Gate Exit S32RF(2)1 1 9 9 32 1 0.28 8,760 2,444

1099 Airport Main Teminal - MT 15b Gate Exit S32RF(2)1 1 12 12 32 1 0.37 8,760 3,259

1100 Airport Main Teminal - MT 15b Gate Exit C50R(HPS)1 16 16 50 1 1.06 8,760 9,250

1101 Airport Main Teminal - MT 15b Gate Exit C23R(CFS)1 3 3 23 1 0.07 8,760 604

1102 Airport Main Teminal MT 16 Gift shop O50TrH(M16)1 20 20 50 1 1 00 7 000 7 0001102 Airport Main Teminal - MT 16 Gift shop O50TrH(M16)1 20 20 50 1 1.00 7,000 7,000

1103 Airport Main Teminal - MT 16 Gift shop C42R(CF)2 6 6 42 2 0.50 7,000 3,528

1104 Airport Main Teminal - MT 16 Gift shop C75RH(R30)1 4 4 75 1 0.30 7,000 2,100

1105 Airport Main Teminal - MT 16 Gift shop C250Tr(Qtz/R38)1 6 6 250 1 1.50 7,000 10,500

1106 Airport Main Teminal - MT 16 Gift shop S32RF2 4 4 32 2 0.23 7,000 1,624

1107 Airport Main Teminal - MT-3 17a Ticketing A C100R(HPS)1 52 52 100 1 7.18 8,760 62,858

1108 Airport Main Teminal - MT-3 17a Ticketing A C50R(HPS)1 5 5 50 1 0.33 8,760 2,891

1109 Airport Main Teminal - MT-3 17a Ticketing A X(g/b)3(LED)1 4 4 3 1 0.01 8,760 105

1110 Airport Main Teminal - MT-3 17a Ticketing A S32RF(2)1 1 47 47 32 1 1.46 8,760 12,763

1111 Airport Main Teminal - MT-3 17a Ticketing A 3S25RF1 1 1 1 25 1 0.03 8,760 219

1112 Airport Main Teminal - MT-3 17a Ticketing A S32RF(2)1 1 48 48 32 1 1.49 8,760 13,034

1113 Airport Main Teminal - MT-3 17a Ticketing A 3S25RF1 1 1 1 25 1 0.03 8,760 219

1114 Airport Main Teminal - MT-3 17a Ticketing A S32RF(2)1 1 48 48 32 1 1.49 8,760 13,034

1115 Airport Main Teminal - MT-3 17a Ticketing A S32RF(2)1 1 1 1 32 1 0.03 8,760 272

1116 Airport Main Teminal - MT-3 17a Ticketing A 4S32RF1 2 5 10 32 1 0.31 8,760 2,715

1117 Airport Main Teminal - MT-3 17a Ticketing A 4S32RF1 24 6 144 32 1 4.46 8,760 39,102

1118 Airport Main Teminal - MT-3 17a Ticketing A 4S32RF1 7 7 49 32 1 1.52 8,760 13,306

1119 Airport Main Teminal - MT-3 17a Ticketing A 4S32RF1 1 10 10 32 1 0.31 8,760 2,715

1120 Airport Main Teminal - MT-3 17b Ticketing B C100R(HPS)1 25 25 100 1 3.45 8,760 30,220
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1121 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 8 6 48 32 1 1.49 8,760 13,034

1122 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 4 7 28 32 1 0.87 8,760 7,603

1123 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 1 3 3 32 1 0.09 8,760 815

1124 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 1 4 4 32 1 0.12 8,760 1,086

1125 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 1 5 5 32 1 0.16 8,760 1,358

1126 Airport Main Teminal - MT-3 17b Ticketing B R7W(CF)2 8 8 7 2 0.11 8,760 981

1127 Airport Main Teminal - MT-3 17b Ticketing B 4S32RF1 1 13 13 32 1 0.40 8,760 3,530

1128 Airport Main Teminal - MT-3 17b Ticketing B 3S25RF1 1 3 3 25 1 0.08 8,760 657

1129 Airport Main Teminal - MT-3 17b Ticketing B S32RF(2)1 1 12 12 32 1 0.37 8,760 3,259

1130 Airport Main Teminal - MT-3 17b Ticketing B 3S25RF1 1 1 1 25 1 0.03 8,760 219

1131 Airport Main Teminal - MT-3 17b Ticketing B X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1132 Airport Main Teminal - MT-3 18 TSA C23R(CFS)1 26 26 23 1 0.60 3,500 2,093

1133 Airport Main Teminal - MT-3 19 Old Luggase transfer room 14B34CF2 3 3 34 2 0.22 3,500 756

1134 Airport Main Teminal - MT-3 20 Traffic Control Office 14B34CF2 2 2 34 2 0.14 8,760 1,261

1135 Airport Main Teminal - MT-3 46 Alaska Office 24T32RF(IO)3 2 2 32 3 0.17 7,000 1,218

1136 Airport Main Teminal - MT-3 46a Break Room 24T32RF(IO)3 3 3 32 3 0.26 4,000 1,044

1137 Airport Main Teminal MT 3 46b Storage W32CF3 9 9 32 3 0 78 1 500 1 1751137 Airport Main Teminal - MT-3 46b Storage W32CF3 9 9 32 3 0.78 1,500 1,175

1138 Airport Main Teminal - MT-3 46b Storage W32CF(Em)3 1 1 32 3 0.09 1,500 131

1139 Airport Main Teminal - MT-3 46c Storage (Locked) Locked 1,500

1140 Airport Main Teminal - MT-3 47 Baggage Screening (All airlines) I32CF2 38 38 32 2 2.20 8,760 19,306

1141 Airport Main Teminal - MT-3 47 Baggage Screening (All airlines) X(g/b)3(LED)1 7 7 3 1 0.02 8,760 184

1142 Airport Main Teminal - MT-3 47 Baggage Screening (All airlines) R150P(HPS)1 4 4 150 1 0.60 8,760 5,256

1143 Airport Main Teminal - MT-3 47 Baggage Screening (All airlines) 6W55CF2 2 2 55 2 0.22 8,760 1,892

1144 Airport Main Teminal - MT-3 47 Baggage Screening (All airlines) 8W75CF2 2 2 75 2 0.25 8,760 2,155

1145 Airport Main Teminal - MT-3 48a Work room 22T40R(CF/MB)3 2 2 40 3 0.27 7,000 1,862

1146 Airport Main Teminal - MT-3 48b Office 22T40R(CF/MB)3 2 2 40 3 0.27 3,500 931

1147 Airport Main Teminal - MT-3 H48 Corridor Q32WF10 1 1 32 7,000

1148 Airport Main Teminal - MT-3 H48 Corridor S32WF(Mb)2 1 2 2 32 2 0.12 7,000 812

1149 Airport Main Teminal - MT-3 H48 Corridor S34WF2 1 2 2 34 2 0.14 7,000 1,008

1150 Airport Main Teminal - MT-3 H48 Corridor 22T40R(CF/MB)3 6 6 40 3 0.80 7,000 5,586

1151 Airport Main Teminal - MT-3 48c Breakroom 22T40R(CF/MB)3 3 3 40 3 0.40 4,000 1,596

1152 Airport Main Teminal - MT-3 48c Breakroom S34WF2 1 4 4 34 2 0.29 4,000 1,152

1153 Airport Main Teminal - MT-3 48c Breakroom 2S20WF2 1 1 1 20 2 0.05 4,000 200

1154 Airport Main Teminal - MT-3 48d Lockers W40WI4 1 1 40 4 0.16 7,000 1,120

1155 Airport Main Teminal - MT-3 48e Lockers W40WI4 1 1 40 4 0.16 7,000 1,120
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1156 Airport Main Teminal - MT-3 48f Office S34WF2 1 3 3 34 2 0.22 3,500 756

1157 Airport Main Teminal - MT-3 48f Office S34WF2 1 2 2 34 2 0.14 3,500 504

1158 Airport Main Teminal - MT-3 48f Office 22T40R(CF/MB)3 4 4 40 3 0.53 3,500 1,862

1159 Airport Main Teminal - MT-3 48g Office 22T40R(CF/MB)3 3 3 40 3 0.40 3,500 1,396

1160 Airport Main Teminal - MT-3 48h Office 22T40R(CF/MB)3 1 1 40 3 0.13 3,500 465

1161 Airport Main Teminal - MT-3 48i Storage S32CF2 1 2 2 32 2 0.12 1,500 174

1162 Airport Main Teminal - MT-3 48i IT Room S34CF2 2 2 34 2 0.14 3,500 504

1163 Airport Main Teminal - MT-3 49a Office 8W75CF2 2 2 75 2 0.25 3,500 861

1164 Airport Main Teminal - MT-3 49b Office 8W75CF2 2 2 75 2 0.25 3,500 861

1165 Airport Main Teminal - MT-3 49c Office 8W75CF2 2 2 75 2 0.25 3,500 861

1166 Airport Main Teminal - MT-3 49c Office 24T32RF4 1 1 32 4 0.11 3,500 392

1167 Airport Main Teminal - MT-3 49d Storage 6W55CF3 2 2 55 3 0.41 1,500 612

1168 Airport Main Teminal - MT-3 50a Office 6W55CF3 3 3 55 3 0.61 3,500 2,142

1169 Airport Main Teminal - MT-3 50b Storage 24T34RF4 1 1 34 4 0.14 1,500 216

1170 Airport Main Teminal - MT-3 50c Breakroom 6W55CF2 1 1 55 2 0.11 4,000 432

1171 Airport Main Teminal - MT-3 51a Breakroom 24T32RF3 4 4 32 3 0.35 4,000 1,392

1172 Airport Main Teminal MT 3 51b Office 24T32RF3 2 2 32 3 0 17 3 500 6091172 Airport Main Teminal - MT-3 51b Office 24T32RF3 2 2 32 3 0.17 3,500 609

1173 Airport Main Teminal - MT-3 51c Office 24T32RF2 2 2 4 32 2 0.23 3,500 812

1174 Airport Main Teminal - MT-3 51d Office 24T32RF3 2 2 32 3 0.17 3,500 609

1175 Airport Main Teminal - MT-3 51e Office 24T32RF3 2 2 32 3 0.17 3,500 609

1176 Airport Main Teminal - MT-3 H51 Corridor 22T32RF(U)2 5 5 32 2 0.29 7,000 2,030

1177 Airport Main Teminal - MT-3 H51 Corridor X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1178 Airport Main Teminal - MT-3 51f Lockers 24T32RF3 3 3 32 3 0.26 7,000 1,827

1179 Airport Main Teminal - MT-3 51g Storage 24T32RF3 3 3 32 3 0.26 1,500 392

1180 Airport Main Teminal - MT-3 51h IT Room 24T32RF3 2 2 32 3 0.17 3,500 609

1181 Airport Main Teminal - MT-3 52a Mens Room W(c)32WF(MB)2 4 4 32 2 0.23 8,760 2,032

1182 Airport Main Teminal - MT-3 52a Mens Room W32CF2 1 1 32 2 0.06 8,760 508

1183 Airport Main Teminal - MT-3 52b womens Room W(c)32WF(MB)2 1 3 3 32 2 0.17 8,760 1,524

1184 Airport Main Teminal - MT-3 52b womens Room W(c)32WF(MB/Em)2 1 1 32 2 0.06 8,760 508

1185 Airport Main Teminal - MT-3 52b womens Room 2W(c)20WF2 1 1 20 2 0.05 8,760 438

1186 Airport Main Teminal - MT-3 52c Closet J60CI1 1 1 60 1 0.06 1,500 90

1187 Airport Main Teminal - MT-3 52c Closet J15C(CF)1 1 1 15 1 0.02 1,500 26

1188 Airport Main Teminal - MT-3 53 Baggage Screening 24T34RF4 2 2 4 34 4 0.58 8,760 5,045

1189 Airport Main Teminal - MT-3 53 Baggage Screening 24T34RF2 1 3 3 34 2 0.22 8,760 1,892

1190 Airport Main Teminal - MT-3 53 Baggage Screening 24T34RF2 3 2 6 34 2 0.43 8,760 3,784
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1191 Airport Main Teminal - MT-3 53 Baggage Screening 24T34RF2 6 6 34 2 0.43 8,760 3,784

1192 Airport Main Teminal - MT-3 53 Baggage Screening HB175P(MH)1 2 2 175 1 0.43 8,760 3,767

1193 Airport Main Teminal - MT-3 53a Conveyor room 24T34RF4 1 1 34 4 0.14 1,500 216

1194 Airport Main Teminal - MT-3 53a Conveyor room 24T32RF4 2 2 32 4 0.22 1,500 336

1195 Airport Main Teminal - MT-3 53b Kitchen 24T34RF2 1 1 34 2 0.07 7,000 504

1196 Airport Main Teminal - MT-3 53c Office 24T34RF2 2 2 34 2 0.14 3,500 504

1197 Airport Main Teminal - MT-3 53d Storage 24T34RF4 1 1 34 4 0.14 1,500 216

1198 Airport Main Teminal - MT-3 53e Office W30UcF1 1 2 2 30 1 0.09 3,500 322

1199 Airport Main Teminal - MT-3 53e Office W30UcF1 1 2 2 30 1 0.09 3,500 322

1200 Airport Main Teminal - MT-3 53e Office 24T34RF4 1 1 34 4 0.14 3,500 504

1201 Airport Main Teminal - MT-3 53f Office 24T34RF2 1 1 34 2 0.07 3,500 252

1202 Airport Main Teminal - MT-3 H53 Coridor X(r)20CI2 1 1 20 2 0.04 8,760 350

1203 Airport Main Teminal - MT-3 H53 Coridor 14T34RF2 3 3 34 2 0.22 7,000 1,512

1204 Airport Main Teminal - MT-3 53g Office 24T34RF2 2 2 34 2 0.14 3,500 504

1205 Airport Main Teminal - MT-3 53h Office 24T34RF2 1 1 34 2 0.07 3,500 252

1206 Airport Main Teminal - MT-3 53i Office 24T34RF2 2 2 34 2 0.14 3,500 504

1207 Airport Main Teminal MT 3 53j Office 24T34RF2 2 2 34 2 0 14 3 500 5041207 Airport Main Teminal - MT-3 53j Office 24T34RF2 2 2 34 2 0.14 3,500 504

1208 Airport Main Teminal - MT-3 53k IT Room 22T40RF(U)2 4 4 40 2 0.29 3,500 1,008

1209 Airport Main Teminal - MT-3 53L Office 24T34RF4 1 1 34 4 0.14 3,500 504

1210 Airport Main Teminal - MT-3 53m Office 24T34RF4 1 1 34 4 0.14 3,500 504

1211 Airport Main Teminal - MT-3 54a Corridor 24T32RF(Lou)3 1 1 32 3 0.09 7,000 609

1212 Airport Main Teminal - MT-3 54b Mechanical Room 8I60PF2 2 2 60 2 0.25 1,500 369

1213 Airport Main Teminal - MT-3 54b Mechanical Room I32CF2 1 1 32 2 0.06 1,500 87

1214 Airport Main Teminal - MT-3 54b Mechanical Room 14T32CF(mb)3 1 1 32 3 0.09 1,500 131

1215 Airport Main Teminal - MT-3 54c Storage S32WF2 1 1 32 2 0.06 1,500 87

1216 Airport Main Teminal - MT-3 55a Electrical room S32WF2 1 1 32 2 0.06 1,500 87

1217 Airport Main Teminal - MT-3 H55 Corridor 22T32RF(U)2 8 8 32 2 0.46 7,000 3,248

1218 Airport Main Teminal - MT-3 H55 Corridor X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1219 Airport Main Teminal - MT-3 55b Baggage Screening I32CF2 6 6 32 2 0.35 8,760 3,048

1220 Airport Main Teminal - MT-3 55b Baggage Screening HB175P(MH)1 4 4 175 1 0.86 8,760 7,533

1221 Airport Main Teminal - MT-3 55b Baggage Screening HB175P(MH)1 1 1 175 1 0.22 8,760 1,883

1222 Airport Main Teminal - MT-3 55b Baggage Screening X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1223 Airport Main Teminal - MT-3 EXTERIOR Ext Ext Baggage Screening Sp400Po(HPS)3 1 1 400 3 1.37 8,760 12,036

1224 Airport Main Teminal - MT-3 55c Open Office 22T32RF(U)2 5 5 32 2 0.29 7,000 2,030

1225 Airport Main Teminal - MT-3 55d Office 22T32RF(U)2 4 4 32 2 0.23 3,500 812
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1226 Airport Main Teminal - MT-3 55e Locked

1227 Airport Main Teminal - MT-3 55f Locked, could be more than 1 room)

1228 Airport Main Teminal - MT-3 56 Lounge 24T32RF(Lou/IO)4 3 2 6 32 4 0.70 4,000 2,784

1229 Airport Main Teminal - MT-3 56 Lounge 24T32RF(Lou/IO)4 4 4 32 4 0.46 4,000 1,856

1230 Airport Main Teminal - MT-3 56a Storage 24T32RF(Lou)4 1 1 32 4 0.12 1,500 174

1231 Airport Main Teminal - MT-3 56b Office 22T32RF(U)2 4 4 32 2 0.23 3,500 812

1232 Airport Main Teminal - MT-2 22 Office 22T40R(CF/Lou/IO)3 3 3 40 3 0.32 3,500 1,103

1233 Airport Main Teminal - MT-2 22a Lockers 22T40R(CF/Lou/IO)3 2 2 40 3 0.21 7,000 1,470

1234 Airport Main Teminal - MT-2 22b Office 22T40R(CF/Lou/IO)3 1 1 40 3 0.11 3,500 368

1235 Airport Main Teminal - MT-2 23 Open Office (control Room 22T40R(CF/Lou/IO)3 8 8 40 3 0.84 7,000 5,880

1236 Airport Main Teminal - MT-2 24 Security monitor room 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 7,000 2,940

1237 Airport Main Teminal - MT-2 25 Work room 22T40R(CF/Lou/IO)3 2 2 40 3 0.21 7,000 1,470

1238 Airport Main Teminal - MT-2 26 Open Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 7,000 4,410

1239 Airport Main Teminal - MT-2 26a Office 22T40R(CF/Lou/IO)3 2 2 40 3 0.21 3,500 735

1240 Airport Main Teminal - MT-2 26b Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 3,500 1,470

1241 Airport Main Teminal - MT-2 27 Lunch Room 22T40R(CF/Lou/IO)3 12 12 40 3 1.26 4,000 5,040

1242 Airport Main Teminal MT 2 28 Computer room 22T40R(CF/Lou/IO)3 6 6 40 3 0 63 1 500 9451242 Airport Main Teminal - MT-2 28 Computer room 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 1,500 945

1243 Airport Main Teminal - MT-2 H28 Corridor 22T40R(CF/Lou/IO)3 5 5 40 3 0.53 7,000 3,675

1244 Airport Main Teminal - MT-2 H28 Corridor X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1245 Airport Main Teminal - MT-2 29 Storage S34PF2 1 1 34 2 0.07 1,500 108

1246 Airport Main Teminal - MT-2 29 Storage S34PF1 2 2 34 1 0.09 1,500 129

1247 Airport Main Teminal - MT-2 29a Storage B34CF2 1 1 34 2 0.07 1,500 108

1248 Airport Main Teminal - MT-2 29b Storage S34PF1 2 2 34 1 0.09 1,500 129

1249 Airport Main Teminal - MT-2 H29 Corridor 22T40R(CF/Lou/IO)3 5 5 40 3 0.53 7,000 3,675

1250 Airport Main Teminal - MT-2 H29 Corridor X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1251 Airport Main Teminal - MT-2 30 Womens Restroom C42R(CF)2 8 8 42 2 0.67 8,760 5,886

1252 Airport Main Teminal - MT-2 30 Womens Restroom Shower C60RI1 1 1 60 1 0.06 3,500 210

1253 Airport Main Teminal - MT-2 30 Womens Restroom Toilet C42R(CF)2 1 1 42 2 0.08 8,760 736

1254 Airport Main Teminal - MT-2 31 Mens Restroom C42R(CF)2 10 10 42 2 0.84 8,760 7,358

1255 Airport Main Teminal - MT-2 31 Mens Restroom C60RI1 1 1 60 1 0.06 8,760 526

1256 Airport Main Teminal - MT-2 31 Mens Restroom C42R(CF)2 1 1 42 2 0.08 8,760 736

1257 Airport Main Teminal - MT-2 32 TSA Lunch Room 22T32RF(U/Lou)2 9 9 32 2 0.52 4,000 2,088

1258 Airport Main Teminal - MT-2 32a Closet I32CF2 2 2 32 2 0.12 1,500 174

1259 Airport Main Teminal - MT-2 H32 Corridor 22T32RF(U/Lou)2 16 16 32 2 0.93 7,000 6,496

1260 Airport Main Teminal - MT-2 H32 Corridor X(g/b)3(LED)1 5 5 3 1 0.02 8,760 131
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1261 Airport Main Teminal - MT-2 33 Screening 22T32RF(U/Lou)2 60 60 32 2 3.48 8,760 30,483

1262 Airport Main Teminal - MT-2 33 Screening X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1263 Airport Main Teminal - MT-2 33 Screening C18R(CF)2 54 54 18 2 1.94 8,760 17,029

1264 Airport Main Teminal - MT-2 H32a Closet J100WI1 1 1 100 1 0.10 1,500 150

1265 Airport Main Teminal - MT-2 34 Electrical room I32CF2 2 2 32 2 0.12 1,500 174

1266 Airport Main Teminal - MT-2 35 Office 22T32RF(U/Lou)2 4 4 32 2 0.23 3,500 812

1267 Airport Main Teminal - MT-2 36 Office 22T32RF(U/Lou)2 4 4 32 2 0.23 3,500 812

1268 Airport Main Teminal - MT-2 37 Office 22T32RF(U/Lou)2 4 4 32 2 0.23 3,500 812

1269 Airport Main Teminal - MT-2 38 Office 22T32RF(U/Lou)2 4 4 32 2 0.23 3,500 812

1270 Airport Main Teminal - MT-2 39 Computer room (Locked) 22T32RF(U/Lou)2 3 3 32 2 0.17 1,500 261

1271 Airport Main Teminal - MT-2 40 Office(Locked) 22T32RF(U/Lou)2 4 4 32 2 0.23 3,500 812

1272 Airport Main Teminal - MT-2 41 Outdoor Lunch Room W24WF(T5)1 5 5 24 1 0.14 4,000 540

1273 Airport Main Teminal - MT-2 41 Outdoor Lunch Room X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1274 Airport Main Teminal - MT-2 42 Tower Fan Room WP175W(MH)1 6 6 175 1 1.29 1,500 1,935

1275 Airport Main Teminal - MT-2 43 Generator Room I34PF2 5 5 34 2 0.36 1,500 540

1276 Airport Main Teminal - MT-2 44 Electrical room I32CF3 2 2 32 3 0.17 1,500 261

1277 Airport Main Teminal MT 2 44 Electrical room I32CF2 1 1 32 2 0 06 1 500 871277 Airport Main Teminal - MT-2 44 Electrical room I32CF2 1 1 32 2 0.06 1,500 87

1278 Airport Main Teminal - MT-2 44a Phone room I26P(CF)1 2 2 26 1 0.05 1,500 78

1279 Airport Main Teminal - MT-2 45 Mechanical Room S32PF1 3 3 32 1 0.09 1,500 140

1280 Airport Main Teminal - MT-2 45a Mechanical Room O65WI(R30)1 1 1 65 1 0.07 1,500 98

1281 Airport Main Teminal - MT-2 45a Mechanical Room S34PF1 2 2 34 1 0.09 1,500 129

1282 Airport Main TerminaL 2nd Floor - MT-4 201 Office 22T40R(CF/Lou/IO)3 3 3 40 3 0.32 3,500 1,103

1283 Airport Main TerminaL 2nd Floor - MT-4 202 Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 3,500 1,470

1284 Airport Main TerminaL 2nd Floor - MT-4 203 Office 22T40R(CF/Lou/IO)3 4 4 40 3 0.42 3,500 1,470

1285 Airport Main TerminaL 2nd Floor - MT-4 204 Office 22T40R(CF/Lou/IO)3 3 3 40 3 0.32 3,500 1,103

1286 Airport Main TerminaL 2nd Floor - MT-4 205 Meckanical  Rm Locked I34PF1 4 4 34 1 0.17 1,500 258

1287 Airport Main TerminaL 2nd Floor - MT-4 S206 Stairs C42R(CF)2 5 5 42 2 0.42 8,760 3,679

1288 Airport Main TerminaL 2nd Floor - MT-4 200 Open Office area 22T40R(CF/Lou)3 8 8 40 3 0.84 7,000 5,880

1289 Airport Main TerminaL 2nd Floor - MT-4 200 Open Office area X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1290 Airport Main TerminaL 2nd Floor - MT-4 200 Open Office area X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1291 Airport Main TerminaL 2nd Floor - MT-4 200 Open Office area C42R(CF)2 7 7 42 2 0.59 7,000 4,116

1292 Airport Main TerminaL 2nd Floor - MT-4 200 Open Office area X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1293 Airport Main TerminaL 2nd Floor - MT-4 207 Break Room 22T40R(CF/Lou/IO)3 7 7 40 3 0.74 4,000 2,940

1294 Airport Main TerminaL 2nd Floor - MT-4 207a Storage C42R(CF)2 1 1 42 2 0.08 1,500 126

1295 Airport Main TerminaL 2nd Floor - MT-4 208 Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 3,500 2,205
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1296 Airport Main TerminaL 2nd Floor - MT-4 209 Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 3,500 2,205

1297 Airport Main TerminaL 2nd Floor - MT-4 210 Confernece Room 22T40R(CF/Lou/IO)3 3 3 40 3 0.32 2,500 787

1298 Airport Main TerminaL 2nd Floor - MT-4 211 Office 22T40R(CF/Lou/IO)3 8 8 40 3 0.84 3,500 2,940

1299 Airport Main TerminaL 2nd Floor - MT-4 212 Conference Room C23R(CFS)1 17 17 23 1 0.39 2,500 977

1300 Airport Main TerminaL 2nd Floor - MT-4 212 Conference Room S34RF1 2 2 4 34 1 0.17 2,500 430

1301 Airport Main TerminaL 2nd Floor - MT-4 212 Conference Room S34RF1 2 4 8 34 1 0.34 2,500 860

1302 Airport Main TerminaL 2nd Floor - MT-4 212a Corridor C42R(CF)2 2 2 42 2 0.17 7,000 1,176

1303 Airport Main TerminaL 2nd Floor - MT-4 S213 Stairs C42R(CF)2 5 5 42 2 0.42 8,760 3,679

1304 Airport Main TerminaL 2nd Floor - MT-4 E214 Elevator 3S30RF1 2 2 30 1 0.09 8,760 806

1305 Airport Main TerminaL 2nd Floor - MT-4 215 Womens Restroom W34CF2 2 2 34 2 0.14 8,760 1,261

1306 Airport Main TerminaL 2nd Floor - MT-4 215 Womens Restroom C75RI(R38)1 3 3 75 1 0.23 8,760 1,971

1307 Airport Main TerminaL 2nd Floor - MT-4 215 Womens Restroom Q23R(CFS)1 1 1 23 1 0.02 8,760 201

1308 Airport Main TerminaL 2nd Floor - MT-4 216 Mens Room W34CF2 1 2 2 34 2 0.14 8,760 1,261

1309 Airport Main TerminaL 2nd Floor - MT-4 216 Mens Room Q23R(CFS)1 2 2 23 1 0.05 8,760 403

1310 Airport Main TerminaL 2nd Floor - MT-4 216a Mens Restroom Closet (Locked) O90CI1 1 1 90 1 0.09 1,500 135

1311 Airport Main TerminaL 2nd Floor - MT-4 217 Office 14B32CF2 1 2 2 32 2 0.12 3,500 406

1312 Airport Main TerminaL 2nd Floor MT 4 218 Office 14B32CF2 1 3 3 32 2 0 17 3 500 6091312 Airport Main TerminaL 2nd Floor - MT-4 218 Office 14B32CF2 1 3 3 32 2 0.17 3,500 609

1313 Airport Main TerminaL 2nd Floor - MT-4 218 Office 24B34CF4 1 1 34 4 0.14 3,500 504

1314 Airport Main TerminaL 2nd Floor - MT-4 219 Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 3,500 2,205

1315 Airport Main TerminaL 2nd Floor - MT-4 220 Office 14B32CF2 1 3 3 32 2 0.17 3,500 609

1316 Airport Main TerminaL 2nd Floor - MT-4 221 Open Office area 22T40R(CF/Lou/IO)3 8 8 40 3 0.84 7,000 5,880

1317 Airport Main TerminaL 2nd Floor - MT-4 221a Office 22T40R(CF/Lou/IO)3 6 6 40 3 0.63 3,500 2,205

1318 Airport Main TerminaL 2nd Floor - MT-4 H200 Corridor C42R(CF)2 18 18 42 2 1.51 7,000 10,584

1319 Airport Main TerminaL 2nd Floor - MT-4 H200 Corridor C42R(CF)1 1 1 42 1 0.05 7,000 322

1320 Airport Main TerminaL 2nd Floor - MT-4 H200 Corridor X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1321 Airport Main TerminaL 2nd Floor - MT-4 H201 Corridor W34CF2 1 1 34 2 0.07 7,000 504

1322 Airport RJ Terminal RJ1 Entrance C42R(CF)1 6 6 42 1 0.28 8,760 2,418

1323 Airport RJ Terminal RJ2 Main Teminal D250W(MH/Up)1 12 12 250 1 3.54 8,760 31,009

1324 Airport RJ Terminal RJ2 Main Teminal 22T40R(CF/Lou)2 100 100 40 2 7.00 8,760 61,317

1325 Airport RJ Terminal RJ2 Main Teminal C42R(CF)1 28 28 42 1 1.29 8,760 11,282

1326 Airport RJ Terminal RJ2 Main Teminal S32RF1 18 6 108 32 1 3.35 8,760 29,327

1327 Airport RJ Terminal RJ2 Main Teminal S32RF1 14 8 112 32 1 3.47 8,760 30,413

1328 Airport RJ Terminal RJ2 Main Teminal S32RF1 2 5 10 32 1 0.31 8,760 2,715

1329 Airport RJ Terminal RJ2 Main Teminal S32RF1 2 4 8 32 1 0.25 8,760 2,172

1330 Airport RJ Terminal RJ3 Bakery C42R(CF)1 8 8 42 1 0.37 7,000 2,576
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1331 Airport RJ Terminal RJ3 Bakery X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1332 Airport RJ Terminal RJ3 Bakery 2D17RF2 2 2 17 2 0.06 7,000 448

1333 Airport RJ Terminal RJ3 Bakery C50RH(M16)1 16 16 50 1 0.80 7,000 5,600

1334 Airport RJ Terminal RJ3 Bakery C18R(CF)2 2 2 18 2 0.07 7,000 504

1335 Airport RJ Terminal RJ3 Kitchen 24T32RF3 2 2 32 3 0.17 7,000 1,218

1336 Airport RJ Terminal RJ3 Kitchen 22T17RF2 1 1 17 2 0.03 7,000 224

1337 Airport RJ Terminal RJ3 Kitchen X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1338 Airport RJ Terminal RJ3 Freezer 1 J65WI1 1 1 65 1 0.07 4,500 292

1339 Airport RJ Terminal RJ3 Freezer 1 W54CF(T5/VT)1 1 1 54 1 0.06 4,500 263

1340 Airport RJ Terminal RJ3 Freezer 2 J65WI1 1 1 65 1 0.07 4,500 292

1341 Airport RJ Terminal RJ3 Freezer 2 W54CF(T5/VT)1 1 1 54 1 0.06 4,500 263

1342 Airport RJ Terminal RJ3 Bakery Hood J60CI1 2 2 60 1 0.12 7,000 840

1343 Airport RJ Terminal RJ4 Electrical room I32CF2 3 3 32 2 0.17 1,500 261

1344 Airport RJ Terminal RJ5 Gift shop C75CH(R30)1 29 29 75 1 2.18 7,000 15,225

1345 Airport RJ Terminal RJ5 Gift shop C42R(CF)2 7 7 42 2 0.59 7,000 4,116

1346 Airport RJ Terminal RJ5 Gift shop Q250R(Qtz)1 13 13 250 1 3.25 7,000 22,750

1347 Airport RJ Terminal RJ5 Gift shop S32WF1 2 2 32 1 0 06 7 000 4341347 Airport RJ Terminal RJ5 Gift shop S32WF1 2 2 32 1 0.06 7,000 434

1348 Airport RJ Terminal RJ5 Gift shop X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1349 Airport RJ Terminal EXTERIOR RJ Ext Outside C42R(CF)1 4 4 42 1 0.18 4,000 736

1350 Airport RJ Terminal EXTERIOR RJ Ext Outside C250W(Qtz)1 15 15 250 1 3.75 4,000 14,999

1351 Airport RJ Terminal EXTERIOR RJ Ext Outside R18R(CF)1 48 48 18 1 0.86 4,000 3,456

1352 Airport RJ Terminal EXTERIOR RJ Ext Outside Ramps Sp400Po(HPS)3 3 3 400 3 4.12 4,000 16,487

1353 Airport RJ Terminal EXTERIOR Ext Walkway to Terminal RJ D100Po(MH)1 1 1 100 1 0.13 4,000 512

1354 Airport RJ Terminal EXTERIOR Ext Walkway to Terminal RJ C75GrH(R30)1 1 1 75 1 0.08 4,000 300

1355 Airport RJ Terminal EXTERIOR Ext Walkway to Terminal RJ B70W(HPS)1 1 1 70 1 0.10 4,000 380

1356 Airport RJ Terminal EXTERIOR Ext Walkway to Terminal RJ C50RH(M16)1 1 1 50 1 0.05 4,000 200

1357 Airport RJ Terminal EXTERIOR Ext Exterior Cart Charging S32CF2 1 4 4 32 2 0.23 4,000 928

1358 Airport RJ Terminal RJ6 RJ mens Restroom C23R(CFS)1 9 9 23 1 0.21 8,760 1,813

1359 Airport RJ Terminal RJ6 RJ mens Restroom S32CF2 1 3 3 32 2 0.17 8,760 1,524

1360 Airport RJ Terminal RJ6 RJ mens Restroom S32CF2 1 4 4 32 2 0.23 8,760 2,032

1361 Airport RJ Terminal RJ6 RJ mens Restroom S32CF2 1 4 4 32 2 0.23 8,760 2,032

1362 Airport RJ Terminal RJ6 RJ mens Restroom S32CF2 1 1 32 2 0.06 8,760 508

1363 Airport RJ Terminal RJ6 RJ mens Restroom Outside C23R(CFS)1 2 2 23 1 0.05 4,000 184

1364 Airport RJ Terminal RJ7 RJ Womens Restroom C23R(CFS)1 12 12 23 1 0.28 8,760 2,418

1365 Airport RJ Terminal RJ7 RJ Womens Restroom S32CF2 2 5 10 32 2 0.58 8,760 5,081
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1366 Airport RJ Terminal RJ7 RJ Womens Restroom S32CF2 2 2 4 32 2 0.23 8,760 2,032

1367 Airport RJ Terminal RJ7 RJ Womens Restroom S32CF2 1 1 1 32 2 0.06 8,760 508

1368 Airport RJ Terminal RJ7 RJ Womens Restroom 3S25CF2 1 1 1 25 2 0.05 8,760 438

1369 Airport RJ Terminal EXTERIOR RJ7 RJ Womens Restroom Exterior C23R(CFS)1 3 3 23 1 0.07 4,000 276

1370 Airport RJ Terminal RJ8 RJ Maintenance Closet I32CF2 1 1 32 2 0.06 1,500 87

1371 Airport RJ Terminal EXTERIOR RJ9 Ext Mechanical Room B70W(HPS)1 6 6 70 1 0.57 1,500 855

1372 Airport RJ Terminal RJ10 Land scapers closet W(c)34WF2 1 1 34 2 0.07 1,500 108

1373 Airport RJ Terminal RJ10 Land scapers closet W(c)34WF2 1 1 34 2 0.07 1,500 108

1374 Airport RJ Terminal RJ11 Custodiall Q60WI1 1 1 60 1 0.06 4,500 270

1375 Airport RJ Terminal RJ12 Closet W(c)34WF2 1 1 34 2 0.07 1,500 108

1376 Airport RJ Terminal EXTERIOR RJ13 TSA Exterior Can fixture C60RI1 1 1 60 1 0.06 4,000 240

1377 Airport Starbucks SBT-1 SB101 Starbuck mens restroom D100W(MH)1 2 2 100 1 0.26 8,760 2,242

1378 Airport Starbucks SBT-1 SB101 Starbuck mens restroom C23R(CFS)1 4 4 23 1 0.09 8,760 806

1379 Airport Starbucks SBT-1 SB101 Starbuck mens restroom Closet O100CWI1 1 1 100 1 0.10 1,500 150

1380 Airport Starbucks SBT-1 SB102 Starbuck Womens restroom D100W(MH)1 2 2 100 1 0.26 8,760 2,242

1381 Airport Starbucks SBT-1 SB102 Starbuck Womens restroom C23R(CFS)1 4 4 23 1 0.09 8,760 806

1382 Airport Starbucks SBT 1 SB102 Starbuck Womens restroom Closet O100CWI1 1 1 100 1 0 10 1 500 1501382 Airport Starbucks SBT-1 SB102 Starbuck Womens restroom Closet O100CWI1 1 1 100 1 0.10 1,500 150

1383 Airport Starbucks SBT-1 SB103 Starbucks C42R(CF)2 10 10 42 2 0.84 7,000 5,880

1384 Airport Starbucks SBT-1 SB103 Starbucks D23P(CFS)1 8 8 23 1 0.18 7,000 1,288

1385 Airport Starbucks SBT-1 SB103 Starbucks C75TrH(R30)1 16 16 75 1 1.20 7,000 8,400

1386 Airport Starbucks SBT-1 SB103 Starbucks X(g/b)3(LED)1 4 4 3 1 0.01 8,760 105

1387 Airport Starbucks SBT-1 SB103 Starbucks C42R(CF)1 10 10 42 1 0.46 7,000 3,220

1388 Airport Starbucks SBT-1 SB103 Starbucks 24T32RF3 2 2 32 3 0.17 7,000 1,218

1389 Airport Sonny Bono Terminal - SBT 1 SB1 Custodian S34PF1 1 1 34 1 0.04 4,500 193

1390 Airport Sonny Bono Terminal - SBT 1 E2 Elevator C50RH(M10)1 9 9 50 1 0.45 8,760 3,942

1391 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop C42R(CF)2 37 37 42 2 3.11 7,000 21,756

1392 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop O50TrH(M16)1 36 36 50 1 1.80 7,000 12,600

1393 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop C50RH(M16)1 31 31 50 1 1.55 7,000 10,850

1394 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop C75CH(R40)1 7 7 75 1 0.53 7,000 3,675

1395 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop S32RF2 1 2 2 32 2 0.12 7,000 812

1396 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop S32RF2 11 11 32 2 0.64 7,000 4,466

1397 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop S32RF2 1 1 1 32 2 0.06 7,000 406

1398 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop 2S17RF2 1 1 1 17 2 0.03 7,000 224

1399 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop 3S25RF1 1 1 25 1 0.03 7,000 175

1400 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop Dressing room 22T32RF(U)2 2 2 32 2 0.12 7,000 812
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1401 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop Stock Rom 22T32RF(U/Lou)2 1 1 32 2 0.06 4,500 261

1402 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop Stock Rom 22T32RF(U/Em)2 1 1 32 2 0.06 4,500 261

1403 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1404 Airport Sonny Bono Terminal - SBT 1 SB3 Gift shop S?  T8, Linear lamp about 15" 2 2 13 7,000

1405 Airport Sonny Bono Terminal - SBT 1 SB3a Closet in gift shop I32CF2 1 1 32 2 0.06 1,500 87

1406 Airport Sonny Bono Terminal - SBT 1 PB1 Portable Booth 1 O50TrH(M16)1 11 11 50 1 0.55 3,500 1,925

1407 Airport Sonny Bono Terminal - SBT 1 PB1 Portable Booth 1 C50RH(M10)1 2 2 50 1 0.10 3,500 350

1408 Airport Sonny Bono Terminal - SBT 1 PB2 Portable Booth 2 O50TrH(M16)1 12 12 50 1 0.60 3,500 2,100

1409 Airport Sonny Bono Terminal - SBT 1 PB2 Portable Booth 2 C50RH(M10)1 2 2 50 1 0.10 3,500 350

1410 Airport Sonny Bono Terminal - SBT 1 SB10 womens Room C18R(CF)2 17 17 18 2 0.61 8,760 5,361

1411 Airport Sonny Bono Terminal - SBT 1 SB10 womens Room S34RF1 4 2 8 34 1 0.34 8,760 3,013

1412 Airport Sonny Bono Terminal - SBT 1 SB10 womens Room S32RF(MB)2 4 2 8 32 2 0.46 8,760 4,064

1413 Airport Sonny Bono Terminal - SBT 1 SB10 womens Room S34RF1 1 4 4 34 1 0.17 8,760 1,507

1414 Airport Sonny Bono Terminal - SBT 1 SB10 womens Room 3s25RF(MB)1 1 2 2 25 1 0.07 8,760 578

1415 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store O50TrH(M16)1 15 15 50 1 0.75 7,000 5,250

1416 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store C75CH(R40)1 2 2 75 1 0.15 7,000 1,050

1417 Airport Sonny Bono Terminal SBT 1 SB11 Desert news Store W39WF(T5)2 4 4 39 2 0 34 7 000 2 4081417 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store W39WF(T5)2 4 4 39 2 0.34 7,000 2,408

1418 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store S32RF2 1 4 4 32 2 0.23 7,000 1,624

1419 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store 2S17RF2 4 4 17 2 0.13 7,000 896

1420 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store Pop cooler S32RF2 1 1 32 2 0.06 7,000 406

1421 Airport Sonny Bono Terminal - SBT 1 SB11 Desert news Store Water cooler S32WF1 7,000

1422 Airport Sonny Bono Terminal - SBT 1 SB12 Zia Smoothie Store X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1423 Airport Sonny Bono Terminal - SBT 1 SB12 Zia Smoothie Store S14CF(T5)2 2 3 6 14 2 0.20 7,000 1,386

1424 Airport Sonny Bono Terminal - SBT 1 SB4D Cust closet I32CF2 1 1 32 2 0.06 1,500 87

1425 Airport Sonny Bono Terminal - SBT 1 SB4E Employee Elevator Lobby C18R(CF)2 3 3 18 2 0.11 7,000 756

1426 Airport Sonny Bono Terminal - SBT 1 SB4f Storage 22T31RF(U)2 5 5 31 2 0.27 1,500 405

1427 Airport Sonny Bono Terminal - SBT 1 SB4g Electrical room I32CF2 2 2 32 2 0.12 1,500 174

1428 Airport Sonny Bono Terminal - SBT 1 E4h Employee Elevator C50RH(M10)1 9 9 50 1 0.45 8,760 3,942

1429 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom C18R(CF)2 15 15 18 2 0.54 8,760 4,730

1430 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom S34RF1 2 2 4 34 1 0.17 8,760 1,507

1431 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom S32RF(MB)2 2 4 8 32 2 0.46 8,760 4,064

1432 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom S32RF(MB)2 2 2 32 2 0.12 8,760 1,016

1433 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom S34RF1 1 4 4 34 1 0.17 8,760 1,507

1434 Airport Sonny Bono Terminal - SBT 1 SB13 Mens Restroom S34RF1 1 1 34 1 0.04 8,760 377

1435 Airport Sonny Bono Terminal - SBT 1 SB14a Closet in Restaurant I32CF2 1 1 32 2 0.06 1,500 87
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1436 Airport Sonny Bono Terminal - SBT 1 SB14 12th fairway Restaurant C42R(CF)1 19 19 42 1 0.87 7,000 6,118

1437 Airport Sonny Bono Terminal - SBT 1 SB14 12th fairway Restaurant D18R(CF)1 3 3 18 1 0.05 7,000 378

1438 Airport Sonny Bono Terminal - SBT 1 SB14 12th fairway Restaurant D3P(LED)1 6 6 3 1 0.02 7,000 126

1439 Airport Sonny Bono Terminal - SBT 1 SB14 12th fairway Restaurant X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1440 Airport Sonny Bono Terminal - SBT 1 SB14 Kitchen 24T32RF2 8 8 32 2 0.46 7,000 3,248

1441 Airport Sonny Bono Terminal - SBT 1 SB14 Freezer J15W(CF)1 1 1 15 1 0.02 4,500 76

1442 Airport Sonny Bono Terminal - SBT 1 SB14 Kitchen C23R(CFS)1 12 12 23 1 0.28 7,000 1,932

1443 Airport Sonny Bono Terminal - SBT 1 SB14 Kitchen hood J15W(CF)1 1 1 15 1 0.02 7,000 119

1444 Airport Sonny Bono Terminal - SBT 1 SB14 Kitchen hood J60CI1 2 2 60 1 0.12 7,000 840

1445 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights D250W(MH/Up)1 12 12 250 1 3.54 4,000 14,159

1446 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights D250W(MH/Up)2 18 18 250 2 10.62 4,000 42,478

1447 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights X(g/b)3(LED)1 3 3 3 1 0.01 8,760 79

1448 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights C18R(CF)2 26 26 18 2 0.94 4,000 3,744

1449 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights S32RF2 5 5 25 32 2 1.45 4,000 5,800

1450 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights S32RF2 4 4 16 32 2 0.93 4,000 3,712

1451 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights C42R(CF)2 28 28 42 2 2.35 4,000 9,408

1452 Airport Sonny Bono Terminal SBT 1 EXTERIOR Ext Bono Terminal Exterior lights D150W(MH/Up)1 20 20 150 1 3 80 4 000 15 1991452 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights D150W(MH/Up)1 20 20 150 1 3.80 4,000 15,199

1453 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights C75CH(R40)1 5 5 75 1 0.38 4,000 1,500

1454 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights D70Po(MH)1 4 4 70 1 0.38 4,000 1,520

1455 Airport Sonny Bono Terminal - SBT 1 EXTERIOR Ext Bono Terminal Exterior lights O50TrH(M16)1 32 32 50 1 1.60 4,000 6,400

1456 Airport Prkg Lot EXTERIOR Ext Parking Lot B175Po(MH)2 181 181 175 2 77.83 4,000 311,304

1457 Airport Prkg Lot EXTERIOR Ext Walkways B100Po(MH)2 15 15 100 2 3.84 4,000 15,359

1458 Airport Prkg Lot EXTERIOR Ext Parking Lot B175Po(MH)1 155 155 175 1 33.33 4,000 133,293

1459 Airport Prkg Lot EXTERIOR Ext Walkways B100Po(MH)1 1 1 100 1 0.13 4,000 512

1460 Airport Prkg Lot EXTERIOR Ext Walkways W100Po(MH)1 1 1 100 1 0.13 4,000 512

1461 Airport Prkg Lot EXTERIOR Ext Walkways W32GrF1 3 3 32 1 0.09 4,000 372

1462 Airport Between Terminals EXTERIOR Ext Walkway D70Po(MH)1 37 37 70 1 3.52 8,760 30,790

1463 Airport Between Terminals EXTERIOR Ext Walkway Sp400Gr(HPS)1 2 2 400 1 0.92 8,760 8,024

1464 Airport Between Terminals EXTERIOR Ext Walkway Sp250Gr(HPS)1 1 1 250 1 0.30 8,760 2,584

1465 Airport Between Terminals EXTERIOR Ext Walkway Sp200Gr(Qtz)1 4 4 200 1 0.80 8,760 7,008

1466 Airport Between Terminals EXTERIOR Ext Walkway Sp26Gr(CF)1 91 91 26 1 2.37 8,760 20,725

1467 Airport Between Terminals EXTERIOR Ext Walkway Sp65GrI(R30)1 47 47 65 1 3.06 8,760 26,760

1468 Airport Between Terminals EXTERIOR Ext Walkway D55Gr(CF)2 10 10 55 2 1.10 8,760 9,635

1469 Airport Between Terminals EXTERIOR Ext Walkway Sp65GrH(R30)1 29 29 65 1 1.89 8,760 16,512

1470 Airport Between Terminals EXTERIOR Ext Walkway R70Bo(MH)1 3 3 70 1 0.29 8,760 2,496
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1471 Airport Between Terminals EXTERIOR Ext Walkway 3W39W(T5)1 9 9 39 1 0.39 8,760 3,390

1472 Airport Bono Terminal EXTERIOR Ext Roof Sp400Rf(HPS)1 8 8 400 1 3.66 4,000 14,655

1473 Airport Bono Terminal EXTERIOR Ext Terminal 004 D250W(MH/Up)1 40 40 250 1 11.80 8,760 103,362

1474 Airport Bono Terminal EXTERIOR Ext Terminal 004 22T40R(CF/Lou)2 68 68 40 2 4.76 8,760 41,695

1475 Airport Bono Terminal EXTERIOR Ext Terminal 004 X(R)3C(LED)1 14 14 3 1 0.04 8,760 368

1476 Airport Bono Terminal EXTERIOR Ext Terminal 004 6D25PF(UP/DN)4 8 8 25 4 0.80 8,760 7,008

1477 Airport Bono Terminal EXTERIOR Ext Terminal 004 C50RH(M16)1 20 20 50 1 1.00 8,760 8,760

1478 Airport Bono Terminal EXTERIOR Ext Terminal 004 C23R(CFS)2 8 8 23 2 0.37 8,760 3,224

1479 Airport Bono Terminal 004B Storage I32CF2 1 2 2 32 2 0.12 1,500 174

1480 Airport Bono Terminal 004B Storage I32CF2 2 2 32 2 0.12 1,500 174

1481 Airport Bono Terminal 004C Electrical room I32CF2 2 2 32 2 0.12 1,500 174

1482 Airport Bono Terminal 004D Storage - Custodian I32CF2 1 1 32 2 0.06 4,500 261

1483 Airport Bono Terminal EXTERIOR Ext Gate 4 14T32RF2 10 10 32 2 0.58 8,760 5,081

1484 Airport Bono Terminal EXTERIOR Ext Gate 4 J23W(CFS)1 1 1 23 1 0.02 8,760 201

1485 Airport Bono Terminal EXTERIOR Ext Gate 4 Sp40WI(R20)1 1 1 40 1 0.04 8,760 350

1486 Airport Bono Terminal EXTERIOR Ext Gate 4 W32CF1 1 1 32 1 0.03 8,760 272

1487 Airport Bono Terminal EXTERIOR Ext Gate 4 Sp90PoH(R38)1 2 2 90 1 0 18 8 760 1 5771487 Airport Bono Terminal EXTERIOR Ext Gate 4 Sp90PoH(R38)1 2 2 90 1 0.18 8,760 1,577

1488 Airport Bono Terminal EXTERIOR Ext Gate 5 14T32RF2 10 10 32 2 0.58 8,760 5,081

1489 Airport Bono Terminal EXTERIOR Ext Gate 5 J23W(CFS)1 1 1 23 1 0.02 8,760 201

1490 Airport Bono Terminal EXTERIOR Ext Gate 5 Sp40WI(R20)1 1 1 40 1 0.04 8,760 350

1491 Airport Bono Terminal EXTERIOR Ext Gate 5 W32CF1 1 1 32 1 0.03 8,760 272

1492 Airport Bono Terminal EXTERIOR Ext Gate 5 Sp90PoH(R38)1 2 2 90 1 0.18 8,760 1,577

1493 Airport Bono Terminal EXTERIOR Ext Gate 9 14T32RF2 10 10 32 2 0.58 8,760 5,081

1494 Airport Bono Terminal EXTERIOR Ext Gate 9 J23W(CFS)1 1 1 23 1 0.02 8,760 201

1495 Airport Bono Terminal EXTERIOR Ext Gate 9 Sp40WI(R20)1 1 1 40 1 0.04 8,760 350

1496 Airport Bono Terminal EXTERIOR Ext Gate 9 W32CF1 1 1 32 1 0.03 8,760 272

1497 Airport Bono Terminal EXTERIOR Ext Gate 9 Sp90PoH(R38)1 2 2 90 1 0.18 8,760 1,577

1498 Airport Bono Terminal EXTERIOR Ext Gate 11 14T32RF2 10 10 32 2 0.58 8,760 5,081

1499 Airport Bono Terminal EXTERIOR Ext Gate 11 J23W(CFS)1 1 1 23 1 0.02 8,760 201

1500 Airport Bono Terminal EXTERIOR Ext Gate 11 Sp40WI(R20)1 1 1 40 1 0.04 8,760 350

1501 Airport Bono Terminal EXTERIOR Ext Gate 11 W32CF1 1 1 32 1 0.03 8,760 272

1502 Airport Bono Terminal EXTERIOR Ext Gate 11 Sp90PoH(R38)1 2 2 90 1 0.18 8,760 1,577

1503 Airport Bono Terminal EXTERIOR Ext Perimeter Wp175W(MV)1 2 2 175 1 0.43 4,000 1,720

1504 Airport Bono Terminal EXTERIOR Ext Perimeter C100R(HPS)1 28 28 100 1 3.86 4,000 15,455

1505 Airport Bono Terminal EXTERIOR Ext Perimeter C42R(CF)2 10 10 42 2 0.84 4,000 3,360
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1506 Airport Bono Terminal Jetway Gate 7 14T32RF2 16 16 32 2 0.93 8,760 8,129

1507 Airport Bono Terminal Jetway Gate 7 Sp13W(CF)1 1 1 13 1 0.01 8,760 114

1508 Airport Bono Terminal Jetway Gate 7 14T32RF2 16 16 32 2 0.93 8,760 8,129

1509 Airport Bono Terminal Jetway Gate 7 Sp13W(CF)1 1 1 13 1 0.01 8,760 114

1510 Airport Bono Terminal Jetway Gate 6 14T32RF2 12 12 32 2 0.70 8,760 6,097

1511 Airport Bono Terminal Jetway Gate 6 Sp40WI1 1 1 40 1 0.04 8,760 350

1512 Airport Bono Terminal Jetway Gate 10 14T32RF2 12 12 32 2 0.70 8,760 6,097

1513 Airport Bono Terminal Jetway Gate 10 Sp40WI1 1 1 40 1 0.04 8,760 350

1514 Airport Bono Terminal Bsmt Storage - Open S32CF2 1 1 32 2 0.06 4,500 261

1515 Airport Bono Terminal Bsmt Storage - Open I32PF2 9 9 32 2 0.52 4,500 2,349

1516 Airport Bono Terminal EXTERIOR Ext Pedestrian Tunnel I32CF2 11 11 32 2 0.64 4,000 2,552

1517 Airport Bono Terminal EXTERIOR Ext Pedestrian Tunnel X(g/b)3(LED)1 5 5 3 1 0.02 8,760 131

1518 Airport Bono Terminal Bsmt Elevator Wp13W(CF)1 1 1 13 1 0.01 8,760 114

1519 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Q23RW(CFS)1 12 12 23 1 0.28 4,000 1,104

1520 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel G100Po(MH)1 2 2 100 1 0.26 4,000 1,024

1521 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Wp100W(HPS)1 6 6 100 1 0.77 4,000 3,072

1522 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Q500W(Qtz)1 2 2 500 1 1 00 4 000 4 0001522 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Q500W(Qtz)1 2 2 500 1 1.00 4,000 4,000

1523 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Wp23W(CFS)2 1 1 23 2 0.05 4,000 184

1524 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Sp90WH(R38)1 2 2 90 1 0.18 4,000 720

1525 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Wp150W(HPS)1 2 2 150 1 0.38 4,000 1,504

1526 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel I32WF2 1 1 32 2 0.06 4,000 232

1527 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel Wp175W(MV)1 9 9 175 1 1.94 4,000 7,740

1528 Airport RJ Terminal EXTERIOR Ext Pedestrian Tunnel HB250P(MH)1 1 1 250 1 0.30 4,000 1,180

1529 Airport Bono Terminal EXTERIOR Bsmt Tunnel B Wp175W(MV)1 27 27 175 1 5.81 4,000 23,219

1530 Airport Bono Terminal 005C Office - Bud's I32PF2 6 6 32 2 0.35 3,500 1,218

1531 Airport Bono Terminal 005D Electrical room I32PF2 2 2 32 2 0.12 1,500 174

1532 Airport Bono Terminal 005E Hallway I32PF2 4 2 8 32 2 0.46 7,000 3,248

1533 Airport Bono Terminal 005E Hallway I32PF2 2 2 32 2 0.12 7,000 812

1534 Airport Bono Terminal 005E Hallway X(g/b)3(LED)1 2 2 3 1 0.01 8,760 53

1535 Airport Bono Terminal 005F Mechanical Room I32PF2 13 13 32 2 0.75 1,500 1,131

1536 Airport Bono Terminal 005G Electrical room I32PF2 10 10 32 2 0.58 1,500 870

1537 Airport Bono Terminal 005H Chiller room I32PF2 16 16 32 2 0.93 1,500 1,392

1538 Airport Bono Terminal 005H Chiller room S34PF(PST/EB)2 1 1 34 2 0.07 1,500 108

1539 Airport Bono Terminal 005I Storage - Chiller room I32WF2 1 1 32 2 0.06 1,500 87

1540 Airport Bono Terminal 005J Storage I32WF2 24 24 32 2 1.39 1,500 2,088
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1541 Airport Bono Terminal 005J Storage X(g/b)3(LED)1 1 1 3 1 0.00 8,760 26

1542 Airport Bono Terminal 005J Storage I32PF(TG)2 1 1 32 2 0.06 1,500 87

1543 Airport Bono Terminal 005K Electrical room I32PF2 2 2 32 2 0.12 1,500 174

1544 Airport Bono Terminal 005L Mechanical Room I32PF2 8 8 32 2 0.46 1,500 696

1545 Airport Bono Terminal 005M Electrical room I32PF(TG)2 2 2 32 2 0.12 1,500 174

1546 Airport Bono Terminal 006A Storage - HMS Host 24T32RF3 7 7 32 3 0.61 1,500 914

1547 Airport Bono Terminal 006B Electrical room I32PF2 1 3 3 32 2 0.17 1,500 261

1548 Airport Bono Terminal 006B Comm Closet I32PF2 4 4 32 2 0.23 1,500 348

1549 Airport Bono Terminal 006C Restroom - Men C23R(CFS)2 3 3 23 2 0.14 8,760 1,209

1550 Airport Bono Terminal 006C Restroom - Men S32RF(CV)1 2 2 4 32 1 0.12 8,760 1,016

1551 Airport Bono Terminal 006D Vendor room - HMS Host I32PF2 4 4 32 2 0.23 3,500 812

1552 Airport Bono Terminal 006F Vendor room - HMS Host I32PF2 4 4 32 2 0.23 3,500 812

1553 Airport Bono Terminal 006G Vendor room - HMS Host I32PF2 4 4 32 2 0.23 3,500 812

1554 Airport Bono Terminal 006H Restroom - Wmn C23R(CFS)2 3 3 23 2 0.14 8,760 1,209

1555 Airport Bono Terminal 006H Restroom - Wmn S32RF(CV)1 2 2 4 32 1 0.12 8,760 1,016

1556 Airport Bono Terminal 006I Mechanical Room S32PF2 4 4 32 2 0.23 1,500 348

1557 Airport Bono Terminal EXTERIOR Ext Behind Baggage Claim Wp175W(MV)1 19 19 175 1 4 09 8 760 35 7831557 Airport Bono Terminal EXTERIOR Ext Behind Baggage Claim Wp175W(MV)1 19 19 175 1 4.09 8,760 35,783

1558 Airport Bono Terminal TSA1 Storage 22T32RF(U)2 2 2 32 2 0.12 1,500 174

1559 Airport Bono Terminal TSA2 Office 22T32RF(U)2 2 2 32 2 0.12 3,500 406

1560 Airport Bono Terminal TSA3 Office 22T32RF(U)2 2 2 32 2 0.12 3,500 406

1561 Airport Bono Terminal TSA4 Office 22T32RF(U)2 4 4 32 2 0.23 3,500 812

1562 Airport Bono Terminal TSA5 Office 22T32RF(U)2 4 4 32 2 0.23 3,500 812

1563 Airport Bono Terminal TSA6 Training 22T32RF(U)2 10 10 32 2 0.58 3,500 2,030

1564 Airport Bono Terminal TSA7 Storage IS32CF2 3 3 32 2 0.17 1,500 261

1565 Airport Bono Terminal TSA8 Break Room 22T32RF(U)2 4 4 32 2 0.23 4,000 928

1566 Airport Bono Terminal TSA9 Conference Room 22T32RF(U)2 18 18 32 2 1.04 2,500 2,610

1567 Airport Bono Terminal TSA10 Conference Room 22T32RF(U)2 6 6 32 2 0.35 2,500 870

1568 Airport Bono Terminal TSA10 Conference Room C42R(CF)1 5 5 42 1 0.23 2,500 575

1569 Airport Bono Terminal TSA11 Office 22T32RF(U)2 4 4 32 2 0.23 3,500 812

1570 Airport Bono Terminal TSA12 Storage 22T32RF(U)2 2 2 32 2 0.12 1,500 174

1571 Airport Bono Terminal TSA13 Office 22T32RF(U)2 2 2 32 2 0.12 3,500 406

1572 Airport Bono Terminal TSA14 Office 22T32RF(U)2 2 2 32 2 0.12 3,500 406

1573 Airport Bono Terminal TSA15 Office 22T32RF(U)2 2 2 32 2 0.12 3,500 406

1574 Fire Station No. 3 001 Office C65RI(R38)1 1 1 65 1 0.07 3,500 228

1575 Fire Station No. 3 001 Office O40WI1 1 1 40 1 0.04 3,500 140
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1576 Fire Station No. 3 001a Restroom Q60WI1 1 1 60 1 0.06 2,500 150

1577 Fire Station No. 3 001a Shower R100RI1 1 1 100 1 0.10 3,500 350

1578 Fire Station No. 3 002 Office C65RI(R38)1 2 2 65 1 0.13 3,500 455

1579 Fire Station No. 3 002 Office W32CF2 2 2 32 2 0.12 3,500 406

1580 Fire Station No. 3 003 Kitchen W32CF2 2 2 32 2 0.12 7,000 812

1581 Fire Station No. 3 003 Kitchen Stove Hood Q25RI1 1 1 25 1 0.03 7,000 175

1582 Fire Station No. 3 003 Kitchen C65RI(R38)1 2 2 65 1 0.13 7,000 910

1583 Fire Station No. 3 003 Kitchen Fn40PI(Dim)1 2 2 40 1 0.08 7,000 560

1584 Fire Station No. 3 003 Kitchen O100WI(Pst)1 1 1 100 1 0.10 7,000 700

1585 Fire Station No. 3 004 Locker W32CF2 2 2 32 2 0.12 7,000 812

1586 Fire Station No. 3 004 Locker C15R(CF/R40)1 1 1 15 1 0.02 7,000 119

1587 Fire Station No. 3 005 Showers C15R(CF/R40)1 4 4 15 1 0.07 3,500 238

1588 Fire Station No. 3 005 Showers C65RI(R38)1 2 2 65 1 0.13 3,500 455

1589 Fire Station No. 3 005 Showers G100RI1 2 2 100 1 0.20 3,500 700

1590 Fire Station No. 3 006 Dormitory C15R(CF/R40)1 6 6 15 1 0.10 2,500 255

1591 Fire Station No. 3 007 Apparatus Bay HB54CF(R)2 12 12 54 2 1.40 4,000 5,616

1592 Fire Station No 3 007 Apparatus Bay O100WI(Pst)1 1 1 100 1 0 10 4 000 4001592 Fire Station No. 3 007 Apparatus Bay O100WI(Pst)1 1 1 100 1 0.10 4,000 400

1593 Fire Station No. 3 008 Work Shop I32CF2 1 3 3 32 2 0.17 2,000 348

1594 Fire Station No. 3 008 Work Shop W32CF2 4 4 32 2 0.23 2,000 464

1595 Fire Station No. 3 008a Supply Room W32CF2 1 1 32 2 0.06 4,500 261

1596 Fire Station No. 3 009 Laundry W32CF2 1 1 32 2 0.06 2,000 116

1597 Fire Station No. 3 010 Trash O100CI1 1 1 100 1 0.10 4,500 450

1598 Fire Station No. 3 011 Mechanical Room O100CI1 2 2 100 1 0.20 1,500 300

1599 Fire Station No. 3 013 Storage O100CI1 1 1 100 1 0.10 1,500 150

1600 Fire Station No. 3 Ext Outside Lights Sp100RfI1 4 4 100 1 0.40 4,000 1,600

1601 Fire Station No. 3 Ext Outside Lights Sp100WI1 2 2 100 1 0.20 4,000 800

1602 Fire Station No. 3 Ext Outside Lights Q13Gr(CF)1 3 3 13 1 0.04 4,000 156

1603 Fire Station No. 3 Ext Outside Lights C65RH(R38)1 9 9 65 1 0.59 4,000 2,340

1604 Fire Station No. 3 Ext Outside Lights Sp500Gr(Qtz)1 1 1 500 1 0.50 4,000 2,000

1605 Fire Station No. 5 101 Lobby C15R(CF)1 4 4 15 1 0.07 7,000 476

1606 Fire Station No. 5 102 Day Room Fn65PI2 2 2 65 2 0.26 7,000 1,820

1607 Fire Station No. 5 102 Day Room O65FLI1 1 1 65 1 0.07 7,000 455

1608 Fire Station No. 5 102A Mechanical Room O100CI1 1 1 100 1 0.10 1,500 150

1609 Fire Station No. 5 103 Kitchen S34RF2 4 2 8 34 2 0.58 7,000 4,032

1610 Fire Station No. 5 103 Kitchen 3S25RF2 4 1 4 25 2 0.20 7,000 1,400
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1611 Fire Station No. 5 H101 Hallway C18R(CF)1 1 1 18 1 0.02 7,000 126

1612 Fire Station No. 5 H101 Hallway C23R(CFS)1 3 3 23 1 0.07 7,000 483

1613 Fire Station No. 5 H101 Hallway C60RI1 1 1 60 1 0.06 7,000 420

1614 Fire Station No. 5 H101 Hallway C75RH(R38)1 1 1 75 1 0.08 7,000 525

1615 Fire Station No. 5 104 Dormitory C70RI1 1 1 70 1 0.07 2,500 175

1616 Fire Station No. 5 105 Restroom C15R(CF)1 1 1 15 1 0.02 2,500 42

1617 Fire Station No. 5 106 Dormitory C70RI1 1 1 70 1 0.07 2,500 175

1618 Fire Station No. 5 107 Dormitory O60DskI1 1 1 60 1 0.06 2,500 150

1619 Fire Station No. 5 108 Restroom C15R(CF)1 1 1 15 1 0.02 2,500 42

1620 Fire Station No. 5 109 Restroom C15R(CF)1 1 1 15 1 0.02 2,500 42

1621 Fire Station No. 5 110 Apparatus Room C23R(CFS)1 5 5 23 1 0.12 4,000 460

1622 Fire Station No. 5 110 Apparatus Room C23R(CFS/R40)1 1 1 23 1 0.02 4,000 92

1623 Fire Station No. 5 110 Apparatus Room C120RI(R40)1 10 10 120 1 1.20 4,000 4,800

1624 Fire Station No. 5 110 Apparatus Room C150RH(R40)1 9 9 150 1 1.35 4,000 5,400

1625 Fire Station No. 5 110A Storage S34CF2 1 2 2 34 2 0.14 1,500 216

1626 Fire Station No. 5 110B Mechanical Room O100CI1 1 1 100 1 0.10 1,500 150

1627 Fire Station No 5 EXTERIOR Ext Exterior C23W(CFS)1 1 1 23 1 0 02 4 000 921627 Fire Station No. 5 EXTERIOR Ext Exterior C23W(CFS)1 1 1 23 1 0.02 4,000 92

1628 Fire Station No. 5 EXTERIOR Ext Exterior C23R(CFS/RED)1 6 6 23 1 0.14 4,000 552

1629 Fire Station No. 5 EXTERIOR Ext Exterior Wp26W(CF)1 1 1 26 1 0.03 4,000 104

1630 Fire Station No. 5 EXTERIOR Ext Exterior Wp100W(HPS)1 2 2 100 1 0.26 4,000 1,024

1631 Fire Station No. 5 EXTERIOR Ext Exterior C120RH(R40)1 1 1 120 1 0.12 4,000 480

1632 Fire Station No. 5 EXTERIOR Ext Exterior C120RI(R40)1 7 7 120 1 0.84 4,000 3,360

1633 Fire Station No. 5 EXTERIOR Ext Exterior Wp150W(HPS)1 1 1 150 1 0.19 4,000 752

1634 Taxi Bldg 101 Lounge 8D32PF(UP/DN)4 1 1 32 4 0.12 4,000 464

1635 Taxi Bldg 101 Lounge 8D32PF(UP/DN)4 2 3 6 32 4 0.70 4,000 2,784

1636 Taxi Bldg 101 Lounge 8D32PF(UP/DN)4 2 4 8 32 4 0.93 4,000 3,712

1637 Taxi Bldg 101 Lounge D32PF(UP/DN)2 2 3 6 32 2 0.35 4,000 1,392

1638 Taxi Bldg 102 Office 24T32RF2 3 3 32 2 0.17 3,500 609

1639 Taxi Bldg H101 Hallway 24T32RF2 2 2 32 2 0.12 7,000 812

1640 Taxi Bldg 103 Restroom - Men 24T32RF2 2 2 32 2 0.12 8,760 1,016

1641 Taxi Bldg 104 Restroom - Wmn 24T32RF2 2 2 32 2 0.12 8,760 1,016

1642 Taxi Bldg 105 Storage 24T32RF2 1 1 32 2 0.06 1,500 87

1643 Taxi Bldg 106 Storage 24T32RF2 1 1 32 2 0.06 1,500 87

1644 Taxi Bldg EXTERIOR Ext Exterior C70R(MH)1 11 11 70 1 1.05 4,000 4,180

1645 Taxi Bldg EXTERIOR Ext Parking Lot R150Po(HPS)1 8 8 150 1 1.50 4,000 6,016
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1646 WWTP - Admin 101 Control Room 24T34RF(IO)4 3 2 6 34 4 0.86 7,000 6,048

1647 WWTP - Admin 101 Control Room 24T34RF(IO)4 1 1 34 4 0.14 7,000 1,008

1648 WWTP - Admin 102 Laboratory S34RF1 5 4 20 34 1 0.86 7,000 6,020

1649 WWTP - Admin H101 Hallway 12T34RF(U)1 3 3 34 1 0.13 7,000 903

1650 WWTP - Admin H101 Hallway 24B34CF4 1 1 34 4 0.14 7,000 1,008

1651 WWTP - Admin H102 Hallway 12T34RF(U)1 3 3 34 1 0.13 7,000 903

1652 WWTP - Admin 103 Utility Room I34CF1 2 2 34 1 0.09 2,000 172

1653 WWTP - Admin 104 Training Room W34CF(IO)3 6 6 34 3 0.65 2,500 1,620

1654 WWTP - Admin 105 Storage S34WF2 1 1 34 2 0.07 1,500 108

1655 WWTP - Admin 106 Locker Room - Showers S34WF2 1 1 34 2 0.07 3,500 252

1656 WWTP - Admin 107 Locker Room W34CF2 2 2 34 2 0.14 7,000 1,008

1657 WWTP - Admin 108 Locker Room 14T34RF2 1 1 34 2 0.07 7,000 504

1658 WWTP - Admin 109 Restroom - Men W34CF2 2 2 34 2 0.14 8,760 1,261

1659 WWTP - Admin 109A Storage - Custodian S34CF(WG)1 1 1 34 1 0.04 4,500 193

1660 WWTP - Admin 110 Restroom - Wmn W34CF2 1 1 34 2 0.07 8,760 631

1661 WWTP - Admin 111 Restroom - Shower W34CF2 1 1 34 2 0.07 3,500 252

1662 WWTP Admin 112 Office 24B34CF4 2 2 34 4 0 29 3 500 1 0081662 WWTP - Admin 112 Office 24B34CF4 2 2 34 4 0.29 3,500 1,008

1663 WWTP - Admin 113 Conference Room 24B34CF4 2 2 34 4 0.29 2,500 720

1664 WWTP - Admin 114 Office 24T34RF(IO)4 2 2 34 4 0.29 3,500 1,008

1665 WWTP - Admin EXTERIOR Ext Exterior Q70R(MV)1 9 9 70 1 0.86 4,000 3,420

1666 WWTP - Admin EXTERIOR Ext Flagpole Sp150PoH(R38)1 1 1 150 1 0.15 4,000 600

1667 WWTP - Trailer 101 Office - Open 24T34RF4 6 6 34 4 0.86 7,000 6,048

1668 WWTP - Trailer 102 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

1669 WWTP - Trailer 103 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

1670 WWTP - Trailer 104 Restroom Q60RI(EF)1 1 1 60 1 0.06 2,500 150

1671 WWTP - Trailer 105 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

1672 WWTP - Trailer 106 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

1673 WWTP - Trailer EXTERIOR Ext Exterior Q15W(CF)1 2 2 15 1 0.03 4,000 136

1674 WWTP - Eqpmt Bldg 101 Steam Cleaning Bay W34CF4 8 8 34 4 1.15 4,500 5,184

1675 WWTP - Eqpmt Bldg 102 Equipment Room 8W32PF(WL)4 2 2 32 4 0.23 1,500 348

1676 WWTP - Eqpmt Bldg 102 Equipment Room 8S34PF(WG)2 2 2 34 2 0.14 1,500 216

1677 WWTP - Eqpmt Bldg 103 Generator Room 8S34PF(WG)2 4 4 34 2 0.29 1,500 432

1678 WWTP - Eqpmt Bldg 104 Electrical room 8W32PF(WL)4 1 1 32 4 0.12 1,500 174

1679 WWTP - Eqpmt Bldg 105 Mechanical Room 8W60PF(TG)4 4 4 60 4 0.98 1,500 1,476

1680 WWTP - Eqpmt Bldg 106 Shop 8I34PF3 4 4 34 3 0.43 2,000 864
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1681 WWTP - Eqpmt Bldg 107 Restroom - Men 8W34CF2 1 1 34 2 0.07 8,760 631

1682 WWTP - Eqpmt Bldg 108 Mechanical Room S34PF1 1 1 34 1 0.04 1,500 65

1683 WWTP - Eqpmt Bldg 109 Office 24B34CF4 2 2 34 4 0.29 3,500 1,008

1684 WWTP - Eqpmt Bldg 110 Office 8I34PF3 2 2 34 3 0.22 3,500 756

1685 WWTP - Eqpmt Bldg EXTERIOR Ext Exterior Wp100W(HPS)1 4 4 100 1 0.51 4,000 2,048

1686 WWTP - Bldg A EXTERIOR 101 Open I40PF3 1 1 40 3 0.11 7,000 756

1687 WWTP - Bldg A EXTERIOR 101 Open I40PF3 1 3 3 40 3 0.32 7,000 2,268

1688 WWTP - Bldg A EXTERIOR 101 Open R100C(HPS)1 8 8 100 1 1.02 7,000 7,168

1689 WWTP - Bldg B EXTERIOR 101 Open I40CF3 4 4 40 3 0.43 7,000 3,024

1690 WWTP - Bldg C EXTERIOR 101 Open R100C(HPS)1 8 8 100 1 1.02 7,000 7,168

1691 WWTP - Bldg D EXTERIOR 101 Open LB250P(HPS)1 12 12 250 1 3.54 7,000 24,780

1692 WWTP - Bldg D EXTERIOR 101 Open WP100(HPS)1 6 6 100 1 0.77 7,000 5,376

1693 WWTP EXTERIOR Ext Access Roads R400Po(HPS)1 16 16 400 1 7.44 4,000 29,759

1694 WWTP EXTERIOR Ext Access Roads I100Po(HPS)1 60 60 100 1 7.68 4,000 30,718

1695 Desert Highland Unity Center 001 Office W34CF2 3 3 34 2 0.22 3,500 756

1696 Desert Highland Unity Center 002 Weight Room 24T32RF(Lou)2 2 4 8 32 2 0.46 1,500 696

1697 Desert Highland Unity Center 002 Weight Room 24T32RF(Lou)2 2 2 4 32 2 0 23 1 500 3481697 Desert Highland Unity Center 002 Weight Room 24T32RF(Lou)2 2 2 4 32 2 0.23 1,500 348

1698 Desert Highland Unity Center 002a Closet Q100CI1 1 1 100 1 0.10 1,500 150

1699 Desert Highland Unity Center 003 Electrical room S34RF2 1 4 4 34 2 0.29 1,500 432

1700 Desert Highland Unity Center 004 Boys Restroom W34CF2 1 1 34 2 0.07 2,500 180

1701 Desert Highland Unity Center 004 Boys Restroom W34WF2 1 1 34 2 0.07 2,500 180

1702 Desert Highland Unity Center 005 Girls Restroom W34CF2 1 1 34 2 0.07 2,500 180

1703 Desert Highland Unity Center 005 Girls Restroom W32WF2 1 1 32 2 0.06 2,500 145

1704 Desert Highland Unity Center 006 Storage 24T32RF4 1 1 32 4 0.11 1,500 168

1705 Desert Highland Unity Center 007 Kitchen W32CF2 1 3 3 32 2 0.17 7,000 1,218

1706 Desert Highland Unity Center 007 Kitchen W32CF2 1 2 2 32 2 0.12 7,000 812

1707 Desert Highland Unity Center 007 Kitchen hood J40CI1 2 2 40 1 0.08 7,000 560

1708 Desert Highland Unity Center 008 Gym HB400P(MH)1 24 24 400 1 10.99 3,500 38,472

1709 Desert Highland Unity Center 008 Gym X(g/b)3W(LED)1 2 2 3 1 0.01 8,760 53

1710 Desert Highland Unity Center 008 Gym Q500CI(Dim)1 9 9 500 1 4.50 3,500 15,750

1711 Desert Highland Unity Center 009 Games Room 24T32RF(Lou)2 14 2 28 32 2 1.62 4,000 6,496

1712 Desert Highland Unity Center 009 Games Room X(g/b)3W(LED)1 2 2 3 1 0.01 8,760 53

1713 Desert Highland Unity Center 010 Entrance C18R(CF)1 2 2 18 1 0.04 8,760 315

1714 Desert Highland Unity Center 010 Entrance R18C(CF)2 4 4 18 2 0.14 8,760 1,261

1715 Desert Highland Unity Center 010 Entrance S32RF1 3 3 32 1 0.09 8,760 815
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1716 Desert Highland Unity Center 011 Multipurpose Room 14B34CF2 8 5 40 34 2 2.88 2,500 7,199

1717 Desert Highland Unity Center 011 Multipurpose Room X(g/b)3W(LED)1 2 2 3 1 0.01 8,760 53

1718 Desert Highland Unity Center 012 Lobby Q10C(CF)2 6 6 10 2 0.12 7,000 840

1719 Desert Highland Unity Center 012 Lobby X(g/b)3W(LED)1 2 2 3 1 0.01 8,760 53

1720 Desert Highland Unity Center 013 Office 6S55CF2 1 1 55 2 0.11 3,500 378

1721 Desert Highland Unity Center 014 Mens Room W32CF2 1 1 32 2 0.06 8,760 508

1722 Desert Highland Unity Center 014 Mens Room Rsolar Tube 1 1 8,760

1723 Desert Highland Unity Center 015 Womens room W32CF2 1 1 32 2 0.06 8,760 508

1724 Desert Highland Unity Center 015 Womens room Rsolar Tube 1 1 8,760

1725 Desert Highland Unity Center 016 Corridor W32CF2 2 2 32 2 0.12 7,000 812

1726 Desert Highland Unity Center 017 Meeting Room 24T32RF(Lou/IO)3 5 5 32 3 0.44 2,500 1,087

1727 Desert Highland Unity Center 017 Meeting Room C18R(CF)1 6 6 18 1 0.11 2,500 270

1728 Desert Highland Unity Center 017 Meeting Room D26W(CF)1 2 2 26 1 0.05 2,500 130

1729 Desert Highland Unity Center 017 Meeting Room X(r/b)3W(LED)1 1 1 3 1 0.00 8,760 26

1730 Desert Highland Unity Center 017 Meeting Room Fn40PI(Dim)1 4 4 40 1 0.16 2,500 400

1731 Desert Highland Unity Center 018 Reception Area Fn40PI(Dim)1 1 1 40 1 0.04 7,000 280

1732 Desert Highland Unity Center 018 Reception Area D26W(CF)1 3 3 26 1 0 08 7 000 5461732 Desert Highland Unity Center 018 Reception Area D26W(CF)1 3 3 26 1 0.08 7,000 546

1733 Desert Highland Unity Center 018 Reception Area X(r/b)3W(LED)1 1 1 3 1 0.00 8,760 26

1734 Desert Highland Unity Center 018a Reception Area Closet (Locked) X(r/b)3W(LED)1 1 1 3 1 0.00 8,760 26

1735 Desert Highland Unity Center 019 Administration D26W(CF)1 4 4 26 1 0.10 7,000 728

1736 Desert Highland Unity Center 019 Administration 24T32RF(Lou/IO)3 4 4 32 3 0.35 7,000 2,436

1737 Desert Highland Unity Center 019 Administration C18R(CF)1 5 5 18 1 0.09 7,000 630

1738 Desert Highland Unity Center 019 Administration X(g/b)3W(LED)1 17 17 3 1 0.05 8,760 447

1739 Desert Highland Unity Center EXTERIOR 020 Electrical Room (Exterior) 8S60PF2 1 1 60 2 0.12 4,000 492

1740 Desert Highland Unity Center EXTERIOR 020 Electrical Room (Exterior) Q60CI2 1 1 60 2 0.12 4,000 480

1741 Desert Highland Unity Center EXTERIOR Ext Exterior SP65WH2 1 1 65 2 0.13 4,000 520

1742 Desert Highland Unity Center EXTERIOR Ext Exterior WP250W(HPS)1 2 2 250 1 0.59 4,000 2,360

1743 Desert Highland Unity Center EXTERIOR Ext Exterior Q200W(Qtz)2 1 1 200 2 0.40 4,000 1,600

1744 Desert Highland Unity Center EXTERIOR Ext Exterior C18R(CF)1 3 3 18 1 0.05 4,000 216

1745 Desert Highland Unity Center EXTERIOR Ext Exterior W15W(CF/R)6 11 11 15 6 1.12 4,000 4,488

1746 Desert Highland Unity Center EXTERIOR Ext Parking Lot B400Po(HPS)1 1 1 400 1 0.47 4,000 1,860

1747 Desert Highland Unity Center EXTERIOR Ext Parking Lot B400Po(HPS)2 2 2 400 2 1.86 4,000 7,440

1748 Desert Highland Unity Center EXTERIOR Ext Side Walk D150Po(HPS)1 4 4 150 1 0.75 4,000 3,008

1749 Desert Highland Unity Center EXTERIOR Ext Side Walk D23P(CFS)1 8 8 23 1 0.18 4,000 736

1750 Desert Highland Unity Center EXTERIOR Ext Exterior Playground Q500Po(Qtz)2 1 1 500 2 1.00 4,000 4,000
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1751 Desert Highland Unity Center EXTERIOR Ext Exterior Playground Q500Po(Qtz)1 2 2 500 1 1.00 4,000 4,000

1752 Sunrise Co-Gen 101 Mechanical Room HB26P(CF)8 4 4 26 8 0.83 1,500 1,248

1753 Sunrise Co-Gen 101 Mechanical Room I34PF2 8 8 34 2 0.58 1,500 864

1754 Sunrise Co-Gen 101 Mechanical Room S34CF2 1 1 34 2 0.07 1,500 108

1755 Sunrise Co-Gen 101 Mechanical Room X(g/b)3W(LED)1 2 2 3 1 0.01 8,760 53

1756 Sunrise Park EXTERIOR Exterior Side Walk D150Po(MH)1 71 71 150 1 13.49 4,000 53,957

1757 Sunrise Park EXTERIOR Exterior Parking Q250Po(HPS)1 38 38 250 1 11.21 4,000 44,838

1758 Convention Center 001 Lunch Room 24T32RF2 4 4 32 2 0.23 2,000 464

1759 Convention Center 002 Women Restroom C18R(CF)1 2 2 18 1 0.04 8,760 315

1760 Convention Center 003 Men Restroom C18R(CF)1 2 2 18 1 0.04 8,760 315

1761 Convention Center 004 Conference Room 24T32RF2 3 3 32 2 0.17 2,000 348

1762 Convention Center 005 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1763 Convention Center 006 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1764 Convention Center 007 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1765 Convention Center 008 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1766 Convention Center 009 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1767 Convention Center 010 Work Room 24T32RF2 1 1 32 2 0 06 2 000 1161767 Convention Center 010 Work Room 24T32RF2 1 1 32 2 0.06 2,000 116

1768 Convention Center 011 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1769 Convention Center 012 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1770 Convention Center 013 Open Office area X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1771 Convention Center 013 Open Office area 24T32RF2 36 36 32 2 2.09 7,000 14,616

1772 Convention Center 014 Server Room I32CF2 1 2 2 32 2 0.12 3,500 406

1773 Convention Center 015 Storage S32CF(Wg)2 13 2 26 32 2 1.51 1,500 2,262

1774 Convention Center 015 Storage S32CF(Wg)2 2 2 32 2 0.12 1,500 174

1775 Convention Center 015A Upper Storage S32CF(Wg)2 8 2 16 32 2 0.93 1,500 1,392

1776 Convention Center 016 Storage S32CF(Wg)2 3 2 6 32 2 0.35 1,500 522

1777 Convention Center 017 Maintenance Shop S32CF(Wg)2 9 2 18 32 2 1.04 2,000 2,088

1778 Convention Center 007A Office D23Fn(CFS)4 1 1 23 4 0.09 3,500 322

1779 Convention Center H001 Corridor W32CF(Wg)2 5 2 10 32 2 0.58 7,000 4,060

1780 Convention Center H001 Corridor W32CF(Wg)2 3 4 12 32 2 0.70 7,000 4,872

1781 Convention Center H001 Corridor X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1782 Convention Center H001 Corridor S32WF(Wg)2 1 1 32 2 0.06 7,000 406

1783 Convention Center 018 Electrical Room S32CF(Wg)2 2 2 32 2 0.12 1,500 174

1784 Convention Center 019 Women Restroom 3W25WF(v)1 12 12 25 1 0.30 8,760 2,628

1785 Convention Center 019 Women Restroom W17WF(v)1 3 3 17 1 0.05 8,760 420
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1786 Convention Center 019 Women Restroom C18R(CF)1 6 6 18 1 0.11 8,760 946

1787 Convention Center 019A Janitor Room S32PF(Wg)2 1 1 32 2 0.06 4,500 261

1788 Convention Center 020 Men Restroom 3W25WF(v)1 11 11 25 1 0.28 8,760 2,409

1789 Convention Center 020 Men Restroom C18R(CF)1 2 2 18 1 0.04 8,760 315

1790 Convention Center 020 Men Restroom S34RF(EB)1 1 7 7 34 1 0.22 8,760 1,962

1791 Convention Center 020 Men Restroom S30RF(EB)1 1 3 3 30 1 0.09 8,760 815

1792 Convention Center 021 Operation Office 22T34RF(U)2 4 4 34 2 0.29 7,000 2,016

1793 Convention Center 022 Mechanical Room S34PF2 9 2 18 34 2 1.30 1,500 1,944

1794 Convention Center 022 Mechanical Room X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1795 Convention Center 022A Mechanical Room S34PF2 1 1 34 2 0.07 1,500 108

1796 Convention Center 022A Mechanical Room S34PF2 2 2 4 34 2 0.29 1,500 432

1797 Convention Center 022 Mechanical Room S34WF1 1 1 34 1 0.04 1,500 65

1798 Convention Center 023 Storage S34PF2 2 2 4 34 2 0.29 1,500 432

1799 Convention Center 023 Storage S34PF2 2 2 34 2 0.14 1,500 216

1800 Convention Center 024 Storage S34PF1 2 2 34 1 0.09 1,500 129

1801 Convention Center 025A Lunch Room 22T34RF(U)2 2 2 34 2 0.14 2,000 288

1802 Convention Center 025B Locker Room W34CF2 2 2 34 2 0 14 2 000 2881802 Convention Center 025B Locker Room W34CF2 2 2 34 2 0.14 2,000 288

1803 Convention Center 025B Restroom W20WF(v)2 1 1 20 2 0.05 1,500 75

1804 Convention Center 025B Restroom C18R(CF)1 1 1 18 1 0.02 1,500 27

1805 Convention Center 025C Hot Water Room C18R(CF)1 1 1 18 1 0.02 1,500 27

1806 Convention Center 025D Office Supply W32CF2 4,500

1807 Convention Center 025D Office S32CF(Wg)2 1 2 2 32 2 0.12 3,500 406

1808 Convention Center 025D Office 22T34RF(U)2 1 2 2 34 2 0.14 3,500 504

1809 Convention Center 025 Lobby 22T34RF(U)2 3 3 34 2 0.22 7,000 1,512

1810 Convention Center 025 Lobby X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1811 Convention Center 026 Restroom 3W30WF(v)1 1 1 30 1 0.05 1,500 69

1812 Convention Center 027 Bay HB250P(HPS)1 10 10 250 1 2.95 2,500 7,374

1813 Convention Center 027 Bay C150R(HPS)1 2 2 150 1 0.38 2,500 950

1814 Convention Center H002 Corridor 1 West X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1815 Convention Center H002 Corridor 1 West W34PF2 7 7 34 2 0.50 7,000 3,528

1816 Convention Center 028 Communication S34PF2 2 2 34 2 0.14 1,500 216

1817 Convention Center 029 Electrical Room S34PF2 2 2 4 34 2 0.29 1,500 432

1818 Convention Center 029 Electrical Room S34PF2 1 1 34 2 0.07 1,500 108

1819 Convention Center 30 Green Room 24T34RF(Lou)4 5 5 34 4 0.72 2,000 1,440

1820 Convention Center 030A Green Room RR C18R(CF)2 1 1 18 2 0.04 1,500 54
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1821 Convention Center 030A Green Room RR S34RF1 1 1 1 34 1 0.04 1,500 65

1822 Convention Center 030A Green Room RR 3S30RF1 1 1 1 30 1 0.05 1,500 69

1823 Convention Center 031 Dressing Room West D40WI(v)7 2 2 40 7 0.56 1,500 840

1824 Convention Center 031 Dressing Room West 24T34RF(Lou)3 2 2 34 3 0.22 1,500 324

1825 Convention Center 031 Dressing Room West C18R(CF)2 1 1 18 2 0.04 1,500 54

1826 Convention Center 031A Dressing Room West Shwer Rm Q65RI1 1 1 65 1 0.07 1,500 98

1827 Convention Center 031B Dressing Room West RR Q65RI1 1 1 65 1 0.07 1,500 98

1828 Convention Center 031B Dressing Room West RR S34RF1 1 2 2 34 1 0.09 1,500 129

1829 Convention Center 032 Dressing Room East D40WI(v)7 2 2 40 7 0.56 1,500 840

1830 Convention Center 032 Dressing Room East 24T34RF(Lou)3 2 2 34 3 0.22 1,500 324

1831 Convention Center 032 Dressing Room East C18R(CF)2 1 1 18 2 0.04 1,500 54

1832 Convention Center 032A Dressing Room East Shwer Rm Q65RI1 1 1 65 1 0.07 1,500 98

1833 Convention Center 032B Dressing Room East RR Q65RI1 1 1 65 1 0.07 1,500 98

1834 Convention Center 032B Dressing Room East RR S34RF1 1 2 2 34 1 0.09 1,500 129

1835 Convention Center 033 Seucrity Office 24T34RF(Lou)3 3 3 34 3 0.32 2,250 729

1836 Convention Center 033A Seucrity Office RR C18R(CF)2 2,250

1837 Convention Center 033A Seucrity Office RR S34RF1 1 2 2 34 1 0 09 2 250 1931837 Convention Center 033A Seucrity Office RR S34RF1 1 2 2 34 1 0.09 2,250 193

1838 Convention Center 034 Electrical Room S34PF1 2 2 4 34 1 0.17 1,500 258

1839 Convention Center H003 Corridor 24T34RF3 4 4 34 3 0.43 7,000 3,024

1840 Convention Center H003 Corridor C18R(CF)2 2 2 18 2 0.07 7,000 504

1841 Convention Center H003 Corridor X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1842 Convention Center H004 Corridor W32WF(Wg)4 9 2 18 32 4 2.09 7,000 14,616

1843 Convention Center H004 Corridor W32WF(Wg)4 14 14 32 4 1.62 7,000 11,368

1844 Convention Center H004 Corridor X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1845 Convention Center H004 Corridor 24T34RF3 8 8 34 3 0.86 7,000 6,048

1846 Convention Center H004 Corridor X(Luminar)1 3 3 1 8,760

1847 Convention Center 035 Electrical Room D W34PF4 2 2 34 4 0.29 1,500 432

1848 Convention Center 036 Electrical Room E S32PF2 1 2 2 32 2 0.12 1,500 174

1849 Convention Center 037 Hot Water Room S32PF2 1 1 32 2 0.06 1,500 87

1850 Convention Center 038 Kitchen North 24T32RF(IO)3 14 14 32 3 1.22 7,000 8,526

1851 Convention Center 038 Kitchen Hood North J60CI1 12 12 60 1 0.72 7,000 5,040

1852 Convention Center 038A Walk in Cooler North J60CI1 11 11 60 1 0.66 4,500 2,970

1853 Convention Center 039 Chiller Plant W32CF(vt)3 2 2 32 3 0.17 1,500 261

1854 Convention Center 039 Chiller Plant S34PF1 5 2 10 34 1 0.43 1,500 645

1855 Convention Center 039 Chiller Plant S34PF1 1 1 34 1 0.04 1,500 65
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1856 Convention Center 039 Chiller Plant S34PF2 1 1 34 2 0.07 1,500 108

1857 Convention Center 039 Chiller Plant S32PF2 1 2 2 32 2 0.12 1,500 174

1858 Convention Center 039 Chiller Plant W34PF4 4 4 34 4 0.58 1,500 864

1859 Convention Center 040 Electrical Room B S32CF(Wg)2 2 2 4 32 2 0.23 1,500 348

1860 Convention Center 041 Transformer Room EM60WH2 1 1 60 2 0.12 1,500 180

1861 Convention Center 042 Generator Room EM60WH2 1 1 60 2 0.12 1,500 180

1862 Convention Center 043 Primrose Ballroom A D400P(MH)1 15 15 400 1 6.87 2,000 13,739

1863 Convention Center 043 Primrose Ballroom A C42P(CF)2 31 31 42 2 2.60 2,000 5,208

1864 Convention Center 043 Primrose Ballroom A D400W(up/MH/dim)1 16 16 400 1 7.33 2,000 14,655

1865 Convention Center 043 Primrose Ballroom A X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1866 Convention Center 043 Primrose Ballroom A X(Luminar)1 2 2 1 8,760

1867 Convention Center 044 Primrose Ballroom B D400P(MH)1 20 20 400 1 9.16 2,000 18,319

1868 Convention Center 044 Primrose Ballroom B D400W(up/MH/dim)1 6 6 400 1 2.75 2,000 5,496

1869 Convention Center 044 Primrose Ballroom B C42P(CF)2 35 35 42 2 2.94 2,000 5,880

1870 Convention Center 044 Primrose Ballroom B X(r/b)3C(LED)1 4 4 3 1 0.01 8,760 105

1871 Convention Center 044 Primrose Ballroom B X(Luminar)1 4 4 1 8,760

1872 Convention Center 045 Primrose Ballroom C/D D400P(MH)1 10 10 400 1 4 58 2 000 9 1601872 Convention Center 045 Primrose Ballroom C/D D400P(MH)1 10 10 400 1 4.58 2,000 9,160

1873 Convention Center 045 Primrose Ballroom C/D C42P(CF)2 32 32 42 2 2.69 2,000 5,376

1874 Convention Center 045 Primrose Ballroom C/D D400W(up/MH/dim)1 13 13 400 1 5.95 2,000 11,907

1875 Convention Center 045 Primrose Ballroom C/D X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1876 Convention Center 045 Primrose Ballroom C/D X(Luminar)1 5 5 1 8,760

1877 Convention Center 045 Primrose Ballroom C/D C26R(CF)1 4 4 26 1 0.10 2,000 208

1878 Convention Center 046 Oasis 1 HB400P(MH)1 80 80 400 1 36.64 2,000 73,276

1879 Convention Center 046 Oasis 1 HB400R(MH)1 16 16 400 1 7.33 2,000 14,655

1880 Convention Center 046 Oasis 1 X(r/b)3C(LED)1 9 9 3 1 0.03 8,760 237

1881 Convention Center 046 Oasis 1 X(Luminar)1 2 2 1 8,760

1882 Convention Center 047 Oasis 2 HB400P(MH)1 80 80 400 1 36.64 2,000 73,276

1883 Convention Center 047 Oasis 2 HB400R(MH)1 16 16 400 1 7.33 2,000 14,655

1884 Convention Center 047 Oasis 2 X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1885 Convention Center 047 Oasis 2 X(Luminar)1 3 3 1 8,760

1886 Convention Center 048 Oasis 3A HB42P(CF)8 24 24 42 8 8.06 2,000 16,127

1887 Convention Center 048 Oasis 3A HB42R(CF)8 4 4 42 8 1.34 2,000 2,688

1888 Convention Center 048 Oasis 3A X(r/b)3C(LED)1 4 4 3 1 0.01 8,760 105

1889 Convention Center 048 Oasis 3A X(Luminar)1 2 2 1 8,760

1890 Convention Center 048 Oasis 3A HB400P(MH)1 24 24 400 1 10.99 2,000 21,983
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1891 Convention Center 048 Oasis 3A HB400R(MH)1 4 4 400 1 1.83 2,000 3,664

1892 Convention Center 049 Oasis 3B HB42P(CF)8 20 20 42 8 6.72 2,000 13,439

1893 Convention Center 049 Oasis 3B HB400P(MH)1 20 20 400 1 9.16 2,000 18,319

1894 Convention Center 049 Oasis 3B HB400R(MH)1 4 4 400 1 1.83 2,000 3,664

1895 Convention Center 049 Oasis 3B X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1896 Convention Center 049 Oasis 3B X(Luminar)1 1 1 1 8,760

1897 Convention Center 050 Oasis 4 HB42P(CF)8 122 122 42 8 40.99 2,000 81,980

1898 Convention Center 050 Oasis 4 X(r/b)3C(LED)1 10 10 3 1 0.03 8,760 263

1899 Convention Center 050 Oasis 4 X(Luminar)1 6 6 1 8,760

1900 Convention Center 051 Main Lobby Q55W(CF)1 95 95 55 1 5.23 7,000 36,575

1901 Convention Center 051 Main Lobby C50RH(M16)1 41 41 50 1 2.05 7,000 14,350

1902 Convention Center 051 Main Lobby X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1903 Convention Center 051 Main Lobby X(Luminar)1 3 3 1 8,760

1904 Convention Center 051 Main Lobby C500Gr(MH/PAR38)1 4 4 500 1 2.00 7,000 14,000

1905 Convention Center 051 Main Lobby D175W(up/MH)1 3 3 175 1 0.65 7,000 4,515

1906 Convention Center 051A Information Desk C18R(CF)2 5 5 18 2 0.18 3,500 630

1907 Convention Center 051A Information Desk S32CF(Wg)2 1 1 32 2 0 06 3 500 2031907 Convention Center 051A Information Desk S32CF(Wg)2 1 1 32 2 0.06 3,500 203

1908 Convention Center 051A Information Office S32WF(Wg)2 2 2 4 32 2 0.23 3,500 812

1909 Convention Center 052B Main Corridor C42R(CF)2 46 46 42 2 3.86 7,000 27,048

1910 Convention Center 052B Main Corridor C50RH(PAR20)1 104 104 50 1 5.20 7,000 36,400

1911 Convention Center 052B Main Corridor D50WI(PAR20)1 6 6 50 1 0.30 7,000 2,100

1912 Convention Center 052B Main Corridor X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

1913 Convention Center 052B Main Corridor X(r)6RF1 1 1 6 1 0.01 8,760 53

1914 Convention Center 052B Main Corridor X(Luminar)1 7 7 1 8,760

1915 Convention Center 052 Kitchen Area 24T32RF3 24 24 32 3 2.09 7,000 14,616

1916 Convention Center 052 Kitchen Area X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1917 Convention Center 053 Office 24T32RF3 1 1 32 3 0.09 3,500 305

1918 Convention Center 054 Office 24T32RF2 2 2 32 2 0.12 3,500 406

1919 Convention Center 055 Office 24T32RF3 1 1 32 3 0.09 3,500 305

1920 Convention Center 056 Storage 24T32RF3 1 1 32 3 0.09 1,500 131

1921 Convention Center 057 Office 24T32RF3 1 1 32 3 0.09 3,500 305

1922 Convention Center 058 Loading Dock S32PF2 5 5 32 2 0.29 2,000 580

1923 Convention Center 058 Loading Dock X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1924 Convention Center 059 Custodianl X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1925 Convention Center 059 Custodianl 24T32RF2 4 4 32 2 0.23 1,500 348
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1926 Convention Center 059A Women Restroom C13R(CF)1 1 1 13 1 0.01 8,760 114

1927 Convention Center 059B Men Restroom C13R(CF)1 1 1 13 1 0.01 8,760 114

1928 Convention Center 060 Walk in Cooler W32CF(vt)2 4 4 32 2 0.23 4,500 1,044

1929 Convention Center 061 Dry Storage 24T32RF2 3 3 32 2 0.17 1,500 261

1930 Convention Center 062 Storage 24T32RF2 14 14 32 2 0.81 1,500 1,218

1931 Convention Center 062 Storage X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1932 Convention Center 063 Cooler J60CI1 3 3 60 1 0.18 4,500 810

1933 Convention Center 064 Cooler J60CI1 1 1 60 1 0.06 4,500 270

1934 Convention Center 065 Pots and Pans Storage 24T32RF2 6 6 32 2 0.35 4,500 1,566

1935 Convention Center 065 Pots and Pans Storage X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1936 Convention Center 065A Cooler W32CF(vt)2 4 4 32 2 0.23 4,500 1,044

1937 Convention Center 066 Palm Grove 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1938 Convention Center 066 Palm Grove C50RH(PAR20)1 16 16 50 1 0.80 2,000 1,600

1939 Convention Center 066 Palm Grove X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1940 Convention Center 067 Storage By Palm Grove C75RH(PAR38)1 8 8 75 1 0.60 1,500 900

1941 Convention Center 068 Mesquite A 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1942 Convention Center 068 Mesquite A C50RH(PAR20)1 18 18 50 1 0 90 2 000 1 8001942 Convention Center 068 Mesquite A C50RH(PAR20)1 18 18 50 1 0.90 2,000 1,800

1943 Convention Center 068 Mesquite A X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1944 Convention Center 069 Mesquite B 22T34RF(U)2 18 18 34 2 1.30 2,000 2,592

1945 Convention Center 069 Mesquite B C50RH(PAR20)1 38 38 50 1 1.90 2,000 3,800

1946 Convention Center 069 Mesquite B X(r/b)3C(LED)1 3 3 3 1 0.01 8,760 79

1947 Convention Center 070 Mesquite C 22T34RF(U)2 18 18 34 2 1.30 2,000 2,592

1948 Convention Center 070 Mesquite C C50RH(PAR20)1 40 40 50 1 2.00 2,000 4,000

1949 Convention Center 070 Mesquite C X(r/b)3C(LED)1 4 4 3 1 0.01 8,760 105

1950 Convention Center 071 Lobby/Entrance C50RH(PAR20)1 8 8 50 1 0.40 7,000 2,800

1951 Convention Center 071 Lobby/Entrance C26R(CF)1 8 8 26 1 0.21 7,000 1,456

1952 Convention Center 072 Lobby/Entrance C50RH(PAR20)1 16 16 50 1 0.80 7,000 5,600

1953 Convention Center 073 Mesquite D 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1954 Convention Center 073 Mesquite D C50RH(PAR20)1 20 20 50 1 1.00 2,000 2,000

1955 Convention Center 073 Mesquite D X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1956 Convention Center 074 Mesquite E 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1957 Convention Center 074 Mesquite E C50RH(PAR20)1 20 20 50 1 1.00 2,000 2,000

1958 Convention Center 074 Mesquite E X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1959 Convention Center 075 Mesquite F 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1960 Convention Center 075 Mesquite F C50RH(PAR20)1 20 20 50 1 1.00 2,000 2,000
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1961 Convention Center 075 Mesquite F X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1962 Convention Center 076 Mesquite G 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1963 Convention Center 076 Mesquite G C50RH(PAR20)1 20 20 50 1 1.00 2,000 2,000

1964 Convention Center 076 Mesquite G X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1965 Convention Center 077 Mesquite H 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1966 Convention Center 077 Mesquite H C50RH(PAR20)1 18 18 50 1 0.90 2,000 1,800

1967 Convention Center 077 Mesquite H X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1968 Convention Center H005 Corridor W34PF4 23 23 34 4 3.31 7,000 23,184

1969 Convention Center H005 Corridor X(r/b)3C(LED)1 4 4 3 1 0.01 8,760 105

1970 Convention Center H006 Corridor C50RH(PAR20)1 27 27 50 1 1.35 7,000 9,450

1971 Convention Center 078 Pantry Room 24T34RF3 4 4 34 3 0.43 1,500 648

1972 Convention Center 078 Pantry Room X(r/b)3C(LED)1 1 1 3 1 0.00 8,760 26

1973 Convention Center 079 Electrical Room S32WF(Wg)2 1 1 32 2 0.06 1,500 87

1974 Convention Center 080 Women Restroom 3W25WF1 13 13 25 1 0.33 8,760 2,847

1975 Convention Center 080 Women Restroom C26R(CF)1 1 1 26 1 0.03 8,760 228

1976 Convention Center 080 Women Restroom S34CF1 1 7 7 34 1 0.30 8,760 2,637

1977 Convention Center 081 Men Restroom 3W25WF1 11 11 25 1 0 28 8 760 2 4091977 Convention Center 081 Men Restroom 3W25WF1 11 11 25 1 0.28 8,760 2,409

1978 Convention Center 081 Men Restroom C26R(CF)1 1 1 26 1 0.03 8,760 228

1979 Convention Center 081 Men Restroom S34CF1 1 7 7 34 1 0.30 8,760 2,637

1980 Convention Center 081 Men Restroom 3W30CF1 1 1 1 30 1 0.05 8,760 403

1981 Convention Center 082 Smoke "F" Conference Room 22T34RF(U)2 12 12 34 2 0.86 2,000 1,728

1982 Convention Center 082 Smoke "F" Conference Room S34CF2 4 7 28 34 2 2.02 2,000 4,032

1983 Convention Center 082 Smoke "F" Conference Room S34CF2 2 1 2 34 2 0.14 2,000 288

1984 Convention Center H008 Corridor W32CF3 11 11 32 3 0.96 7,000 6,699

1985 Convention Center H008 Corridor X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1986 Convention Center H008 Corridor C18C(CF)2 6 6 18 2 0.22 7,000 1,512

1987 Convention Center 083 Smoke "A" Conference Room S34CF2 2 7 14 34 2 1.01 2,000 2,016

1988 Convention Center 083 Smoke "A" Conference Room S34CF2 2 4 8 34 2 0.58 2,000 1,152

1989 Convention Center 083 Smoke "A" Conference Room 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

1990 Convention Center 083 Smoke "A" Conference Room C42R(CF)2 14 14 42 2 1.18 2,000 2,352

1991 Convention Center 083 Smoke "A" Conference Room X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1992 Convention Center 084 Smoke "B" Conference Room S34CF2 2 7 14 34 2 1.01 2,000 2,016

1993 Convention Center 084 Smoke "B" Conference Room S34CF2 2 4 8 34 2 0.58 2,000 1,152

1994 Convention Center 084 Smoke "B" Conference Room C42R(CF)2 12 12 42 2 1.01 2,000 2,016

1995 Convention Center 084 Smoke "B" Conference Room 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296
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1996 Convention Center 084 Smoke "B" Conference Room X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

1997 Convention Center 085 Smoke "C" Conference Room S34CF2 4 7 28 34 2 2.02 2,000 4,032

1998 Convention Center 085 Smoke "C" Conference Room S34CF2 4 4 16 34 2 1.15 2,000 2,304

1999 Convention Center 085 Smoke "C" Conference Room 22T34RF(U)2 18 18 34 2 1.30 2,000 2,592

2000 Convention Center 085 Smoke "C" Conference Room C42R(CF)2 24 24 42 2 2.02 2,000 4,032

2001 Convention Center 085 Smoke "C" Conference Room X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

2002 Convention Center 086 Smoke "D" Conference Room 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

2003 Convention Center 086 Smoke "D" Conference Room C42R(CF)2 2,000

2004 Convention Center 086 Smoke "D" Conference Room X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

2005 Convention Center 086 Smoke "D" Conference Room S34CF2 2 7 14 34 2 1.01 2,000 2,016

2006 Convention Center 086 Smoke "D" Conference Room S34CF2 2 4 8 34 2 0.58 2,000 1,152

2007 Convention Center 087 Smoke "E" Conference Room S34CF2 2 7 14 34 2 1.01 2,000 2,016

2008 Convention Center 087 Smoke "E" Conference Room S34CF2 2 4 8 34 2 0.58 2,000 1,152

2009 Convention Center 087 Smoke "E" Conference Room 22T34RF(U)2 9 9 34 2 0.65 2,000 1,296

2010 Convention Center 087 Smoke "E" Conference Room C42R(CF)2 12 12 42 2 1.01 2,000 2,016

2011 Convention Center 087 Smoke "E" Conference Room X(r/b)3C(LED)1 2 2 3 1 0.01 8,760 53

2012 Convention Center H007 Corridor C50RH(M16)1 15 15 50 1 0 75 7 000 5 2502012 Convention Center H007 Corridor C50RH(M16)1 15 15 50 1 0.75 7,000 5,250

2013 Convention Center H007 Corridor C50RH(PAR20)1 64 64 50 1 3.20 7,000 22,400

2014 Convention Center 088 Board Room "A" 3W30CF1 2 2 4 30 1 0.18 2,000 368

2015 Convention Center 088 Board Room "A" S34CF1 2 4 8 34 1 0.34 2,000 688

2016 Convention Center 088 Board Room "A" C50RH(M16)1 3 3 50 1 0.15 2,000 300

2017 Convention Center 089 Board Room "B" C50RH(M16)1 8 8 50 1 0.40 2,000 800

2018 Convention Center 089 Board Room "B" D75PI4 2 2 75 4 0.60 2,000 1,200

2019 Convention Center 089 Board Room "B" C75TrH(PAR30)1 1 1 75 1 0.08 2,000 150

2020 Convention Center 201 Electrical Room S34PF2 3 2 6 34 2 0.43 1,500 648

2021 Convention Center 202 Office 24T34RF4 4 4 34 4 0.58 3,500 2,016

2022 Convention Center 203 Storage 24T34RF4 3 3 34 4 0.43 1,500 648

2023 Convention Center 204 Mechanical S34PF1 4 2 8 34 1 0.34 1,500 516

2024 Convention Center 205 Electrical Room C150R(HPS)1 4 4 150 1 0.76 1,500 1,140

2025 Convention Center 206 Conference Room 24T34RF4 6 6 34 4 0.86 2,000 1,728

2026 Convention Center 206 Conference Room C56RI1 1 1 56 1 0.06 2,000 112

2027 Convention Center 206 Conference Room D26WI(up)1 1 1 26 1 0.03 2,000 52

2028 Convention Center 207 Mechanical S34PF2 10 2 20 34 2 1.44 1,500 2,160

2029 Convention Center 207A Server S34PF2 2 2 34 2 0.14 3,500 504

2030 Convention Center 208 Office 24T34RF(IO)4 4 4 34 4 0.58 3,500 2,016
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2031 Convention Center 209 Office 24T34RF(IO)4 4 4 34 4 0.58 3,500 2,016

2032 Convention Center 210 Office 24T34RF(IO)4 6 6 34 4 0.86 3,500 3,024

2033 Convention Center 211 Restroom 3W30WF(v)1 1 1 30 1 0.05 1,500 69

2034 Convention Center 212 Office 24T34RF(IO)4 4 4 34 4 0.58 3,500 2,016

2035 Convention Center 212A Office 24T34RF(IO)4 4 4 34 4 0.58 3,500 2,016

2036 Convention Center H201 Corridor 22T34RF(U)2 8 8 34 2 0.58 7,000 4,032

2037 Convention Center H201 Corridor X(r/b)3C(LED)1 5 5 3 1 0.02 8,760 131

2038 Convention Center S201 Stairs W(c)34WF2 2 2 34 2 0.14 7,000 1,008

2039 Convention Center S201 Stairs C18R(CF)1 1 1 18 1 0.02 7,000 126

2040 Convention Center S202 Stairs W(c)34WF2 2 2 34 2 0.14 7,000 1,008

2041 Convention Center S202 Stairs C18R(CF)1 1 1 18 1 0.02 7,000 126

2042 Convention Center EXTERIOR Outside Exterior Light (dock#1) W32CF3 5 5 32 3 0.44 4,000 1,740

2043 Convention Center EXTERIOR Outside Exterior Light (dock#1) C18R(CF)1 1 1 18 1 0.02 4,000 72

2044 Convention Center EXTERIOR Outside Exterior Light (dock#2) Q175W(MH)1 2 2 175 1 0.43 4,000 1,720

2045 Convention Center EXTERIOR Outside Exterior Light (drive way) Q250W(HPS)1 9 9 250 1 2.66 4,000 10,619

2046 Convention Center EXTERIOR Outside Exterior Light (dock #3) W32CF(vt)2 6 3 18 32 2 1.04 4,000 4,176

2047 Convention Center EXTERIOR Outside Exterior Light (dock #3) W32CF(vt)2 2 2 4 32 2 0 23 4 000 9282047 Convention Center EXTERIOR Outside Exterior Light (dock #3) W32CF(vt)2 2 2 4 32 2 0.23 4,000 928

2048 Convention Center EXTERIOR Outside Exterior Light Q18Gr(CF)1 60 60 18 1 1.08 4,000 4,320

2049 Convention Center EXTERIOR Outside Exterior Light C150Gr(MH)1 10 10 150 1 1.90 4,000 7,600

2050 Convention Center EXTERIOR Outside Exterior Light C150Po(MH)1 31 31 150 1 5.89 4,000 23,559

2051 Convention Center EXTERIOR Outside Exterior Light C175Gr(MH/PAR30)1 44 44 175 1 9.46 4,000 37,838

2052 Convention Center EXTERIOR Outside Exterior Light C300PoH1 5 5 300 1 1.50 4,000 6,000

2053 Convention Center EXTERIOR Outside Exterior Light C75RH(PAR20)1 8 8 75 1 0.60 4,000 2,400

2054 Convention Center EXTERIOR Outside Exterior Light C40R(CF)1 3 3 40 1 0.12 4,000 480

2055 Convention Center EXTERIOR Outside Exterior Light WP175W(MH)1 4 4 175 1 0.86 4,000 3,440

2056 Convention Center EXTERIOR Outside Exterior Light Q50Gr(LED)1 3 3 50 1 0.15 4,000 600

2057 Convention Center EXTERIOR Outside Exterior Light C18R(CF/PAR38)1 30 30 18 1 0.54 4,000 2,160

2058 Convention Center EXTERIOR Outside Parking Lot Q175Po(MH)1 12 12 175 1 2.58 4,000 10,319

2059 Convention Center EXTERIOR Outside Parking Lot Q175Po(MH)2 17 17 175 2 7.31 4,000 29,239

2060 Fire Station No. 1 001 Lobby Office W32CF2 4 4 32 2 0.23 3,500 812

2061 Fire Station No. 1 002 Office W32CF2 2 2 32 2 0.12 3,500 406

2062 Fire Station No. 1 02A Restroom O100WI1 1 1 100 1 0.10 1,500 150

2063 Fire Station No. 1 02B Storage O100WH(PAR38)1 1 1 100 1 0.10 1,500 150

2064 Fire Station No. 1 003 Weight Room W34CF4 2 2 34 4 0.29 1,500 432

2065 Fire Station No. 1 004 Day Room/Dining W32CF2 2 2 32 2 0.12 2,000 232
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2066 Fire Station No. 1 004 Day Room/Dining D100CI1 2 2 100 1 0.20 2,000 400

2067 Fire Station No. 1 004A Kitchen W34CF4 2 2 4 34 4 0.58 7,000 4,032

2068 Fire Station No. 1 H001 Corridor Q75CI2 1 1 75 2 0.15 7,000 1,050

2069 Fire Station No. 1 005 Restroom W32CF2 1 3 3 32 2 0.17 1,500 261

2070 Fire Station No. 1 006 Dorm Room D300CI1 6 6 300 1 1.80 2,500 4,499

2071 Fire Station No. 1 007 Fire Truck Bays 24HB54PF4 8 8 54 4 1.87 2,500 4,679

2072 Fire Station No. 1 007 Fire Truck Bays W34WF2 2 2 34 2 0.14 2,500 360

2073 Fire Station No. 1 007A Closet O75WI1 1 1 75 1 0.08 1,500 113

2074 Fire Station No. 1 007B Closet O75WI1 1 1 75 1 0.08 1,500 113

2075 Fire Station No. 1 008 Tool Shop W32CF2 2 2 32 2 0.12 2,000 232

2076 Fire Station No. 1 8 Tool Shop Q75RI1 2 2 75 1 0.15 2,000 300

2077 Fire Station No. 1 008A Storage O75CI1 1 1 75 1 0.08 1,500 113

2078 Fire Station No. 1 009 Storage O75CI1 1 1 75 1 0.08 1,500 113

2079 Fire Station No. 2 1 Station Lobby 14T34RF2 4 7 28 34 2 2.02 7,000 14,112

2080 Fire Station No. 2 1 Station Lobby Q75RI1 2 2 75 1 0.15 7,000 1,050

2081 Fire Station No. 2 2 Office 14T34RF2 3 2 6 34 2 0.43 3,500 1,512

2082 Fire Station No 2 003 Office 14T34RF2 3 2 6 34 2 0 43 3 500 1 5122082 Fire Station No. 2 003 Office 14T34RF2 3 2 6 34 2 0.43 3,500 1,512

2083 Fire Station No. 2 004 Office 14T34RF2 3 2 6 34 2 0.43 3,500 1,512

2084 Fire Station No. 2 005 Office 14T34RF2 2 4 8 34 2 0.58 3,500 2,016

2085 Fire Station No. 2 5 Office 14T34RF2 2 2 34 2 0.14 3,500 504

2086 Fire Station No. 2 5 Office C70RI1 2 2 70 1 0.14 3,500 490

2087 Fire Station No. 2 005 Restroom 14T34RF2 1 1 34 2 0.07 1,500 108

2088 Fire Station No. 2 006 Conference Room 14T34RF2 2 4 8 34 2 0.58 2,000 1,152

2089 Fire Station No. 2 6 Conference Room 14T34RF2 2 2 34 2 0.14 2,000 288

2090 Fire Station No. 2 007 Office 14T34RF2 3 2 6 34 2 0.43 3,500 1,512

2091 Fire Station No. 2 008 Storage 14T34RF2 1 2 2 34 2 0.14 1,500 216

2092 Fire Station No. 2 009 Men Restroom 14T34RF2 1 1 34 2 0.07 8,760 631

2093 Fire Station No. 2 010 Women Restroom 14T34RF2 1 1 34 2 0.07 8,760 631

2094 Fire Station No. 2 011 Breakroom 14T34RF2 1 2 2 34 2 0.14 2,000 288

2095 Fire Station No. 2 H001 Corridor Q75RI1 4 4 75 1 0.30 7,000 2,100

2096 Fire Station No. 2 H002 Corridor Q75RI1 6 6 75 1 0.45 7,000 3,150

2097 Fire Station No. 2 012 Office 14T34RF2 6 6 34 2 0.43 3,500 1,512

2098 Fire Station No. 2 013 Office 14T34RF2 3,500

2099 Fire Station No. 2 014 Fire Truck Bays HB26P(CF)8 30 30 26 8 6.24 2,500 15,598

2100 Fire Station No. 2 14 Fire Truck Bays S34WF1 1 2 2 34 1 0.09 2,500 215
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2101 Fire Station No. 2 14 Fire Truck Bays S34WF1 1 1 34 1 0.04 2,500 107

2102 Fire Station No. 2 015 Lobby 14T34RF2 1 5 5 34 2 0.36 7,000 2,520

2103 Fire Station No. 2 15 Lobby 14T34RF2 1 3 3 34 2 0.22 7,000 1,512

2104 Fire Station No. 2 15 Lobby Q75RI1 4 4 75 1 0.30 7,000 2,100

2105 Fire Station No. 2 016 Office 14T34RF2 2 3 6 34 2 0.43 3,500 1,512

2106 Fire Station No. 2 017 Gym 14T34RF2 4 4 34 2 0.29 3,500 1,008

2107 Fire Station No. 2 018 Day Room 14T34RF2 4 4 34 2 0.29 2,000 576

2108 Fire Station No. 2 019 Dining 14T32RF2 8 8 32 2 0.46 2,000 928

2109 Fire Station No. 2 020 Kitchen 14T32RF2 2 3 6 32 2 0.35 7,000 2,436

2110 Fire Station No. 2 20 Kitchen J75CI1 2 2 75 1 0.15 7,000 1,050

2111 Fire Station No. 2 021 Storage Q75RI1 2 2 75 1 0.15 1,500 225

2112 Fire Station No. 2 022 Dorm 14T34RF2 2 4 8 34 2 0.58 2,500 1,440

2113 Fire Station No. 2 H003 Corridor 14T34RF2 7 7 34 2 0.50 7,000 3,528

2114 Fire Station No. 2 023 Storage Q75RI1 1 1 75 1 0.08 1,500 113

2115 Fire Station No. 2 024 Office 14T34RF2 3 3 34 2 0.22 3,500 756

2116 Fire Station No. 2 025 Locker Room 14T34RF2 2 2 4 34 2 0.29 2,000 576

2117 Fire Station No 2 25 Locker Room 14T34RF2 2 2 34 2 0 14 2 000 2882117 Fire Station No. 2 25 Locker Room 14T34RF2 2 2 34 2 0.14 2,000 288

2118 Fire Station No. 2 025A Shower Room 14T34RF2 1 1 34 2 0.07 2,000 144

2119 Fire Station No. 2 005B Storage 14T34RF2 1 1 34 2 0.07 1,500 108

2120 Fire Station No. 2 005C Restroom 14T34RF2 1 2 2 34 2 0.14 1,500 216

2121 Fire Station No. 2 005C Restroom 14T34RF2 1 1 34 2 0.07 1,500 108

2122 Fire Station No. 2 H005 Corridor 14T34RF2 4 4 34 2 0.29 7,000 2,016

2123 Fire Station No. 2 026 Dorm 14T34RF2 4 4 34 2 0.29 2,500 720

2124 Fire Station No. 2 027 Medical Supply 14T34RF2 1 1 34 2 0.07 1,500 108

2125 Fire Station No. 2 028 Laundry Room 14T34RF2 3 3 34 2 0.22 2,000 432

2126 Fire Station No. 2 029A Storage W34CF2 2 2 34 2 0.14 1,500 216

2127 Fire Station No. 2 029 Storage 14T34RF2 2 2 4 34 2 0.29 1,500 432

2128 Fire Station No. 2 30 Mechanical Room W34CF2 2 2 34 2 0.14 1,500 216

2129 Fire Station No. 2 031 Mechanical Room I75CH(PAR38)1 1 1 75 1 0.08 1,500 113

2130 Fire Station No. 2 '032 Mechanical Room I26C(CF)1 1 1 26 1 0.03 1,500 39

2131 Fire Station No. 2 033 Storage 14B32CF3 2 2 32 3 0.17 1,500 261

2132 Fire Station No. 2 034 Office W32PF2 1 2 7 9 32 2 0.52 3,500 1,827

2133 Fire Station No. 2 35 Hose Storage 8W32CF(vt)4 2 2 32 4 0.23 4,500 1,044

2134 Fire Station No. 2 036 Mechanical Room 8S32WF4 1 1 32 4 0.12 1,500 174

2135 Fire Station No. 2 037 Mechanical Room WP26W(CF)2 2 2 26 2 0.10 1,500 156
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2136 Fire Station No. 2 037A Storage Area 8W32CF4 2 2 32 4 0.22 1,500 336

2137 Fire Station No. 2 EXTERIOR Outside Exterior Light WP150W(HPS)1 9 9 150 1 1.71 4,000 6,840

2138 Fire Station No. 2 EXTERIOR Outside Exterior Light C100R(HPS)1 4 4 100 1 0.55 4,000 2,208

2139 Fire Station No. 2 EXTERIOR Outside Exterior Light WP26W(CF)1 1 1 26 1 0.03 4,000 104

2140 Fire Station No. 2 EXTERIOR Outside Exterior Light J100WI1 4 4 100 1 0.40 4,000 1,600

2141 Fire Station No. 2 EXTERIOR Outside Exterior Light O75WH(PAR38)2 1 1 75 2 0.15 4,000 600

2142 Fire Station No. 2 EXTERIOR Outside Exterior Light B34WF2 1 1 34 2 0.07 4,000 288

2143 Fire Station No. 2 EXTERIOR Outside Exterior Light B34WF2 1 1 34 2 0.07 4,000 288

2144 Fire Station No. 2 EXTERIOR Outside Exterior Light C75CH(PAR38)1 19 19 75 1 1.43 4,000 5,700

2145 Fire Station No. 2 EXTERIOR Outside Exterior Light O75WH(PAR38)1 1 1 75 1 0.08 4,000 300

2146 Fire Station No. 4 001 Office 14T34RF2 3 2 6 34 2 0.43 3,500 1,512

2147 Fire Station No. 4 002 Kitchen/Dining 14T34RF2 3 2 6 34 2 0.43 7,000 3,024

2148 Fire Station No. 4 002 Kitchen/Dining C75RH(PAR38)1 3 3 75 1 0.23 7,000 1,575

2149 Fire Station No. 4 003 Weight Room 14T34RF2 1 1 34 2 0.07 1,500 108

2150 Fire Station No. 4 003A Closet O40CI1 1 1 40 1 0.04 1,500 60

2151 Fire Station No. 4 003B Restroom W20WF2 1 1 20 2 0.05 1,500 75

2152 Fire Station No 4 003B Shower Room J75CI1 1 1 75 1 0 08 2 000 1502152 Fire Station No. 4 003B Shower Room J75CI1 1 1 75 1 0.08 2,000 150

2153 Fire Station No. 4 004 Locker Room 14T34RF2 2,000

2154 Fire Station No. 4 005 Restroom S34WF2 1 2 2 34 2 0.14 1,500 216

2155 Fire Station No. 4 005 Restroom S34WF2 1 1 34 2 0.07 1,500 108

2156 Fire Station No. 4 005 Restroom Ex65RI1 2 2 65 1 0.13 1,500 195

2157 Fire Station No. 4 006 Dorm Room 14T34RF2 3 2 6 34 2 0.43 2,500 1,080

2158 Fire Station No. 4 007 Work Shop 14T34RF2 3 3 34 2 0.22 2,000 432

2159 Fire Station No. 4 007 Work Shop 14B34CF2 1 3 3 34 2 0.22 2,000 432

2160 Fire Station No. 4 007A Storage 14T34RF2 1 1 34 2 0.07 1,500 108

2161 Fire Station No. 4 007B Hose Storage 14T34RF2 2 2 34 2 0.14 4,500 648

2162 Fire Station No. 4 007C Custodian O100CI(PAR38)1 1 1 100 1 0.10 1,500 150

2163 Fire Station No. 4 008A Closet O65CI1 1 1 65 1 0.07 1,500 98

2164 Fire Station No. 4 008B Closet O65CI1 1 1 65 1 0.07 1,500 98

2165 Fire Station No. 4 008 Fire Truck Bays 24T34RF4 8 2 16 34 4 2.30 2,500 5,759

2166 Fire Station No. 4 008C Closet O65CI1 1 1 65 1 0.07 1,500 98

2167 Fire Station No. 4 008D Closet O65CI1 1 1 65 1 0.07 1,500 98

2168 Fire Station No. 4 EXTERIOR Outside Exterior Light C75CH(PAR38)1 4 4 75 1 0.30 4,000 1,200

2169 Fire Station No. 4 EXTERIOR Outside Exterior Light C75RH(PAR38)1 5 5 75 1 0.38 4,000 1,500

2170 Fire Station No. 4 EXTERIOR Outside Exterior Light C75GrH(PAR38)2 4 4 75 2 0.60 4,000 2,400
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2171 Fire Station No. 4 EXTERIOR Outside Exterior Light C75GrH(PAR38)1 1 1 75 1 0.08 4,000 300

2172 Fire Station No. 4 EXTERIOR Outside Exterior Light C75WH(PAR38)2 2 2 75 2 0.30 4,000 1,200

2173 Fire Station No. 4 EXTERIOR Outside Exterior Light Q75WI1 2 2 75 1 0.15 4,000 600

2174 Fire Station No. 4 EXTERIOR Outside Exterior Light SP13Gr(CF)1 3 3 13 1 0.04 4,000 156

2175 Leisure Center 001 Lobby Area 24T32RF(Lou)3 3 3 32 3 0.26 7,000 1,827

2176 Leisure Center 001 Lobby Area C75CH(PAR38)1 12 12 75 1 0.90 7,000 6,300

2177 Leisure Center 001 Lobby Area X(g/b)3C(LED/Com)1 1 1 3 1 0.00 8,760 26

2178 Leisure Center 002 Open Office 24T32RF(Lou)3 12 12 32 3 1.04 7,000 7,308

2179 Leisure Center 002 Open Office C75CH(PAR38)1 4 4 75 1 0.30 7,000 2,100

2180 Leisure Center 002A Office 24T32RF(Lou)3 2 2 32 3 0.17 3,500 609

2181 Leisure Center 002B Office 24T32RF(Lou)3 2 2 32 3 0.17 3,500 609

2182 Leisure Center 002C Office 24T32RF(Lou)3 2 2 32 3 0.17 3,500 609

2183 Leisure Center 003 Custodian 24T34RF4 2 2 34 4 0.29 1,500 432

2184 Leisure Center 004 Waiting Room 24T32RF(Lou)3 2 2 32 3 0.17 2,000 348

2185 Leisure Center 005 Meeting Room 24T34RF4 5 5 34 4 0.72 2,000 1,440

2186 Leisure Center 005 Meeting Room W34CF4 1 1 34 4 0.14 2,000 288

2187 Leisure Center 006 Copy Room 24T32RF4 2 2 32 4 0 22 2 000 4482187 Leisure Center 006 Copy  Room 24T32RF4 2 2 32 4 0.22 2,000 448

2188 Leisure Center 006A Restroom W65WI2 1 1 65 2 0.13 1,500 195

2189 Leisure Center 006B Closet R15C(Cir)1 1 1 15 1 0.02 1,500 23

2190 Leisure Center 007 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

2191 Leisure Center 008 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

2192 Leisure Center 009 Office 24T34RF4 3 3 34 4 0.43 3,500 1,512

2193 Leisure Center 010 Office 24T34RF4 2 2 34 4 0.29 3,500 1,008

2194 Leisure Center H001 Corridor C23R(CFS)1 3 3 23 1 0.07 7,000 483

2195 Leisure Center H001 Corridor 24T34RF4 1 1 34 4 0.14 7,000 1,008

2196 Leisure Center 011 Community Room 24T32RF4 18 18 32 4 2.02 2,500 5,039

2197 Leisure Center 012 Special Activity 24T32RF4 18 18 32 4 2.02 2,500 5,039

2198 Leisure Center 012A Restroom C23R(CFS)1 1 1 23 1 0.02 1,500 35

2199 Leisure Center 013 Custodianl O75CI1 1 1 75 1 0.08 1,500 113

2200 Leisure Center 014 Women Locker 14T34RF2 5 5 34 2 0.36 2,000 720

2201 Leisure Center 014 Women Locker C23R(CFS)1 1 1 23 1 0.02 2,000 46

2202 Leisure Center 015 Men Locker C23R(CFS)1 1 1 23 1 0.02 2,000 46

2203 Leisure Center 015 Men Locker 14T34RF2 2 2 4 34 2 0.29 2,000 576

2204 Leisure Center 015 Men Locker 14T34RF2 1 1 34 2 0.07 2,000 144

2205 Leisure Center H002 Corridor 14T34RF2 1 1 34 2 0.07 7,000 504
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2206 Leisure Center 016 Classroom 24T34RF4 2,250

2207 Leisure Center 0017 Kitchen 14T34RF2 2 6 12 34 2 0.86 7,000 6,048

2208 Leisure Center 017 Kitchen C75RI1 1 1 75 1 0.08 7,000 525

2209 Leisure Center 017A Restroom O60WI(v)3 1 1 60 3 0.18 1,500 270

2210 Leisure Center 017B Storage O15C(CF)1 1 1 15 1 0.02 1,500 23

2211 Leisure Center 018 Mechanical Room S34PF2 4 4 34 2 0.29 1,500 432

2212 Leisure Center 018 Mechanical Room C75CI(PAR38)1 1 1 75 1 0.08 1,500 113

2213 Leisure Center 019 Mechanical Room C75CI(PAR38)1 1,500

2214 Leisure Center 020 Dance Room 24T34RF4 42 42 34 4 6.05 2,500 15,118

2215 Leisure Center '020 Dance Room X(g)23W(CFS)1 4 4 23 1 0.09 8,760 806

2216 Leisure Center 020A Storage R15C(CF)2 5 5 15 2 0.15 1,500 225

2217 Leisure Center EXTERIOR Outside Exterior Light C75RI1 25 25 75 1 1.88 4,000 7,500

2218 Leisure Center EXTERIOR Outside Exterior Light J65WI1 2 2 65 1 0.13 4,000 520

2219 Leisure Center EXTERIOR Outside Exterior Light X(g)23W(CFS)1 2 2 23 1 0.05 8,760 403

2220 Leisure Center EXTERIOR Outside Exterior Light C75CH(PAR38)1 12 12 75 1 0.90 4,000 3,600

2221 Leisure Center - Pavilion 001 Lobby 22T32RF(u)3 8 8 32 3 0.70 7,000 4,872

2222 Leisure Center Pavilion 001 Lobby C16C(CF)1 10 10 16 1 0 16 7 000 1 1202222 Leisure Center - Pavilion 001 Lobby C16C(CF)1 10 10 16 1 0.16 7,000 1,120

2223 Leisure Center - Pavilion 001 Lobby C23R(CFS)1 4 4 23 1 0.09 7,000 644

2224 Leisure Center - Pavilion 001 Lobby X(g/b)3C(LED/Com)1 2 2 3 1 0.01 8,760 53

2225 Leisure Center - Pavilion 001 Lobby X6WF(HC)1 2 2 6 1 0.01 8,760 105

2226 Leisure Center - Pavilion 002 Women Restroom 24T32RF(Lou)3 1 4 4 32 3 0.35 8,760 3,048

2227 Leisure Center - Pavilion 002 Women Restroom 24T32RF(Lou)3 1 3 3 32 3 0.26 8,760 2,286

2228 Leisure Center - Pavilion 002 Women Restroom 24T32RF(Lou)3 3 3 32 3 0.26 8,760 2,286

2229 Leisure Center - Pavilion 003 Men Restroom 24T32RF(Lou)3 1 4 4 32 3 0.35 8,760 3,048

2230 Leisure Center - Pavilion 003 Men Restroom 24T32RF(Lou)3 1 2 2 32 3 0.17 8,760 1,524

2231 Leisure Center - Pavilion 003 Men Restroom 24T32RF(Lou)3 4 4 32 3 0.35 8,760 3,048

2232 Leisure Center - Pavilion 004 Office 14T34RF2 2 2 4 34 2 0.29 3,500 1,008

2233 Leisure Center - Pavilion 005 Ballroom 1 14T34RF2 16 16 34 2 1.15 2,500 2,880

2234 Leisure Center - Pavilion 005 Ballroom 1 X(g/b)3C(LED/Com)1 8 8 3 1 0.02 8,760 210

2235 Leisure Center - Pavilion 005 Ballroom 1 22400R(MH)1 16 16 400 1 7.33 2,500 18,318

2236 Leisure Center - Pavilion 005 Ballroom 1 O23TrI(PAR38)1 20 20 23 1 0.46 2,500 1,150

2237 Leisure Center - Pavilion 005 Ballroom 1 S34PF2 84 84 34 2 6.05 2,500 15,118

2238 Leisure Center - Pavilion 005A Storage O15C(CF)1 2 2 15 1 0.03 1,500 45

2239 Leisure Center - Pavilion 005B Storage C75RI1 2 2 75 1 0.15 1,500 225

2240 Leisure Center - Pavilion 005C Stage R300Ri1 6 6 300 1 1.80 2,500 4,499
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Project Name : CITY OF PALM SPRINGS - LIGHTING UPGRADES Surveyor : Brandon Wells

Building Name: CITY WIDE Survey date : 1-Sep-10

No. of No. of No. of Annual

Existing No. of Fixtures Fixtures Fixtures Watts Lamps Area's Hours Existing

Row Room Surveyed Fixtures Rows of per NOT in per Per Per Working of Annual

# Facility Name Number Locations  ID Code Fixtures Row Rows Area Lamp Fixture kW Usage kWh Comments

2241 Leisure Center - Pavilion 005D Men Dressing Room W34CF1 1,500

2242 Leisure Center - Pavilion 005D Men Dressing Room 14T34RF2 1,500

2243 Leisure Center - Pavilion 005D Restroom O60WI(v)3 1,500

2244 Leisure Center - Pavilion 005E Women Dressing Room W34CF1 1 2 2 34 1 0.09 1,500 129

2245 Leisure Center - Pavilion 005E Women Dressing Room 14T34RF2 1 2 2 34 2 0.14 1,500 216

2246 Leisure Center - Pavilion 005E Restroom O60WI(v)3 1 1 60 3 0.18 1,500 270

2247 Leisure Center - Pavilion 006 Ballroom 2 22400R(MH)1 8 8 400 1 3.66 2,500 9,159

2248 Leisure Center - Pavilion 006 Ballroom 2 S34PF2 42 42 34 2 3.02 2,500 7,559

2249 Leisure Center - Pavilion 006 Ballroom 2 14T34RF2 12 12 34 2 0.86 2,500 2,160

2250 Leisure Center - Pavilion 006 Ballroom 2 X(g/b)3C(LED/Com)1 2 2 3 1 0.01 8,760 53

2251 Leisure Center - Pavilion 006 Ballroom 2 O23TrI(PAR38)1 8 8 23 1 0.18 2,500 460

2252 Leisure Center - Pavilion 006 Ballroom 2 C75RI1 2 2 75 1 0.15 2,500 375

2253 Leisure Center - Pavilion 007 Storage C23R(CFS)1 12 12 23 1 0.28 1,500 414

2254 Leisure Center - Pavilion 008 Kitchen 14T34RF2 2 8 16 34 2 1.15 7,000 8,064

2255 Leisure Center - Pavilion 008 Kitchen 14T34RF2 2 2 4 34 2 0.29 7,000 2,016

2256 Leisure Center - Pavilion 008 Kitchen J65WI1 3 3 65 1 0.20 7,000 1,365

2257 Leisure Center Pavilion 008A Food Storage C23R(CFS)1 2 2 23 1 0 05 4 500 2072257 Leisure Center - Pavilion 008A Food Storage C23R(CFS)1 2 2 23 1 0.05 4,500 207

2258 Leisure Center - Pavilion 008B Restroom R15C(Cir)1 1 1 15 1 0.02 1,500 23

2259 Leisure Center - Pavilion 008B Restroom R65CI2 1 1 65 2 0.13 1,500 195

2260 Leisure Center - Pavilion 009 Mechanical Room O150CI1 2 2 150 1 0.30 1,500 450

2261 Leisure Center - Pavilion 009 Mechanical Room S34PF2 2 2 34 2 0.14 1,500 216

2262 Leisure Center - Pavilion 009 Mechanical Room C23W(CFS)1 2 2 23 1 0.05 1,500 69

2263 Leisure Center - Pavilion 010 Boiler Room O75CI1 1 1 75 1 0.08 1,500 113

2264 Leisure Center - Pavilion 011 Compressor Room S34PF2 1 1 34 2 0.07 1,500 108

2265 Leisure Center - Pavilion EXTERIOR Outside Exterior Light C75RI1 12 12 75 1 0.90 4,000 3,600

2266 Leisure Center - Pavilion EXTERIOR Outside Exterior Light Q500W(Qtz)1 1 1 500 1 0.50 4,000 2,000

2267 Leisure Center - Pavilion EXTERIOR Outside Exterior Light SP300WH1 1 1 300 1 0.30 4,000 1,200

2268 Leisure Center - Pavilion EXTERIOR Outside Exterior Light C75CI(PAR38)1 13 13 75 1 0.98 4,000 3,900

2269 Leisure Center - Pavilion EXTERIOR Outside Exterior Light C75CH(PAR38)1 19 19 75 1 1.43 4,000 5,700

2270 Leisure Center - Pavilion EXTERIOR Outside Exterior Light D70W(MH)1 13 13 70 1 1.24 4,000 4,940

2271 Leisure Center - Swim Center 101 Pool's Office W34CF4 3 3 34 4 0.43 3,500 1,512

   Total kW: 1,454.21 kWh: 5,955,357
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Appendix C - Standards of Control - City Of Palm Springs 
  Existing Proposed 
Building Occupied 

HVAC Schedule 
Heating 
Occupied/ 
Unoccupied 
Temperatures 

Cooling 
Occupied / 
Unoccupied 
Temperatures 

Occupied 
HVAC Schedule 

Heating 
Occupied/ 
Unoccupied 
Temperatures 

Cooling 
Occupied/ 
Unoccupied 
Temperatures 

Airport Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 72° 74° Mon-Fri: 24 hrs/day 

Sat-Sun: 24 hrs/day 72° 74° 

Airport Fire Station 
(MZ-1) 

Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 07:00 - 18:00 

Sat-Sun: Off 68°/55° 74°/85° 

Airport Fire Station 
(MZ-2) 

Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 24 hrs/day 

Sat-Sun: 24 hrs/day 68° 74° 

City Hall Mon-Fri: 07:00 - 19:00  
Sat/Sun: Off 68° 74° Mon-Fri: 07:00 - 19:00  

Sat/Sun: Off 68°/55° 74°/85° 

City Hall (MZ-2) Wed: 17:00 - 24:00 
All other times: Off 68° 74° Wed: 17:00 - 24:00 

All other times: Off 68°/55° 74°/90° 

Leisure Center Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 06:00 - 22:00  

Sat/Sun: 08:00 - 20:00 68°/55° 74°/90° 

Library Mon-Sat: 07:00 - 22:00  
Sun: Off 68° 74° Mon-Sat: 07:00 - 22:00  

Sun: Off 68°/55° 74°/85° 

Pavilion Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 06:00 - 22:00  

Sat/Sun: 08:00 - 20:00 68°/55° 74°/90° 

Police Department 
(AH-1 & AH-4) 

Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 07:00 - 19:00  

Sat/Sun: Off 68°/55° 74°/85° 

Police Department 
(AH-2 & AH-3) 

Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 24 hrs/day 

Sat-Sun: 24 hrs/day 68° 74° 

Police Training Mon-Fri: 24 hrs/day 
Sat-Sun: 24 hrs/day 68° 74° Mon-Fri: 07:00 - 18:00  

Sat/Sun: Off 68°/55° 74°/85° 

General Notes: 
      Airport Fire Station MZ-2 Serves front reception area and surrounding offices 

City Hall MZ-2 serves Council Chambers 
Police Department AH-1 & AH-4 serve basement, storage, conference room, and large lobby area on North/East portion of building.  
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Appendix D - Pros and Cons of Central Plant Options 
 
PROS 

Baseline (Do Nothing) Option 1 - New Cogeneration Program Option 2 - New Solar Program 
(~1.9MW, No Cogeneration) 

Option 3 - All Electric 
(No Cogeneration, No Solar) 

• No capital cost / No debt 
service 
 

• Lowest energy cost ~$0.08/kWh 
• Replaces aged equipment (engines, 

chillers, boilers, cooling towers) 
• Cogeneration = Power + Essentially 

Free Thermal Energy 
• Minimizes future SCE purchases. 

Reduces by ~ $287k/year 
• 7/24 power generator year round 
• Best utilization of current infrastructure 
• Significantly reduces emissions by 

replacing rich burn engines with lean 
burn engines 

• Addresses sustainability goals 
• Reduction in carbon footprint 
• Increased power reliability (true 

backup power when SCE goes down) 
• New boiler installation included and 

will not require annual SCAQMD 
testing 

• New chiller can produce 450 tons of 
cooling regardless of engine 
production  

• Leverages operating savings for 
capital improvements in lieu of capital 
budget. 

• Power generated from the sun 
• Reduced maintenance cost 
• Significantly reduces emissions 
• Provides shade (possible revenue 

source at Airport) 
• Simple technology to operate 
• Addresses sustainability goals 
• Reduction in carbon footprint 
• Renewable Energy Credits (RECs) 

=“Go Green” 
• No SCAQMD reporting/permitting 
• Public opinion positive on solar 
• Visible “green” project to the public 

and for the City. 
 
 
 
 

• Lowest maintenance cost 
• Common technology/equipment 

to operate 
• Incentives (although minimal) for 

replacement of inefficient 
equipment at central plants  
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CONS 

Baseline (Do Nothing) Option 1 - New Cogeneration 
Program 

Option 2 - New Solar Program 
(~1.9MW, No Cogeneration) 

Option 3 - All Electric 
(No Cogeneration, No Solar) 

• Aged equipment needs 
replacement (25+ years) 

• High maintenance 
• High emissions 
• Does not meet 

sustainability goals 
• Over last 12 months 

cogeneration plant has 
been down roughly 6 
months 

• Current operation relies on 
several older inefficient 
systems 

• Building efficiency doesn’t 
tie back to the central plant 
operation 

• No Renewable Energy 
Credits 
 

• Complicated technology to operate 
• Requires a regular operator 
• High maintenance cost 
• Continuous emissions monitoring/ 

reporting required by SCAQMD for 
engine 

• Annual permitting  
• Reliance on natural gas 
• No incentives available for 

cogeneration with natural gas 
• No Renewable Energy Credits 

 

• Highest capital cost (solar and 
boilers) 

• Only generates when sun is 
shining 

• Need to install >1MW before 
realizing any significant savings 
over current baseline operations 

• No new mechanical equipment 
(i.e. chiller, cooling towers) 

• Existing boilers are not SCAQMD 
compliant and will need to be 
upgraded  

• Increased reliance on SCE  
• Construction time will require 

parking lot down time 
• Does not operate as backup 

power when SCE goes down. 
• Available incentives for first 1MW 

only, step 8 at $0.15/kWh  
• Requires removal of trees 
• Will require FAA approval for solar 

installation at Airport  

• Highest energy cost~ $0.12/kwh  
• Immediate increase in electric 

costs from today’s baseline 
• Requires significant modifications 

to existing Muni plant building to 
have CHW and HHW plant 
centralized 

• Increased reliability on SCE  
• No benefit to sustainability goals 

beyond DSM 
• No Renewable Energy Credits 
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